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The development of modern and future power systems is associated with the 
definition of new approaches for their simulation, control, and protection. To give 
an example, the increasing connection of massive renewable energy conversion 
systems is justifying the integration of DC infrastructures (eventually, multi-
terminal HVDC) in the current AC power grids. Furthermore, the existing passive 
distribution networks are evolving by integration of decentralized and intermittent 
generation units which results in Active Distribution Networks (ADNs). As a 
consequence, complex power system topologies are emerging requiring adequate 
simulation tools capable to reproduce, possibly in real-time, their dynamic 
behavior. In this context, future operation/protection practices of power networks 
might rely on the availability of chip-scale real-time simulators (RTS) that will 
enable the implementation of efficient protection/fault location processes that, in 
principle, should be capable to comply with the restrictive constraints associated 
with these complex systems. 
Within this context, the work presented in the thesis contributes to the integration 
of new concepts of the fault location in AC/DC systems that can be deployed in 
chip-scale real-time simulation hardware represented by Field Programmable Gate 
Arrays (FPGAs). The development of the proposed fault location platform is done in 
two steps.  
First, an original fault location method based on the Electromagnetic Time 
Reversal (EMTR) theory is proposed. The proposed method is validated for the case 
of various power networks topologies and its performance is assessed. Compared to 
the existing fault location methods, the proposed approach is suitably applicable to 
different topologies including MTDCs and ADNs.   
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Next, a new automated FPGA-based solver for RTS is proposed. The developed 
FPGA-RTS uses a specific automated procedure to couple the simulation platform 
with an offline simulation environment (EMTR-RV) without the need for Hardware 
Description Language (HDL). It is able to simulate both power electronics 
converters and power system grids and thanks to the use of particular parallel 
computational algorithms, it can accurately simulate, in real-time, Electromagnetic 
Transient (EMT) phenomena taking place in power converters and travelling wave 
propagation along multi-conductor transmission lines within very small simulation 
time steps (in the order of some hundreds of nanoseconds). To overcome the 
limitations associated with the Fixed Admittance Matrix Nodal Method (FAMNM), 
a method to assess the optimal value of the parameter of the Associated Discrete 
Circuit (ADC) switch model used by FAMNM is proposed.  
Finally, a specific application of the developed FPGA-RTS is explored for the 
development of a fault location platform by leveraging the EMTR theory. To this 
end, the proposed EMTR-based fault location method is integrated with the FPGA-
RTS to develop an efficient fault location platform. Thanks to the fast EMT 
simulation capability of the FPGA-RTS, the developed fault location platform is 
able to estimate the accurate fault location within very short time scales. Moreover, 
the developed platform is compatible with the constraints characterizing complex 
topologies such as MTDC networks (e.g., the ultra-fast operation of the protection 
systems). The developed fault location platform is validated by making reference to 
an MTDC grid and an ADN, and it is shown to exhibit remarkable fault location 
accuracy as well as robustness against uncertainties such as fault type, the 
presence of noise, measurement systems delay, and fault impedance. 
Keywords- Power systems protection, Fault location, Electromagnetic time 
reversal, Electromagnetic transients simulation, Real-time simulation, Field 
Programmable Gate Array, Fixed Admittance Matrix Nodal Method, Associated 
Discrete Circuit, Hardware-in-the-loop, Multi-terminal HVDC, Power electronics. 
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Le développement des systèmes électriques modernes est associé à la définition de 
nouvelles approches pour leur simulation, leur contrôle et leur protection.    
L’utilisation croissante des systèmes de conversion d'énergie renouvelable justifie, 
par exemple, l'intégration des infrastructures  en courant continu (et même HVDC 
multi-terminaux) dans les réseaux électriques AC actuels. En outre, les réseaux de 
distribution passifs existants sont en train d’évoluer grâce à  l'intégration d'unités 
de production décentralisées et intermittentes et deviennent ainsi des réseaux de 
distribution actifs (ADNs).   Par conséquent, des structures complexes de systèmes 
électriques émergent, nécessitant des outils de simulation adéquats capables de 
reproduire leurs comportements dynamiques, de préférence en temps réel.  Dans ce 
contexte, les pratiques futures dans l’exploitation ou la protection des réseaux 
électriques devraient compter sur la disponibilité de simulateurs en circuit intégré 
fonctionnant en temps réel (RTS) qui permettront la mise en œuvre de processus 
efficaces de localisation des défauts et de protection qui, en principe, devraient être 
capables de respecter les contraintes restrictives associées à ces systèmes 
complexes. 
Dans ce cadre, le travail présenté dans cette thèse contribue à l'intégration de 
nouveaux concepts de localisation des défauts dans les systèmes AC/DC qui 
puissent être déployés en temps réel sur du matériel à échelle réduite en utilisant 
un FPGA  (Field Programmable Gate Arrays). Le développement de la plate-forme 
proposée pour la localisation des défauts se fait en deux étapes. 
Tout d'abord, on propose une méthode innovante de localisation des défauts basée 
sur la théorie du retournement temporel (Electromagnetic Time Reversal - EMTR).   
La méthode proposée est validée en considérant différentes topologies  de réseaux 
électriques pour lesquelles les performances de cette méthode sont évaluées.    
Résumé 
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Comparée aux méthodes de localisation de défaut existantes, la méthode proposée 
est parfaitement applicable aux réseaux en courant continu MTDC et les réseaux 
de distribution actifs (ADN). 
On propose par la suite un nouveau solveur automatisé pour un simulateur en 
temps réel (RTS) basé sur FPGA. Le simulateur FPGA-RTS développé utilise une 
procédure automatisée spécifique pour coupler la plate-forme de simulation avec 
un environnement de simulation hors ligne (EMTR-RV) sans avoir besoin de 
recourir à un langage de programmation bas-niveau (Hardware Description 
Language - HDL). Le solveur proposé est capable de simuler aussi bien des 
convertisseurs de puissance que des réseaux électriques, et grâce à l'utilisation  
d’algorithmes de calcul parallèles spécifiques il peut simuler avec précision et en 
temps réel les phénomènes transitoires qui se produisent dans les convertisseurs 
de puissance, ainsi que les phénomènes de propagation d’ondes dans les lignes de 
transmission multi-conductrices, le tout en employant des temps de simulation de 
l'ordre de quelques centaines de nanosecondes.    
Pour faire face aux limites associées à la méthode dite de Fixed Admittance Matrix 
Nodal (FAMNM), on propose une méthode capable d’évaluer la valeur optimale du 
paramètre du modèle ADC (Associated Discrete Circuit) d’interrupteur utilisé par 
FAMNM. 
Enfin, la méthode basée sur le retournement temporel proposée dans ce travail est 
intégrée dans le solveur FPGA-RTS afin de développer une plateforme efficace de 
localisation des défauts. Grâce à la capacité de simulation rapide des transitoires 
électromagnétiques du FPGA-RTS, la plate-forme de localisation des défauts 
développée est en mesure d’établir avec précision et dans de très brefs délais le lieu 
du défaut. En outre, la plateforme développée est compatible avec les contraintes 
spécifiques liées aux topologies complexes comme celles des réseaux MTDC (par 
exemple, la contrainte liée au déclenchement  rapide des systèmes de protection).   
La plateforme de localisation des défauts développée est validée en faisant 
référence à un réseau MTDC et à un réseau de distribution actif. Il a été démontré 
que la plateforme développée  est caractérisée par une remarquable précision dans 
la  localisation des défauts et une robustesse face aux incertitudes liées au type de 
panne, à la présence du bruit,  au retard des systèmes de mesure, et à l'impédance 
du défaut. 
Mots-clés: Protection des réseaux haute tension, Localisation des défauts, 
Retournement temporel, Simulation de transitoires électromagnétiques, 
Simulation en temps réel, Field Programmable Gate Array,  Fixed Admittance 
Matrix Nodal Method, Associated Discrete Circuit, Hardware-in-the-loop, Multi-
terminal HVDC, Électronique de puissance. 
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Für die Entwicklung des elektrischen Energiesystems der Zukunft werden neue 
Ansätze für Simulation, Regelung und Netzschutz benötigt. Das hat verschiedene 
Gründe. Zum einen ist es durch die Eingliederung erneuerbarer Energiesysteme 
im grossen Stil sinnvoll, das bestehende Wechselstromnetz mit neuen, auf 
Gleichstrom basierten Technologien zu ergänzen (zum Beispiel Multi-Terminal 
HVDC, MTDCs). Zum anderen findet durch das Aufkommen dezentraler 
Energieerzeugungseinrichtungen ein Wandel von passiven zu aktiven 
Verteilnetzen (Active Distribution Networks, ADNs) statt. Die sich daraus 
ergebenden Systemtopologien sind äusserst kompliziert und erfordern geeignete 
Simulationsmethoden, damit sich das dynamische Verhalten überhaupt in Echtzeit 
simulieren lässt. In diesem Zusammenhang stellen sogenannte Chip-Scale 
Echtzeitsimulatoren (Real-Time Simulators, RTS) eine attraktive Lösung dar. 
Diese ermöglichen nämlich die Verwirklichung effizienter 
Fehlerlokalisierungsmethoden, welche auch solch anspruchsvollen Anforderungen, 
wie sie die obig genannten Systeme mit sich bringen, Rechnung tragen können. 
Die vorliegende Arbeit einen Beitrag zur Umsetzung neuer Fehlerlokalisierungs-
konzepte für Wechsel- und Gleichstromsysteme, die sich in Chip-scale 
Echtzeitsimulationshardware, oder genauer gesagt Field-Programmable Gate 
Arrays (FPGAs), implementieren lassen. Die Entwicklung der hier vorgestellten 
Plattform für Fehler-lokalisierung gliedert sich in zwei Schritte. 
Zunächst wird eine neue Lokalisierungsmethode, die auf der Electromagnetic Time 
Reversal Theory (EMTR) basiert, vorgestellt. Deren Wirksamkeit wird anhand 
verschiedener Arten von Netzwerken untersucht. Im Gegensatz zu existierenden 
Ansätzen ist dieser neue Ansatz auch für MTDCs und ADNs bestens geeignet. 
Zusammenfassung 
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Des Weiteren wird ein neuer, FPGA basierter Solver für RTS vorgestellt. Der in 
dieser Arbeit entwickelte FPGA-RTS nutzt ein automatisches Verfahren, um die 
Simulatorplattform mit einem Offline Simulation Environment (EMTR-RV) zu 
koppeln, ohne dass dafür eine Hardware Description Language (HDL) notwendig 
wäre. Dadurch können sowohl leistungselektronische Konverter als auch 
elektrische Energiesysteme simuliert werden. Die Nutzung bestimmter 
parallelisierter Algorithmen können sogar elektromagnetische Transiente (EMT), 
die sich Konvertern ereignen, sowie Wellenausbreitung entlang Mehrleiterkabeln 
mit hoher zeitlicher Auflösung (in der Grössenordnung von einigen hundert 
Nanosekunden) in Echtzeit simuliert werden. Um die Einschränkungen, die sich 
aus der Fixed Admittance Matrix Nodal Method (FAMNM) ergeben, zu 
überwinden, wurde eine Methode entwickelt, mit der sich die Parameter des 
Associated Discrete Circuit (ADC) Switch Models der FAMNM optimal berechnen 
lassen.  
Schliesslich wird eine besondere Anwendung des entwickelten FPGA-RTS 
aufgezeigt, nämlich die Entwicklung einer effizienten Plattform für 
Fehlerlokalisierung, welche sich die EMTR Theorie zunutze macht. Zu diesem 
Zweck wird die hier vorgestellte EMTR-basierte Methode in den FPGA-RTS 
integriert. Dank der hohen Leistungsfähigkeit des FPGA-RTS bezüglich EMT 
Simulationen, ist es möglich, einen Fehler binnen sehr kurzer Zeit genau zu 
lokalisieren. Insbesondere eignet sich die Plattform dafür, komplexe Topologien 
wie MTDC Netzwerke (mit ultra-schnellem Betrieb der Schutzsysteme) 
abzubilden. Die Validierung orientiert sich an einem an einem MTDC Netz wie 
auch an einem ADN Netz. Wie dargelegt wird, kann ein Fehler mit hoher 
Genauigkeit lokalisiert werden, wobei die Methode eine hohe Robustheit gegenüber 
Unsicherheitsfaktoren wie Fehlertypus, Rauschen, Measurement System Delay 
und Fault Impedance aufweist. 
Stichworte: Netzschutz, Fehlerlokalisierung, Electromagnetic time reversal, 
Simulation elektromagnetischer Transiente, Echtzeitsimulation, Field 
Programmable Gate Array, Fixed Admittance Matrix Nodal Method, Associated 
Discrete Circuit, Hardware-in-the-loop, Multi-Terminal 
Hochspannungsgleichstrom, Leistungselektronik. 
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1.1 Motivation of the Thesis 
Fundamental changes are taking place in the monitoring, control and protection of 
modern power grids where an increasing amount of renewable energy sources are 
progressively and massively hosted. It is generally acknowledged that such 
integration of renewables into existing grids depends on the successful combination 
of specific control processes and availability of new technologies. This last element 
is motivating the emergence of complex power systems and power electronics 
architectures in order to interface sources at various voltage levels of DC and AC 
grids. 
In this context, high-performing electromagnetic transient (EMT) simulation tools 
capable to study, possibly in real-time, the dynamic behavior of these complex 
systems are needed to study, and develop, new solutions for the monitoring, control 
and protection of modern power grids. 
Real-time simulators (RTSs) are specific simulation platforms able to replicate, in 
real-time, the exact behavior of the system under study. This peculiarity enables 
their coupling with real (hardware) controllers and protection systems making 
possible the fast prototyping of new solutions via hardware-in-the-loop (HIL) 
analysis. 
At the same time, the growing complexity of power converters topologies (e.g., 
multi-modular converters - MMC) and the need for the definition of their controls, 
calls for more accurate and faster RTS capable to accurately simulate the switching 
transients and perform realistic HIL simulations. In this respect, conventional 
RTSs are characterized by major limitations which bound their application for 
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particular cases. Therefore, there is the need to develop faster RTS platforms 
which are able to accurately simulate complex topologies within much lower 
simulation time steps (i.e., in the range of hundreds of nanoseconds). 
At the same time, there is an unexplored field related to the coupling of RTSs with 
the real-time operation of power grids. One of the typical application examples 
refers to fault management and, more specifically, to the possibility of merging 
fault location and relaying functionalities in complex systems (especially multi-
terminal DC – MTDC – grids and active distribution networks (ADN)). 
1.1.1 The Issue of Fault Location  
The fault location problem has been extensively studied in the literature for many 
years and numerous methods have been proposed for both transmission and 
distribution networks. Nevertheless, despite the vast amount of literature, the 
problem of fault location still represents a challenge for both transmission and 
distribution networks. In general, the accuracy of the existing fault location 
methods are affected by several factors including: pre-fault system condition, load 
flow, power swing, communication link accuracy (for the case of multi-end 
methods), fault impedance, and presence of noise. In particular, for the case of 
MTDC grids and ADNs, the problem is more critical and requires more in-depth 
studies. 
Indeed, the massive integration of new types of generation units (i.e., renewable 
energy resources) available in remote locations (e.g., offshore wind farms) requires 
new grid topologies mainly based on the MTDC topology.  The protection and fault 
location in such networks is a challenging task and represents the major obstacle 
to pervasive deployment of such networks. The transmission lines in MTDC 
networks are generally long and spread over seas which limits the accessibility of 
the maintenance team. Furthermore, since the lines in such networks are 
considered to transfer bulk power over long distances, the loss of a line might cause 
overloading and congestion in other lines.   
Existing methods for point-to-point HVDC links cannot be applied to MTDC 
networks due to more complex topology and characteristics of these networks. 
Therefore, more sophisticated fault location techniques are necessary for the case 
of MTDC network. In this respect, few fault location methods have been proposed 
in the literature. However, the investigations are in their early stages and more 
studies are necessary to be carried out.  
On the other hand, typical fault location methods based on the estimation of the 
post-fault impedance, are not applicable in the case of ADNs. With the hypothesis 
of having a fully passive power system, such estimation could provide useful 
1   Introduction 
 
3 
 
information to locate the fault when compared with the line impedance. However, 
the presence of other sources (e.g. associated with the increasing penetration of 
dispersed generation (DG)s) can largely affect the accuracy of these procedures. 
Therefore, travelling wave-based methods (which are not affected by the presence 
of DGs) might be preferred to locate faults in these networks. Nevertheless, one of 
the main limitations associated with these methods is that, in general, they require 
multi-end measurements in order to provide a reasonable accuracy. Therefore, 
there is an associated need for installing several measurement stations and fast 
communication links that add a non-negligible amount of complexity and might 
impair the reliability of the system. On the other hand, the use of a single 
measurement station might not allow to obtain the required level of accuracy. 
1.1.2 Need for FPGA-Based RTS for Power Electronics and Power Systems 
Applications 
Existing RTSs are mainly based on digital signal processors (DSP) or general 
purpose CPU-based platforms where the real-time simulation is achieved by 
partitioning large networks into smaller sub-systems and processing them in 
parallel. For these type of RTSs, the minimum achievable real-time simulation 
time step is in the range of few tens of microseconds. The main reason for this 
relatively large simulation time step is the partial sequential operations that the 
CPU architectures need to deploy. The growing complexity of the power systems 
and power electronic devices and the need for accurate EMT simulations of fast 
transients, require a higher frequency bandwidth of the real-time simulators. The 
relatively large simulation time steps required by these simulators do not allow to 
represent in real-time high frequency phenomena such as EMTs in power 
converters or travelling wave transients taking place in transmission lines (e.g., 
fault and switching transients). 
FPGA is a suitable alternative to be used as a real-time simulator computational 
core. The main advantage of FPGA over CPU or DSP is its hardwired parallel 
processing that enables the implementation of specific methodologies that 
dramatically reduce the sequencing of the operations taking place in CPUs or 
DSPs. Furthermore, In FPGAs the latency associated with the import/export of the 
I/Os are lower compared to the CPUs. Finally, FPGAs are fully configurable chips, 
which allow to be configured for specific applications. 
The existing FPGA-based RTSs are mainly dedicated to the power electronics 
applications and their HIL tests where the switches are represented by means of 
associated discrete circuit (ADC) model in which the switch is represented by a 
constant conductance in parallel with a controlled current source. This specific 
switch model enables adapting the so-called fixed admittance matrix nodal method 
(FAMNM), which is widely used in the proposed FPGA-RTSs in the literature. This 
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method, irrespective of the number of the switches and their states, allows 
obtaining a fixed nodal admittance matrix during switching transitions. Therefore, 
it results in accelerating the EMT simulation of switching devices and performing 
the real-time simulation of these circuits within very small simulation time steps 
in the order of hundreds of nanoseconds. However, this simple model introduces 
artificial oscillations and non-negligible errors in the simulation results. In 
particular, the considered value for the conductance can dramatically impact the 
simulation results accuracy and it is essential to calculate the optimal conductance 
value to minimize the relevant simulation errors. Nevertheless, the existing FPGA-
RTSs adopting this switch model do not consider this impact and, in general, the 
quantitative error assessments are not provided.  
Another important drawback of FPGA-RTSs is their difficult programming 
associated with the use of hardware description languages (HDL). This low level 
programming, limits the scalability of the solvers and, as a consequence, the 
representation of complex circuits. Additionally, any modification in the 
implemented algorithm/model requires, in general, a time-consuming 
recompilation of the HDL code. A few automated FPGA-based RTSs have been 
proposed to avoid the difficulties of the FPGAs programming. However, the 
applications of these simulators are mainly dedicated to power electronics HIL 
simulations. Therefore, these studies have not accounted for the possibility to 
simulate power networks including propagative transmission lines. 
1.2 Objectives and Contributions of the Thesis 
The aim of this thesis is to address the above-mentioned challenges regarding the 
problems of fault location in power networks and FPGA-based real-time simulators 
for power electronic and power grids. In this thesis, a new automated general 
purpose FPGA-based RTS is developed that solves the problem of switch models 
and variable grid topologies. Furthermore, a specific application of this FPGA-
based RTS is explored in order to merge relaying and fault location functionalities 
by leveraging the electromagnetic time reversal (EMTR) theory. In what follows, 
the main contributions of the thesis are summarized by making reference to the 
two steps accomplished to develop the fault location platform. 
1.2.1 Fault location in Power Networks Based on Electromagnetic Time 
Reversal (EMTR) Theory 
An original fault location technique based on the EMTR theory is presented. The 
proposed method takes advantage of the time reversal invariance of the 
telegraphers’ equations describing the wave propagation in transmission lines. The 
approach is successfully applied to different types of transmission and distribution 
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networks and is able to overcome several limitations associated to existing fault 
location methods. More specifically, the proposed method can be used in the case of 
inhomogeneous networks composed of different transmission lines with different 
characteristic impedances and propagation constants (for example, networks 
comprising overhead lines and underground cables). A further advantage of the 
developed EMTR-based fault location method is that it minimizes the number of 
observation points required to perform the measurement of the transient signals. 
In particular, it is shown that a single observation point located at the secondary 
winding of a substation transformer is enough to correctly identify the fault 
location, even for complex topologies. In addition, the performance of the method is 
very robust to the topology of the system, fault type and impedance, presence of 
series compensation, presence of noise, and delay of the measurement systems. 
1.2.2 Automated FPGA-RTS for the EMT Simulations of Power Electronic 
Devices and Power System Grids  
In order to develop an automated FPGA-RTS dedicated to high-performance EMT 
simulations, the thesis proposes an efficient method for an accurate simulation of 
switching devices. In particular, by considering the drawback of the classical ADC 
switch model, a novel method for the optimal assessment of the parameters of the 
ADC model is presented. The proposed method is based on the minimization of the 
Euclidian distance between the eigenvalues of the network admittance matrix 
based on FAMNM, and those associated with the admittance matrices of reference 
networks corresponding to all possible switching permutations. To prove the 
correctness of the proposed method, a comparison between the proposed metric and 
specifically defined error functions is presented and discussed. Several validation 
examples are considered to prove the performance of the proposed method. 
Then, an automated FPGA-based real-time EMT simulator is proposed which 
integrates the developed model for switching devices. An automated procedure is 
used to overcome the limitations of current FPGA-RTSs. 
The proposed RTS is implemented into an industrial real-time embedded system 
(the National Instruments CompactRio real-time platform) and has the following 
features: (i) it makes use of the modified augmented nodal analysis (MANA) 
method, (ii) it integrates the FAMNM together with the optimal selection of the 
switch conductance parameter, (iii) it enables the possibility of accurately 
reproducing electromagnetic switching transients taking place in power electronic 
switching devices together with electromagnetic wave propagation in transmission 
lines, and (iv) it enables to reach extremely low integration time steps and provides 
an automated procedure to directly translate the schematic representation of the 
electrical circuits designed in the EMTP-RV simulation environment to the 
relevant FPGA solver by avoiding the need of HDL programing languages. Such 
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peculiarity enables a straightforward applicability of the proposed FPGA-based 
RTS to various power electronics and power systems applications. 
The performance of the developed FPGA-RTS is assessed by considering three 
validation examples. They refer to (i) a two-level three-phase inverter, (ii) a multi-
terminal HVDC network, and (iii) a three-phase AC network. The comparison of 
the obtained results with offline benchmark simulations and HIL results showed 
an excellent agreement together with a high computation efficiency. 
1.3 Thesis Outline 
The structure of the thesis dissertation is as follows. 
Chapter 2 presents first an overview of the existing fault location methods by 
classifying them into three general categories and by highlighting their advantages 
and disadvantages. Then, a novel and efficient fault location method based on the 
EMTR theory is presented. The proposed EMTR-based fault location method is 
validated using an experimental setup and several validation examples by making 
reference to different types of power networks. 
Chapter 3 presents a brief history of the development of RTSs for EMT 
applications. In particular, the need for a new type of RTS based on FPGA is 
highlighted and a summary of existing FPGA-RTS is presented. Also in this 
chapter, the effect of the ADC switch model parameter, used in the FAMNM, on 
the accuracy of the simulation results is discussed. Then, a novel method for the 
optimal assessment of this parameter is presented. To prove the correctness of the 
proposed method, a comparison between the proposed metric and specific defined 
error functions is presented and discussed. Several validation examples are 
considered to prove the performance of the proposed method. 
Chapter 4 presents a new automated FPGA-RTS dedicated to EMT simulations of 
power electronic devices and power systems. The proposed method for the optimal 
assessment of the ADC switch model, presented in Chapter 3, is coupled with the 
developed FPGA-RTS to provide very accurate simulation results. The FPGA solver 
is implemented using parallel algorithms applied to efficiently handle sparse 
matrix multiplications. Three validation examples are provided to test the 
performance of the proposed FPGA-RTS including a two-level three-phase 
converter, and two power networks composed of propagative transmission lines.  
Chapter 5 presents an original fault location platform applied to MTDC grids and 
ADNs. The proposed platform is developed by merging the proposed EMTR-based 
fault location method, presented in Chapter 2, and the developed FPGA-RTS, 
presented in Chapter 4. The fast EMT simulation capability of the developed 
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FPGA-RTS is exploited to perform the fault location process within short time 
periods. The possibility of applying the EMTR-fault location process using a limited 
time reversal window is also explored. Then, by taking advantage of this 
peculiarity, the chapter illustrates the architecture of the developed fault location 
platform. Its performance is validated by making reference to an MTDC grid and 
an ADN and, by considering numerous simulated fault cases. In particular, its 
robustness is assessed considering different fault locations and types, presence of 
noise in the transient signals, measurement systems time delay, and fault 
impedance. 
Chapter 6 summarizes the main contributions of this research and provides an 
outlook on the potential future works.  
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Summary 
In this chapter, a review of existing fault location methods is presented by 
classifying them into three general categories and by highlighting the advantages 
and disadvantages associated with the methods of each category.  
Time reversal (TR) process is presented as a focusing procedure by demonstrating 
the time reversal cavity and time reversal mirror (TRM) concepts. Then, the theory 
of electromagnetic time reversal (EMTR), the extension of the TR process to the 
electromagnetic waves, is explained.  
The proposed fault location method based on the EMTR theory is explained. The 
analytical derivation as well as the proposed time domain algorithm are presented. 
The impact of the losses is carefully studied by discussing different back-
propagation models.  
The proposed EMTR-based fault location method is validated first using an 
experimental setup in which the fault location is assessed in a real network formed 
by coaxial cables. Then, several validation examples are performed by making 
reference to different types of power networks including (i) inhomogeneous network 
composed of mixed overhead- coaxial cable lines, (ii) radial distribution network, 
(iii) series-compensated transmission lines. The resulting fault location accuracy 
and robustness against uncertainties (e.g., fault impedance, fault type, network 
topology) are tested and, in this respect, the proposed method appears to be very 
promising for real applications. 
    2 2 Fault Location in Power Networks Based on Electromagnetic Time-Reversal 
Equation Chapter (Next) Section 1 
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2.1 Introduction 
Existing power systems are evolving and becoming more complex by enormous 
increase of the generation units, which require new transmission and distribution 
lines and which should satisfy customers’ need in terms of power quality and 
reliability. However, transmission and distribution networks are always prone to 
short-circuit faults due to natural events such as falling trees, wind, lightning, ice 
storm or mechanical failure of insulators or other equipment [1].  
In transmission networks, fault location functionality is needed for the 
identification of the faulty line and the adequate reconfiguration of the network to 
prevent severe cascading consequences. In distribution networks, fault location is 
more associated with the quality of service in terms of duration of interruptions 
when permanent faults occur. Still with reference to distribution networks, the 
increasing use of distributed generators (DG) calls for accurate and fast fault 
location procedures aimed at minimizing the network service restoration time, and, 
consequently, minimizing the unsupplied power. 
To comply with the restrictive requirements of modern power systems and to 
ensure the reliability of the power supply, power systems are equipped with 
accurate and fast protection and control systems exploiting several fundamental 
functionalities, including fault location. As in most cases the failure of the power 
transfer is due to mechanical damages, the first step to repair the damage and 
recover the network is to identify the fault location. Fast and accurate fault 
location procedures result in faster repair and recovery of the power supply. 
Therefore, the fault location function can be implemented into [1]: (i) protection 
relays, (ii) digital fault recorders (DFR), (iii) stand-alone fault locator, or (iv) offline 
post-fault analysis program. 
It is worth observing that, in general, the time constraint for fault location systems 
is longer than the one for protection systems as precise fault location requires, in 
general, complex processing which might take more time compared to the 
protection. Greater precision allows, in fact, shortening the time of intervention of 
the maintenance teams. As an example, in the Dutch networks, approximately 70% 
of all interruptions are originated on medium voltage networks and the recovery 
time, allowing the location of the fault and action on the devices of maneuver, is on 
average 90 minutes [2].  
The fault location problem has been extensively studied in the literature for many 
years and numerous methods have been proposed. First, the subject was studied 
for transmission networks due to the impact of this function on power systems 
operation and difficulty of locating faults in meshed networks. Then, studies were 
extended to distribution networks as the power quality started to attract more 
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attention. Despite the vast amount of literature on fault location methods, the 
problem of fault location still presents essential challenges for both transmission 
and distribution networks: 
Transmission networks: the rapid growth in size and complexity of the 
transmission systems, the emergence of the new measurement systems, and recent 
advances in telecommunication technologies, have made possible the definition of 
new types of fault location methods. Typical examples refer to: wide area 
monitoring and synchronized measurements, advanced measurement systems 
dedicated to the acquisition of high-frequency travelling wave signals, and fast and 
powerful processing hardware available in intelligent electronic devices (IED).  
Distribution systems: the precise fault location problem is even more challenging 
due to following reasons (e.g., [1], [3]): 
? Distribution lines are often characterized by the presence of DGs which can 
largely affect the accuracy of fault location procedures developed for the 
passive distribution networks; 
? Lines are often characterized by a significant dissymmetry between the 
phases; 
? The effect of the fault impedance on the fault location accuracy can be 
significant; 
? The load conditions of the phases can be unbalanced and the load current, 
which is superimposed to the fault current, changes during the fault; 
? The measurement errors associated with the measurement transformers 
can be important in the case of very small values of the voltage during the 
fault (i.e., high levels of short-circuit currents are experienced). 
Therefore, the fault location problem is still an important ongoing topic of research.  
This chapter is organized as follows. In Section 2.2, a review of the existing fault 
location methods for the transmission and distribution networks are presented. 
Section 2.3 presents the theory of time-reversal with special attention to the EMTR 
theory. The application of EMTR to fault location is presented in Section 2.5. The 
issue of losses is discussed in Section 2.6, followed by the experimental validation 
of the proposed fault location method described in Section 2.7. Section 2.8 presents 
several application examples to distribution and transmission networks. Finally, 
conclusions are presented in Section 2.9. 
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2.2 Review of the Existing Fault Location Methods for Power 
Networks 
The fault location problem in transmission lines has been a topic of investigation 
since 1950s [4] and numerous fault location methods have been proposed in the 
literature. The various proposed fault location procedures can be classified into 
three main categories [1], [3]:  
1. Methods that analyze pre-fault and post-fault voltage/current phasors 
(phasor-based methods); 
2. Methods that analyze fault-originated electromagnetic transients of 
currents and/or voltages, (travelling wave-based methods); 
3. Knowledge-based approaches (artificial intelligence methods). 
2.2.1 Phasor-Based Methods 
Using the voltage/current phasors at the line terminals is the most straightforward 
approach to calculate fault location. These methods rely on the calculated 
impedance of the faulty line to identify the fault location. According to the 
availability of utilized measurements, the methods belonging to these category can 
be further classified into the following sub-categories: (i) single-end (one-terminal) 
measurement methods (e.g., [5], [6], [7], [8]), (ii) double-end (two-terminal) 
measurement methods (e.g., [9], [10], [11], [12], [13]), and  (iii) multi-end 
algorithms (e.g., [14], [15], [16], [17], [18]) that employ measurements from 
multiple ends of multi-terminal transmission lines. Double-end and multi-end 
measurement-based fault location methods can be based on either unsynchronized 
(e.g., [11], [19], [20]) or synchronized (e.g., [9], [17]) voltage/current measurements. 
Single-end measurement based fault location methods estimate the fault distance 
by using voltage and current measurements at a particular end of the line. These 
approaches are simpler compared to the two-terminal or multi-terminal 
measurement-based ones since they do not require communication means. 
Therefore, they are more attractive for practical applications. However, the 
solution of the fault location problem requires several assumptions and 
simplifications ([5], [6]) which impact the fault location accuracy [7]. The accuracy 
of these methods depends on the fault resistance, load, configuration of the line, 
and load flow unbalance. 
On the other hand, the methods based on double/multiple-end measurements 
provide more accurate and robust fault location results compared to the single-end 
methods. These methods rely on communication links to exchange the data 
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between multiple ends. The availability of multiple data enables to eliminate the 
effect of the fault resistance and other affecting parameters, and therefore to 
minimize the fault location estimation error. However, the performance of these 
methods is mainly dependent on efficient communication links which add non-
negligible complexity to the system. Multi-end fault location methods require 
global positioning system (GPS) to provide a common time reference. Their 
performance can be affected by the accuracy and the loss of the GPS signal [13]. 
Despite the straightforward solutions provided by the impedance-based fault 
location methods, their accuracy might be affected by the fault resistance, 
configuration of the line, load flow unbalance, and the presence of DGs [3]. The 
latter becomes more important for the case of active distribution networks (ADNs) 
where DGs are connected to the distribution system feeders that can largely affect 
the accuracy of these procedures. Moreover, these methods are not applicable to 
HVDC transmission systems, which are one of the essential elements of modern 
power systems. 
2.2.2 Travelling Wave-Based Methods 
Travelling wave-based methods consider the voltage (and/or current) waves which 
are travelling at the line propagation speed from the fault location towards the line 
terminals. Compared to phasor-based fault location methods, travelling wave-
based methods are considered to be more precise and offer some advantages. On 
the other hand, in general, they require complex signal processing techniques [1]. 
To overcome the limitations associated with the phasor-based fault location 
methods, travelling wave-based methods have been increasingly investigated in the 
literature (e.g., [21], [22], [23], [24], [25], [26]).  These methods rely on the analysis 
of the high-frequency components of the fault-originated transient signals which 
are rather uninfluenced by the fault impedance [27]. In particular, these methods 
are considered as the best way to identify fault location in DC transmission 
systems (e.g., [28]).  
Travelling wave-based fault location methods analyze different a feature of the 
travelling waves and utilize various techniques to identify the fault location. One of 
the first adopted techniques is based on the cross-correlation between the forward 
and backward travelling waves [22]. The main drawback of such method is the 
discrimination of the travelling waves originated from the fault point from those 
reflected at remote ends of the line [29]. Moreover, the accuracy of this method is 
mainly dependent on the sampling window [29]. The improved correlation-based 
method is proposed in [29] which uses combined short and long window lengths. 
The arrival time-based methods identify the fault location by assessing the arrival 
time of the travelling waves at one (single-end) or different terminals of the line 
(multi-end) [30]. 
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 In single-end methods, the arrival times of the initial and reflected travelling 
waves at one single terminal of the line are used. The fault location is identified by 
assessing the time delay between successive reflections of the measured travelling 
wave signals at one terminal (e.g., [30], [31]). These methods avoid the cost and 
complexities associated with multi-end measurement synchronization and 
communication links. However, these methods are known to be more complex and 
less accurate compared to multi-end ones. Indeed, the main difficulty related to 
single-end methods is the detection and discrimination of the fault-originated 
waves from the reflections associated with other terminals [30]. Moreover, these 
methods commonly have problems of locating close-by faults [32]. 
Multi-end methods, which rely on multiple measurement locations, are more 
straightforward and precise compared to single-end methods. For the case of a 
single line, if the two-terminal measurements are synchronized, the difference 
between the arrival times of the travelling waves at the two terminals can be used 
to identify the fault location. To this end, precise GPS signal is required to 
synchronize the measurements at two terminals and the wave velocity should be 
known [3], [33]. Nevertheless, despite several advantages provided by two-end 
synchronized fault location methods (e.g., insusceptibility to the variations of 
source impedances, fault distances, and fault impedances), practically speaking, 
their application are limited due to the synchronization problems and lack of 
common time reference in all substations [34]. To cope with this issue, 
unsynchronized measurements methods for the fault location problem have been 
proposed (e.g., [32], [34]). 
Wavelet analysis is a powerful signal processing tool which is able to analyze the 
signal in both time and frequency domain. A particular feature of the wavelet 
transformation (WT) is the automatic altering of the data window according to the 
frequency. This peculiarity is suitable for rapid alternations in the analyzed 
transient signal. WT has been successfully applied to overcome the shortcomings 
associated with the travelling-wave based methods (e.g., [25], [27], [35]). First, 
discrete-wavelet transform (DWT) was used to identify the fault location due to its 
straightforward implementation and the reduced computation time [36]. However, 
compared to DWT, the continuous-wavelet transform (CWT) provides more 
detailed and continuous analysis of the signal. This is the result of smooth shifting 
of the analyzed wavelet over the full domain of the signal compared to the dyadic 
shift in DWT [37]. Therefore, CWT-based fault location methods provide more 
precise results (e.g., [27], [35], [36]). The limitation associated with these methods 
is related to the use of traditional mother wavelets, which does not allow 
identifying all the characteristic frequencies of the travelling waves. In [27], a 
method has been proposed to overcome this problem by building specific mother 
wavelets inferred from the fault-originated transient waveforms. Nevertheless, the 
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application of WT-based fault location methods requires considerable amount of 
computational efforts. 
Despite the more precise fault location accuracy of the travelling wave-based 
methods compared to phasor-based methods, their accuracy might still be affected 
by the following factors [3]: 
? Requirement of a detailed network model and lines characteristics. 
? Assessment of the number of observation points versus the number of 
possible multiple fault location solutions. 
? Requirement of a precise time stamping for methods requiring multiple 
synchronized metering stations. 
? Loss of GPS signal impacting the fault location accuracy. 
? Requirement of large bandwidth measurement systems. 
2.2.3 Knowledge-Based Methods 
In addition to the previous approaches, several research efforts have been 
performed on the use of knowledge-based fault location methods. Expert systems 
identify the most probable fault location by means of available information 
regarding the network status (e.g., the state of switches, unpowered user 
complaints, etc.) (e.g., [38], [39]). artificial neural networks (ANN) and fuzzy logic 
have been widely studied for the fault location problem. (e.g., [40], [41]). 
Nevertheless, the extensive training of such methods limits their application to 
real systems. 
2.3 Time Reversal Theory 
2.3.1 Time Reversal Cavity, Time Reversal Mirror 
The term of time reversal (TR) was first introduced in the literature by B. Bogert of 
Bell Labs in 1957 who introduced the TR as a technique to compensate the delay 
distortion of slow pictures and television signals in wired lines [42]. In his 
experiments, he observed that the picture quality is enhanced by applying the TR 
procedure, in particular when the transmission characteristic of the system is 
uniform. A similar approach was used in [43] as an automatic distortion correction 
for efficient pulse transmission in telephone networks. Later, in [44], the same idea 
was used to develop zero-phase digital filters. Although these studies had shown 
several interesting features of the TR technique, they mainly used the TR as a 
signal processing algorithm. 
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Later, Mathias Fink et al. presented the TR concept as a new approach for focusing 
ultrasonic waves [45], [46], [47], [48]. The basic principles of the TR applied to 
ultrasonic fields were presented in [45], [46], as a technique to focus a wave on a 
target through an inhomogeneous medium. In [45], the concept of optical phase-
conjugate mirrors (PCM) was extended for ultrasonic waves. In optics, PCM, which 
is used for monochromatic fields, is an efficient technique to compensate the phase 
distortion which is the consequence of the aberrations of an optical system or 
inhomogeneities of the refractive index in the transmitting medium. PCM reverses 
the phase of an incident monochromatic distorted wave. The generated wave will 
back-propagate in the medium without distortion [45]. The limitation associated 
with PCM is that it works with monochromatic fields. Therefore, it cannot be 
applied for ultrasonic waves which are broadband. TR process is a generalization of 
the PCM which is also able to be applied to broadband signals. In contrast to PCM 
that works in a continuous mode, TR allows the choice of any temporal time 
window to be time reversed [45], [46]. 
For the TR process to be applicable, the main criterion is that the wave equation 
has to be time reversal invariant. As an example, consider the propagation 
equation of an acoustic pressure in a lossless fluid medium [46]: 
 
2
2 2
1. 0p p
c t? ?
? ?? ?? ? ?? ? ?? ?
  (2.1) 
One can note that since there is only a second order time derivative, the pressure 
propagation equation is symmetrical over the time operator and as a consequence, 
if ? ?,p r t  is a pressure field solution of this equation, then ? ?,p r t? is also a 
solution. Therefore, the propagation equation is time reversal invariant [46]. Since 
? ?,p r t? is not an experimentally valid solution, in order to ensure the causality 
requirements, the time-reversed signal is shifted in time as ? ?,Tp r t?  where T is 
the period in which ? ?,p r t is recorded. It is worth noting that, the TR operator 
t t??  is equivalent to the phase conjugation in the frequency domain. In general, 
TR operation can also be applied in the frequency domain using the following 
equivalence [45]: 
 ? ? ? ?*, ,p r t F r ?? ?   (2.2) 
where  ? ?,F r ?  is the Fourier transform of ? ?,p r t and the subscript * denotes the 
complex conjugate. In principle, in order to effectively focus the back-injected 
waves to the source, the process should be performed in the whole space (3D). 
However, this is an unrealistic solution. Considering the fact that wave at any 
point of a medium can be calculated by the knowledge of the field and its normal 
derivative on a closed surrounding surface, this problem can be reduced to a 2D 
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surface [46]. Therefore, the TR process can be simplified by considering the time 
reversal cavity where the source is surrounded by a closed surface and the pressure 
field and its normal derivative is measured at any point of the closed surface [46]. 
The focusing procedure in a time reversal cavity is shown in Figure 2.1. The 
procedure consists of two stages: (a) the distorted pressure field is recorded by the 
transducers which cover completely the cavity surface; (b) the recorded signals are 
time-reversed and re-injected back into the medium from the cavity transducers. 
The back-injected field refocuses again in the initial source point. 
Despite the refocusing capability of the time-reversal cavity, its realization is 
difficult since, in practice, it is not feasible to surround the medium by the 
transducers. In fact, the process can be physically done by using a limited number 
of transducers, which do not necessarily enclose the source point. Nonetheless, 
using a proper spatial distribution of the transducers allows to capture enough 
samples along the wavefront and enables to focus through an inhomogeneous 
medium [46], [48]. This is the idea of the time reversal mirror (TRM). 
A TRM consists of a 1D or 2D reversible transducer arrays, which are able to 
record the incident fields originated by a distant source. The transducer’s response 
to the local field is linear. The recorded fields of the transducers are reversed in 
time and then reemitted by the same transducers. Such procedure allows to 
convert divergent incident waves originated from a distant source, which are 
distorted in an inhomogeneous medium, into a convergent reflected wave, focusing 
again on the source [45], [46]. Figure 2.2 shows the TRM focusing procedure. The 
interesting peculiarity of the TRM is that it works even if there is an 
inhomogeneous medium between the target and the mirror.  
 
 
Figure 2.1. Time reversal cavity illustration (adapted from [46]). (a) Divergent propagation 
from the source. (b) Convergent back-propagation to the source. 
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Figure 2.2. The TRM focusing procedure (adapted from [46]). (a) Divergent incident wave 
from the source. (b) Convergent back-injected waves into the source. 
As it is illustrated in Figure 2.2, the TRM procedure consists of two main steps 
[46]: (a) a diverging waves originated by a source and distorted in the 
inhomogeneous medium are captured by the transducer array elements. (b) The 
captured signals are time-reversed and back-propagated through the same 
medium. The back-propagated waves are refocused at the source point.  
2.3.2 Electromagnetic Time Reversal (EMTR) 
Twelve years after the development of the concept of TRM, its application was 
successfully extended to electromagnetic waves [49], [50], [51]. In [49], G. Lerosey 
et al. presented the first single-channel TR experiment for electromagnetic waves 
in GHz domain for the temporal and spatial focusing. 
Similar to the acoustic waves, in order to apply EMTR, the electromagnetic wave 
has to be time reversal invariant. Let us consider Maxwell’s equations in vacuum 
[52]: 
 ? ?( ) ( , ) ( , )r E r t r t? ??? ?   (2.3) 
 ? ?( ) ( , ) 0r H r t??? ?   (2.4) 
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 ( , )( , ) ( ) H r tE r t r
t
? ??? ? ? ?   (2.5) 
 ( , )( , ) ( ) ( , )E r tH r t r J r t
t
? ??? ? ??   (2.6) 
 
where ( , )E r t  and ( , )H r t  are, respectively, the electric and the magnetic field, ( , )r t?  
is the charge density, ( , )J r t  is the electric current density. ( )r?  and ( )r? are, 
respectively, the electric permittivity and the magnetic permeability. 
Mathematically, TR implies making the substitution t t?? . 
In order to study the TR invariance of the Maxwell’s equations, the electric and 
magnetic fields as well as the charge and current densities has to be analyzed 
under the TR operation. As known, electric charge density does not change under 
TR operation. However, the TR operator changes the sign of charges velocity. As a 
result, the associated current density should change sign as well [53]. Therefore, 
the sign of the electric field ( , )E r t remains unchanged under TR operator, while the 
magnetic field ( , )H r t  sees a change of sign as a result of the change of sign of the 
current density [53], [54].  Summing up, we have: 
 ( , ) ( , ),   ( , ) ( , )
TR TR
r t r t E r t E r t? ? ? ?   (2.7) 
 ( , ) ( , ),   ( , ) ( , )
TR TR
J r t J r t H r t H r t? ? ? ?   (2.8). 
 
Considering equations (2.7) and (2.8), the Maxwell’s equation under TR operator 
results in: 
 ? ?( ) ( , ) ( , )r E r t r t? ??? ? ? ?   (2.9) 
 ? ?? ?( ) ( , ) 0r H r t??? ? ? ?   (2.10) 
 ( ( , ))( , ) ( )
( )
H r tE r t r
t
? ? ? ??? ? ? ? ? ?   (2.11) 
 ( , )( ( , )) ( ) ( ( , ))
( )
E r tH r t r J r t
t
? ? ??? ? ? ? ? ? ?? ?   (2.12). 
The situation here is different from the acoustic wave equation where there is a 
second-order time derivative. The equations (2.9)-(2.12) are identical to one of (2.3)-
(2.6). Therefore, one can conclude that Maxwell’s equations are TR invariant [53], 
[54]. It is worth observing that, the electromagnetic propagation in a dissipative 
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medium is not TR invariant unless an inverted-loss medium is considered for the 
reversed time [54]. To see this, consider Ohm’s law: 
 ( , ) ( ) ( , )J r t r E r t??   (2.13) 
where ( )r? is the conductivity of the medium. Applying the TR operator results in 
[55]: 
 ( , ) ( ) ( , )J r t r E r t?? ? ? ?   (2.14). 
In order to hold TR invariance for the Ohm’s low, the sign of the conductivity would 
need to be changed (i.e., ( ) ( )
TR
r r? ?? ).  
EMTR has received large attention for several interesting applications including: 
focusing of electromagnetic waves and applications in biomedical engineering (e.g., 
[56]), target imaging in a cluttered environment (e.g., [50]) , landmine detection 
(e.g., [57]), communications and radar (e.g., [51]), and more recently, lightning 
location (e.g., [55], [58]). The latter applies EMTR-based procedure to identify the 
lightning strike location by using a simulation program which time reverses the 
recorded waveforms (originated by the strike) and re-injects them back by 
simulation into the location network domain.   
The aim of this research is to study the possibility of applying EMTR to the 
problem of fault location in power networks in which the wave propagation is 
formulated using the telegraphers’ equations for multi-conductor transmission 
lines. Compared to other applications of the EMTR, its application for the fault 
location in transmission lines is more straightforward since the electromagnetic 
waves are confined in a 1D medium.  
2.4 EMTR Application to the Fault Location Problem 
The limitations associated with the existing travelling wave-based fault location 
methods (e.g., requirement of time-synchronized, multi-end measurement stations 
and complexity due to the sophisticated signal processing techniques) is the 
motivation to study more efficient fault location techniques. As the TR has been 
shown to be effective in focusing electromagnetic waves, it might also be an 
efficient method for locating faults in power networks.  
First, we need to examine the properties of the transmission line wave equations 
under the TR operator. The voltage wave equation for a multiconductor, lossless 
transmission line reads [59], [60]: 
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2 2
' '
2 2
0( , ) ( , )
x t
x t x t? ?? ?? ?LCU U   (2.15) 
where ( , )x tU  is a vector containing the phase voltages at position x and time t,  L′ 
and C′  are the per-unit-length matrices of inductance and capacitance of the line, 
respectively. Time reversing (2.15) yields: 
 
2 2
' '
2 2
0( , ) ( , )
x t
x t x t? ?? ?? ?? ?LCU U   (2.16). 
Therefore, if ( , )x tU  is a solution of the wave equation, then ( , )x t?U is a solution 
too. In other words, the wave equation is invariant under a time-reversal 
transformation if there is no absorption during propagation in the medium. In our 
specific application, this hypothesis is satisfied if the transmission line is lossless. 
However, since power network transmission lines are generally characterized by 
small values for the longitudinal resistance, the applicability of EMTR to lossy 
lines could also be considered. This point will be further discussed later in 
section 2.6.  
In practical implementations, a signal ? ?,s x t  is necessarily measured only during a 
finite period of time from an initial time selected here as the origin t = 0 to a final 
time t =T, where T is the duration of the signal. To make the argument of the time-
reversed variables be positive for the duration of the signal, we will consider, in 
addition to time reversal, an additional time delay T. 
 ( , ) ( , )s x t s x T t?   (2.17). 
 
In order to illustrate the EMTR application to the fault location problem, a brief 
explanation of the electromagnetic transients associated with faults in power 
systems is presented.  
A fault event in a power system can be associated with an injection into the power 
system itself of a step-like wave initiated by the fault occurrence. The fault-
generated waves travel along the lines of the network and get reflected at the line 
extremities which are characterized by reflection coefficients whose values depend 
on the line surge impedance (characteristic impedance) and the input impedances 
of the connected power components. In particular, the line extremities can be 
grouped into three categories, namely: line terminals with power transformers, 
junctions to other lines, and the fault location. As discussed in [35], [61], for each of 
these boundary conditions the following assumptions can be reasonably made: 
? Extremities, where a power transformer is connected, can be assumed, for 
the travelling waves, as open circuits, and therefore, the relevant voltage 
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reflection coefficient is close to +1; indeed, fault-originated travelling waves 
are characterized by a spectrum with high-frequency components for which 
the input impedance of power transformers is generally dominated by a 
capacitive behavior with capacitances values in the order of few hundreds of 
pF (e.g. [61]); 
? Extremities that correspond to a junction between more than two lines are 
characterized by a negative reflection coefficient; 
? The reflection coefficient of the extremity where the fault is occurring is 
close to -1, as the fault impedance can be assumed to be significantly 
smaller than the line surge impedance. 
With the above assumptions and for a given network topology, it is possible to 
determine a certain number p of paths, each one delimited between two 
extremities. Figure 2.3 illustrates these paths for a simplified network topology 
composed of a main feeder and a lateral. A given observation point in the system 
where voltage or current waveforms are measured will observe a superposition of 
travelling waves associated with the various paths. 
Therefore, one can conclude that the domain of application of any fault location 
method belonging to the travelling waves-based methods described in Section 2.2.2 
is formed by a one-dimensional space (associated to the line longitudinal coordinate 
x) with given boundary conditions. In what follows, the proposed fault location 
method based on EMTR is presented.  
2.5 Proposed EMTR-Based Fault Location Method 
The application of the EMTR to locate faults in a power network will be based on 
three following steps. 
 
Figure 2.3. Paths covered by travelling waves caused by a fault at Bus 02. Adapted from 
[62]. 
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(i) measurement of the fault-originated electromagnetic transient in a single 
observation point, (ii) simulation of the back-injection of the time-reversed 
measured fault signal for different guessed fault locations (GFLs) and using the 
network model, (iii) assessment of the fault location by determining, in the network 
model, the point characterized by the largest energy concentration associated with 
the back-injected time-reversed fault transients. In what follows, we illustrate the 
analytical aspects related to the proposed EMTR-based fault location method.  
As described in [45], [46], one of the main hypotheses of the TR method is that the 
topology of the system needs to remain unchanged during the transient 
phenomenon of interest. Fault transients in power networks do not satisfy such a 
condition as the presence of the fault itself involves a change in the network 
topology when the fault occurs (i.e. at t = tf). However, for reversed times t such that 
t < T - tf, EMTR is still applicable if the guessed fault is considered at the correct 
location. On the other hand, for a guessed location that does not coincide with the 
real one, time-reversal invariance does not hold. As a result of this property, time-
reversed back-propagated signals will combine constructively to reach a maximum 
at the correct fault location. This property will be validated in the next sections to 
analytically prove the method and is used in both experimental measurements and 
simulation test cases. 
2.5.1 Frequency-Domain Derivation 
The aim of this sub-section is to analytically describe the behavior of the line 
response after a fault. In order to express analytically the line response, the 
problem is formulated in the frequency-domain. In particular, to provide a more 
straightforward use of the EMTR technique, we will make reference to a single-
conductor overhead lossless transmission line (Figure 2.4) of length L. The line 
parameters may refer to a typical overhead transmission line. In particular, the 
surge impedance (characteristic impedance) is in the order of a few hundred Ohms. 
We assume that at both line extremities power transformers are connected. 
 
Figure 2.4. Simplified representation of the post-fault line configuration for the EMTR 
analytical validation. 
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Therefore, as discussed before, they are represented by means of high input 
impedances (Z1 and Z2 in Figure 2.4). The fault coordinate is fx  and fault transient 
waveforms are assumed to be recorded either at one end or at the two ends of the 
line. As the line model is lossless, the damping of the transients is provided only by 
the fault impedance, if any, and the high terminal impedances Z1 and Z2. 
As the analyzed fault transients last for only a few milliseconds, we assume that 
the pre-fault condition of the line is characterized by a constant value of voltage all 
along the line length (0≤ x≤ L). 
To specify the boundary conditions of the two line sections of Figure 2.4, namely for 
0≤ x≤ xf and  xf ≤ x≤ L, we can define reflection coefficients at x=0 (i = 1 of Figure 2.4) 
and x=L (i = 2 of Figure 2.4) as: 
 ; 1,2
C
C
Z Zi ii Z Zi
? ?? ??   (2.18). 
Without losing generality, coefficients ?i  in (2.18) could be assumed as frequency-
independent within the considered short observation time. Concerning the 
boundary condition at the fault location, we assume to represent it by means of a 
voltage source Uf(?) located at x= xf. Here, for the sake of abstraction, we represent 
the fault by means of an ideal voltage source with zero internal impedance that, as 
a consequence, represents a solid fault. Therefore, the voltage reflection coefficient 
in this point of the line is ?i=-1. Additionally, in view of the lossless line 
assumption, the line propagation constant, ? , is purely imaginary, namely: ?=j?, 
with ?=?/c. The analytical expressions of voltages observed at the line terminals  
x= 0 and  x= L in the frequency domain read: 
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Note that the effect of the ground losses can be represented as an additional 
frequency-dependent longitudinal impedance [63]. However, except for the case of 
distributed exciting sources (such as those produced by a nearby lightning 
discharge), ground losses can be disregarded for typical overhead power lines [64]. 
Now, the EMTR process can be carried out by using either (i) two observation 
points located at both extremities of the line, or (ii) one observation point. 
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2.5.1.1 Frequency-Domain Application of EMTR by Considering Two Observation 
Points at Each Line Terminal 
According to TRM, a number of observation points at which transient signals 
initiated by the source (here: the fault) are measured could be used to apply the TR 
process. In a first step, it is assumed that two observation points at both ends of 
the line are used. 
Equations (2.19) and (2.20) provide the frequency-domain expressions of fault-
originated voltages at two observation points located at the line terminals. In 
agreement with the EMTR method, we can replace these observation points with 
two sources each one imposing the time-reversed voltage fault transients. As 
shown in (2.2), the TR operator in frequency domain is represented by the complex 
conjugate of the Fourier transform of the signal. Therefore, the time reversed 
recorded voltage transients are ? ?* 1UA ? and ? ?* 2UA ?  where * denotes the complex 
conjugate. Here we consider the Norton equivalents as: 
 
*
* A1
A1
1
U ( )
I =
Z
?
  (2.21) 
 
*
* A1
A2
2
U ( )
I =
Z
?
  (2.22) 
where *A1I   and 
*
A2I   are the injected currents as shown in Figure 2.5. As the location 
of the fault is the unknown of the problem, we will place it at a generic location x′f. 
The contributions in terms of currents at the unknown fault location x′f coming 
from the first and the second time-reversed sources *A1I  and 
*
A2I , are given 
respectively by: 
 
Figure 2.5. Representation of the EMTR applied to the single-line model of Figure 2.4. 
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Introducing (2.19)- (2.22) into (2.23) and (2.24), we obtain: 
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Therefore, we can derive a closed-form expression for the total current flowing 
through the GFL  x′f: 
 ' ' 'f f1 f2I ( , ) I ( , ) I ( , )f f fx x x? ? ?? ?   (2.27). 
 
In what follows, we will make use of (2.27) to show the capability of the EMTR to 
converge the time-reversed injected transients to the fault location. 
Let us make reference to a line characterized by a total length L=10 km and let us 
assume a fault occurring at xf =8 km. The line is characterized by terminal 
impedances Z1=Z2=100 kΩ and, for the fault, we assume ? ?1  fU j v rad s?? . The 
line is lossless and the per-unit-length capacitance and inductance are C=7.10E-12 
F/m and L=1.56E-6 H/m, respectively. 
By moving  x′f  from 0 to L, it is possible to compute the current at the GFLs using 
(2.27). Figure 2.6 shows the normalized fault current signal energy (FCSE) (where 
the normalization has been implemented with respect to the maximum signal 
energy value of If for all the guessed fault locations) within a frequency-spectrum 
ranging from DC to 1 MHz. From Figure 2.6, it is clear that the energy of 'fI ( , )fx ?  
reaches its maximum when the GFL coincides with the real one. 
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Figure 2.6. Normalized FCSE as a function of the GFL  x′f  with multiple observation points. 
The real fault location is at x′f =8 km. 
2.5.1.2 Frequency-Domain Application of EMTR by Considering One Observation 
Point 
As it was mentioned before, one of the main problems in power systems protection 
is the limited number of observation points where measurement equipment can be 
placed. Therefore, the demonstration that the EMTR-based fault location method 
could be applied also for the case of a single observation point is of importance. To 
this end, let us assume that the fault-originated electromagnetic transients are 
observed only at one location, namely at the line left terminal. The network 
schematic in the time reversal state will be the one in Figure 2.7. 
By making reference to the configuration of the previous case, we can extend the 
procedure to the case where only one injecting current source (IA1) is considered. In 
particular, we can derive from (2.21) the fault current at the guessed fault location 
'
fx  as follows: 
 
Figure 2.7. Representation of the EMTR applied to the single-line model of Figure 2.4 
where a single observation point is placed at the beginning of the line (x = 0). 
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Figure 2.8 shows the normalized FCSE of If (where the normalization has been 
implemented with respect to the maximum signal energy value of If for all the 
GFLs) within a frequency-spectrum ranging from DC to 1 MHz. 
It can be noted that the energy of 'fI ( , )fx ?  is maximum when the GFL is equal to 
the real one even for the case of a single observation point. From Figure 2.6 and 
Figure 2.8, it can further be observed that the two curves, corresponding 
respectively to one and to two observation points, provide accurately the correct 
fault location and the method can be effectively applied using a single observation 
point. 
2.5.2 Time-Domain Algorithm  
In the previous section, we have derived closed-form expressions for the fault 
current as a function of the guessed fault location. The purpose of this section is to 
extend the proposed method to realistic time-domain cases. The flow-chart shown 
in Figure 2.9 illustrates the step-by-step fault location procedure proposed in this 
study. 
As it can be seen, the proposed procedure, similarly to other methods proposed in 
the literature (e.g., [25]), requires the knowledge of the network topology as well as 
its parameters. Such knowledge is used to build a corresponding network model. 
 
 
Figure 2.8. Normalized FCSE as a function of the GFL 'fx  with single observation point. 
The real fault location is at x′f =8 km. 
0 1 2 3 4 5 6 7 8 9 100
0.2
0.4
0.6
0.8
1
xf
' [km]
FC
SE
 [n
or
m
al
iz
ed
]
 
 
2   Fault Location in Power Networks Based on Electromagnetic Time-Reversal 
 
29 
 
 
Figure 2.9. Flow-chart of the proposed EMTR-based fault location method. 
Then, we assume to record fault transients, ( , )is x t (with i=1,2,3 for a three-phase 
system) at a generic observation point located inside the part of the network with 
the same voltage level comprised between transformers. The transient signals 
initiated by the fault is assumed to be recorded within a specific time window: 
 ( ),   [ , ]i f fs t t t t T? ?   (2.29) 
where tf is the fault triggering time, and T is the recording time window large 
enough to damp-out ( )is t . 
The unknowns of the problem are the fault type, location and impedance. 
Concerning the fault type, we assume that the fault location procedure will operate 
after the relay maneuver. Therefore, the single or multi-phase nature of the fault is 
assumed to be known. Concerning the fault location, we assume a set of a-priori 
locations , , 1,...f mx m K? for which the EMTR procedure is applied. Concerning the 
fault impedance, for all the GFLs, an a-priori value of the fault resistance, Rxf, is 
assumed. As it will be shown in the application examples and performance 
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evaluation section, different guessed values of  Rxf do not affect the fault location 
accuracy. 
The recorded signals are reversed in time and back-injected from an observation 
points into the system for each ,f mx . In order to make the argument of the time-
reversed variables be positive for the duration of the signal, we add, in addition to 
time reversal, a time delay equal to the duration of the recording time T: 
 ? ?ˆ ft T t t? ? ?   (2.30) 
 ˆ ˆ( ),  [0, ]s t t T?   (2.31). 
As shown in Figure 2.9, for each of the GFL, we can compute the FCSE that 
corresponds to the energy of the currents flowing through the GFL as: 
 
,
2
,
1 1
( ) ( ) ,   
f m
M N
p
f m x
p j
x i j T N t
? ?
? ?? ? ? ?? ???   (2.32) 
where N is the number of samples and ?t the sampling time , and p indicates the 
number of conductors in the line which are involved in the fault. According to the 
EMTR method presented in the previous section, the energy given by (2.32) is 
maximized at the real fault location. Thus, the maximum of the calculated FCSEs 
will indicate the real fault point: 
 ? ?
,  m, ,
arg max ( ( ))
ff real x f m
x x? ?   (2.33). 
2.6 The Issue of Losses 
As discussed by equation (2.16), the telegrapher’s equations are invariant under a 
TR transformation for lossless lines. Electromagnetic propagation involving a 
dissipative medium is not rigorously time reversal invariant unless an inverted-
loss medium is considered for the reverse times. In this section, the effect of the 
line losses on the accuracy of the fault location method is analyzed by considering 
three different back-propagation models: lossless, lossy, and inverted-loss [65]. The 
presented analysis will be based on the transmission line theory.  For the sake of 
simplicity, we make reference to Figure 2.10 that represents the equivalent circuit 
of a differential length of a single-wire line above a ground plane [66]. 
In Figure 2.10, L′, C′ and G′ are the per-unit-length longitudinal inductance, 
transverse capacitance and transverse conductance, respectively, Z′w is the per-
unit-length internal impedance of the wire,  Z′g and  Y′g are the per-unit-length  
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Figure 2.10. Equivalent circuit of a single-wire line above a ground plane. 
ground impedance and admittance which account respectively for the losses 
associated with the penetration of magnetic and electric fields in the ground [66]. 
The effect of losses (in the conductor and in the ground) results essentially in an 
attenuation of propagated transients and a modification of the propagation speed, 
both effects being generally frequency dependent. In the application of the EMTR 
to fault location in which the timing is crucial, the modification of the propagation 
speed is expected to be more critical than the attenuation of the amplitude [65]. In 
what follows, three different back-propagation models will be investigated [65]. 
2.6.1 Inverted-Loss Back-Propagation Model 
This model is equivalent to invert the real part of the propagation constant: 
 j? ? ?? ? ?   (2.34) 
Note that this is not a physical model since the line itself becomes active and gives 
energy to the signal that is propagating along it. However, this model can be 
numerically implemented (even though some software does not allow negative 
parameters). In this case, it can readily be shown that the telegrapher’s equations 
are time-reversal invariant. An exact location is hence expected as a result of the 
application of this model, under the assumption that the line parameters are 
perfectly known. 
2.6.2 Lossless Back-Propagation Model 
In this model, the losses in the back propagation are disregarded. In other words, 
the back-propagation line per-unit-length parameters associated with losses 
become: 
 ' ' ' '0, 0,G 0,Yw g gZ Z? ? ? ??   (2.35) 
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Hence, the propagation and phase velocity will in general not be the same as 
during the direct propagation, leading possibly to inaccuracies in the determination 
of fault location. The resulting propagation constant for the back propagation is 
therefore: 
 j? ??   (2.36). 
2.6.3 Lossy Back-Propagation Model 
In this model, a lossy model for the line is used for the back propagation. The back-
propagation line per-unit-length parameters become in this case: 
 ' ' ' ' ' ' ' ',  ,  G G , Y Yw w g g g gZ Z Z Z? ? ? ?   (2.37) 
And the resulting propagation constant for the back propagation is: 
 j? ? ? ?? ? ?   (2.38). 
Even though a lossy medium is not time-reversal invariant, the propagation speed, 
which is a key parameter, remains unchanged. Therefore, it can be shown that all 
contributions from discontinuities that would occur in a real network will add up in 
phase at the fault location. For this reason, we can expect more accurate results 
with this model than those associated with a lossless back-propagation model. 
2.6.4 Comparison of the Back-Propagation Models 
To compare the performance of the three models described in the previous section, 
we will consider a simple configuration of a 10 km long single-wire overhead line 
above a finitely-conducting ground. The assumed fault is located at 8 km from the 
left terminal where the voltage transient generated by the fault is recorded. The 
EMTR location procedure described in section 2.5 is used. The propagation in direct 
time takes the losses into account, and the back-propagation is simulated making 
use of each of the three models presented previously.  The computation is made in 
the frequency domain, in the range 1 kHz – 1 MHz and is implemented in Matlab®. 
The parameters of the line are given in Table 2.1.  
The per-unit-length parameters of the line were computed using expressions that 
can be found in [64], [66]. The magnitude of the total per-unit-length longitudinal 
impedance Z′ is plotted in Figure 2.11 as a function of the frequency.  In the same 
plot, we have also shown the contributions of the inductive term, ground and wire 
impedances. It can be seen that the ground losses are dominant compared to the 
losses in the conductor [63]. 
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Table 2.1. Parameters of the Line. 
Parameter Value 
Height above the ground 10 m 
Diameter of the wire 1 cm 
Conductivity of the wire (copper) 5.8·107  S/m 
Relative permittivity of the ground 10 
Conductivity of the ground 10-2-10-3 S/m 
Terminal resistances 50 kΩ 
 
 
Figure 2.11. Magnitude of the per-unit-length longitudinal impedance as a function of 
frequency. The ground conductivity is σg = 0.001 S/m. 
The magnitude of the total per-unit-length admittance Y′ is plotted in Figure 2.12.  
It can be seen that the capacitive term is dominant and the losses due to the 
transverse air and ground admittances are negligible [64]. Figure 2.13 shows the 
plot of the phase and group velocities as a function of the frequency, when 
considering losses in the line. Since the considered line is overhead, the velocity 
when disregarding losses is almost equal to the speed of light in vacuum. Now, 
considering the proposed EMTR-based fault location method for this network, the 
energy of the current flowing from the conductor to the ground in the back-
propagated time at different GFLs along the line are calculated. The simulations  
are carried out using the three back-propagation models described before, and 
considering two different values for the ground conductivity, σg = 0.01 S/m and σg = 
0.001 S/m. 
2.6   The Issue of Losses 
 
34 
 
 
Figure 2.12. Magnitude of the per-unit-length transverse admittance as a function of 
frequency. Ground conductivity is σg = 0.001 S/m. 
 
Figure 2.13. Phase and group velocities as a function of the frequency.  Ground conductivity 
is σg = 0.001 S/m. 
Figure 2.14 and Figure 2.15 show the FCSE normalized to its maximum, for the 
three back-propagation models. The ground conductivities are considered σg= 0.01 
and σg= 0.001 S/m, respectively. 
It can be seen that the lossy and inverted-loss models were able to locate the fault 
at the correct position (8 km).  On the other hand, the lossless back-propagation 
model was not able to accurately locate the fault. The location errors for the two 
considered values for the ground conductivity (0.01 S/m and 0.001 S/m) were 
respectively 800 m and 1.3 km (Table 2.2). The obtained results are consistent with 
those related to the use of EMTR to locate lightning discharges. By considering this 
example, we can conclude that as expected, an inverted-loss model for the back-
propagation results in a perfect estimation of the fault location.   
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Figure 2.14. Fault current energy normalized to its maximum, for the three back-
propagation models. Ground conductivity σg = 0.01 S/m. 
 
Figure 2.15. Fault current energy normalized to its maximum, for the three back-
propagation models. Ground conductivity σg = 0.001 S/m. 
 
Table 2.2. Location error according to the three Models of Back-Propagation. 
Back-propagation model Error (km) 
 σg  = 0.01 S/m σg  = 0.001 S/m 
Lossless back-propagation 0.8 1.3 
Lossy back-propagation 0 0 
Inverted-loss back-propagation 0 0 
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It is also observed that, a back-propagation model in which the losses are included 
results also in a perfect estimation of the fault location, even though in this case 
the telegrapher’s equations are not strictly time-reversal invariant. This is a very 
significant result since it allows the use of commercial codes to simulate the back-
propagation phase during which the time-reversed fault-generated transients are 
injected into the network [65]. 
2.7 Experimental Validation 
To provide a ground truth validation of the EMTR-based fault location method, a 
real experimental test is carried out by making reference to a reduced-scale coaxial 
cable system. Such a system has been realized by using standard RG-58 and RG-59 
coaxial cables where real faults were hardware-initiated. The topologies adopted to 
carry out the experimental validation are shown in Figure 2.16.  
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Figure 2.16. Topologies adopted for the reduced-scale experimental setup: (a) a single 
transmission line configuration (RG-58 coaxial cable), (b) a T-shape network made of both 
RG-58 and RG-59 coaxial cables. 
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As seen on the figure, the first topology corresponds to a single transmission line 
whilst the second one corresponds to a T-shape network where the various 
branches are composed of both RG-58 and RG-59 cables (i.e. each branch has a 
different surge impedance but the same propagation speed). Figure 2.16 shows also 
the GFLs at which the current flowing through the fault was measured. For each 
considered topology, transients generated by the fault are recorded at one 
observation point, shown also on Figure 2.16.   
The fault-originated transients were measured by means of a 12-bit oscilloscope 
(LeCroy Waverunner HRO 64Z) operating at a sampling frequency of 1 GSa/s (Giga 
Samples per second). For the direct time, the oscilloscope directly records voltages 
at the shown observation points marked in Figure 2.16 (a) and (b). For the 
reversed-time, the current at each GFL was measured by using a 2877 Pearson 
current probe characterized by a transfer impedance of 1 Ω and an overall 
bandwidth of 300 Hz - 200 MHz. It is worth observing that the switching 
frequencies for the adopted reduced-scale systems are in the order of few MHz. 
 The time-reversed transient waveforms were generated by using a 16-bit arbitrary 
waveform generator (LeCroy ArbStudio 1104) operating at a sampling frequency of 
1 GSa/s (the same adopted to record the fault-originated waveforms). The lines 
were terminated by high impedances (Z1 and Z2 equal to 1 MΩ) and the voltage 
source injecting the time-reversed signal was connected to the line through a 
lumped resistance of R = 4.7 kΩ in order to emulate, in a first approximation, the 
high-input impedance of power transformers with respect to fault transients.  
The faults were generated at an arbitrary point of the cable network. They were 
realized by a short circuit between the coaxial cable shield and the inner conductor. 
It is important to underline that such type of faults excites the shield-to-inner 
conductor propagation mode that is characterized, for the adopted coaxial cables, 
by propagation speeds of 65.9% (RG-58) and 82% (RG-59) of the speed of light c. It 
is worth noting that the limited lengths of the reduced-scale cables (i.e. tens of 
meters) involve propagation times in the order of tens to hundreds of nanoseconds. 
Such a peculiarity requires that the fault emulator needs to be able to change its 
status in a few nanoseconds in order to correctly emulate the fault. The chosen 
switch was a high-speed MOSFET (TMS2314) with a turn-on time of 3 ns. The 
MOSFET was driven by a National Instruments digital I/O card C/series 9402 able 
to provide a gate signal to the MOSFET with a sub-nanosecond rise time and a 
maximum voltage of 3.4 V. The schematic representation of the circuit of the 
hardware fault emulator and the built PCB board are illustrated in Figure 2.17 (a) 
and (b), respectively. Note that the experiment reproduces solid faults since no 
resistors were placed between the MOSFET drain and the transmission line 
conductors. The experimental setup is depicted in Figure 2.18. 
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(a) (b) 
Figure 2.17. MOSFET-emulated fault adopted in the reduced-scale experimental setup: (a) 
schematic representation, (b) built PCB board. 
 
Figure 2.18. The experimental setup used for the EMTR-based fault location method 
validation. 
By making reference to the topology of Figure 2.16 (a), Figure 2.19 (a) shows the 
measured direct-time voltage at the considered observation point for a fault 
location  xf = 26 m. The measured voltage was then time-reversed and injected back 
into the line using the arbitrary waveform generator for each of the 12 different 
guessed fault locations that are indicated in Figure 2.16 (a). For each case, the 
fault current resulting from the injection of the time-reversed signal of Figure 2.19 
(a) was measured using the Pearson current probe. Figure 2.19 (b)-(d) show the 
waveforms of the fault current at the guessed fault locations x′f = 23 m, x′f = 26 m and 
x′f = 28 m respectively, resulting from the injection of the time-reversed signal.  
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The normalized FCSE is shown in Figure 2.20 as function of the GFL (also in this 
case, the normalization has been implemented with respect to the maximum signal 
energy of the fault current in the guessed fault location). As it can be observed, the 
correct fault location is uniquely and clearly identified. 
Figure 2.21 shows the same signal energy profiles for the case of the topology of 
Figure 2.16 (b). In this case, the real fault location is at a distance of 34.1 m from 
the source and in the RG-58 section of the network. As it can be observed, also in 
the case of a multi-branched network with lines characterized by different 
electrical parameters (i.e. inhomogeneous lines with different surge impedances), 
the proposed methodology correctly identifies the fault location. 
 
Figure 2.19.  Experimentally measured waveforms for a fault location xf = 26 m for the 
topology of Figure 2.16-(a); (a) direct-time voltage measured at the observation point 
located at the beginning of the line. Measured fault currents as a result of the injection of 
time-reversed signal at guessed fault locations (b) x′f = 23 m, (c) x′f = 26 m (real fault location) 
and (d) x′f = 28 m. 
 
Figure 2.20. Normalized FCSE as a function of the position of the GFL for the configuration 
shown in Figure 2.16 (a). The real fault location is at xf = 26m. 
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Figure 2.21. Normalized FCSE as a function of the position of the GFL for the case of the 
topology presented in Figure 2.16-b. The real fault location is at xf = 34.1m in RG-58. 
2.8 Application Examples and Performance Evaluation 
In order to evaluate the performance of the EMTR-based fault location method, 
several application examples are considered by making reference to different types 
of power networks including (i) inhomogeneous network composed of mixed 
overhead- coaxial cable lines, (ii) radial distribution network, (iii) series-
compensated transmission line.  
2.8.1 Inhomogeneous Network Composed of Mixed Overhead- Coaxial 
Cable Lines 
For the first application examples, reference is made to the case of a network 
composed of a three-conductor transmission line and an underground coaxial cable 
shown in Figure 2.22.  
The overhead line length is 9 km and the cable length is 2 km. They are modeled 
by means of a constant-parameter model implemented within the EMTP-RV 
simulation environment [67], [68], [69]. Both the overhead line and the cable 
parameters have been inferred from typical geometries of 230 kV lines and cables. 
The series impedance and shunt admittance matrices for the line and cable are 
given by (2.39)-(2.42) and have been calculated in correspondence of the line and 
cable switching frequency. 
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Figure 2.22. Schematic representation of the inhomogeneous network under study 
implemented in the EMTP-RV simulation environment. 
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As it can be observed, the simulated lines take into account the losses. Concerning 
the line start and cable end, they are assumed to be terminated with power 
transformers represented, as discussed before, by high impedances, assumed, in a 
first approximation, equal to 100 kΩ. The supply of the line is provided by a three-
phase AC voltage source placed at x = 0. All the fault transients were observed at 
the overhead line start in three observation points, shown as OP1, OP2, OP3 in 
Figure 2.22, corresponding to the three conductors of the line (left terminal). 
Two fault cases are considered to examine the performance of the proposed method 
for the case of inhomogeneous networks (i) a three-phase-to-ground fault at 7 km 
away from the source with a 0 Ω fault impedance (solid) and, (ii) a three-phase-to-
ground fault at 5 km away from the source with a 100 Ω fault impedance (high-
impedance fault). In agreement with the proposed procedure, the position of the 
GFL is moved along the overhead and cable lines assuming, for the fault 
impedance, a priori fixed values of 1, 10, and 100 Ω.  
Figure 2.23 and Figure 2.24 show the energy of the current flowing through the 
GFL for solid and high impedance faults, respectively. These figures illustrate the 
calculated normalized FCSEs for three a-priori guessed values of the fault 
resistance, namely 1, 10 and 100 Ω, as a result of the injection of the time-reversed 
voltage at the observation points (overhead line left terminal). In order to evaluate 
the accuracy of the proposed method, the position of the GFL is varied with a step 
of 200 m near to the real fault location.  
As it can be seen, the proposed method is effective in identifying the fault location 
in inhomogeneous networks even when losses are present. The proposed method 
shows very good performances for high-impedance faults and, also, appears robust 
against the a priori assumed fault impedance. The accuracy of the method appears 
to be less than 200 m (assumed value for the separation between GFL). 
 
Figure 2.23. Normalized FCSE as a function of the GFL and for different guessed fault 
resistance values. The real fault location is at xf = 7 km and real fault impedance is 0 Ω. 
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Figure 2.24. Normalized FCSE as a function of the GFL and for different guessed fault 
resistance values. The real fault location is at xf = 5 km and real fault impedance is 100 Ω. 
2.8.2 Radial Distribution Network: IEEE 34-Bus Test Distribution Feeder 
In order to test the performance of the proposed fault location method in multi-
branch, multi-terminal distribution networks, the IEEE 34-bus test feeder is 
considered. The model of this network is the same adopted in [27] where, for the 
sake of simplicity, the following assumptions have been done: 
1. All transmission lines are considered to be characterized by configuration 
“ID #500” as reported in [70]; 
2. The loads are considered to be connected via interconnection transformers 
and are located at lines terminations. 
Figure 2.25 shows the IEEE 34-bus test distribution network implemented in the 
EMTP-RV simulation environment. According to the blocking behavior of the 
transformers for travelling waves, such a configuration could be divided into three 
zones where these zones are characterized by the buses between two transformers.  
For this case study, only the first zone is considered as it shown in Figure 2.25. The 
observation point for this network is located at the secondary winding of the 
transformer and is shown in Figure 2.25. 
Four different case studies are considered to examine the performance of the 
proposed method: (i) a three-phase-to-ground fault at Bus 808 with a 0 Ω fault 
impedance, (ii) a three-phase-to-ground fault at Bus 812 with a 100 Ω fault 
impedance, (iii) a single-phase-to-ground fault at Bus 810 with a 0 Ω fault 
impedance, and (iv) a single-phase-to-ground fault at Bus 806 with a 100 Ω fault 
impedance. 
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Figure 2.25. IEEE 34-bus distribution system implemented in EMTP-RV. 
The recorded transient signals are time-reversed and, for each GFL, the current 
flowing through the fault resistance is calculated by simulating the network with 
back-injected time-reversed signals form the observation points. As for the previous 
cases, the normalized signal energy of this current is calculated for all GFLs with 
different guessed fault impedances (i.e., 1, 10, 100 Ω). Figure 2.26 shows the 
calculated FCSEs for (a) a three-phase-to-ground solid (0 Ω) fault at Bus 808, and 
(b) a three-phase-to-ground high-impedance fault (100 Ω) at Bus 812. 
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(a) 
 
(b) 
Figure 2.26. Normalized FCSE as a function of the GFL and for different guessed fault 
resistance values: a) three-phase-to-ground solid fault (0 Ω) at Bus 808, b) three-phase-to-
ground high-impedance fault (100 Ω) at Bus 812. 
Figure 2.27 shows the calculated FCSE for (a) a single-phase-to-ground solid (0 Ω) 
fault at Bus 810, and (b) a single-phase-to-ground high-impedance fault (100 Ω) at 
Bus 806. 
From Figure 2.26 and Figure 2.27, it is possible to infer the remarkable 
performances of the proposed fault location method for the case of realistic multi-
branch multi-terminal lines. Additionally, the proposed method appears, also in 
this case, to be robust against solid and high-impedance faults as well as against 
different fault types (phase-to-ground or three-phase ones). 
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(a) 
 
(b) 
Figure 2.27. Normalized FCSE as a function of the GFL and for different guessed fault 
resistance values: a) single-phase-to-ground solid fault (0 Ω) at Bus 810, b) single-phase-to-
ground high-impedance fault (0 Ω) at Bus 806. 
2.8.3 Series-Compensated Transmission Line 
In the last two decades, the advances in power electronics have enabled 
sophisticated applications in power systems. In particular, applying series-
compensation in power systems can increase power transfer capability, improve 
transient stability and damp power oscillations. However, it also introduces several 
technical challenges, specifically for the protection and fault location algorithms. 
For a series-compensated system, distance and fault-location estimation algorithms 
are significantly affected, leading to the malfunction of relays at different 
situations [71], [72].   
Fault location in series-compensated transmission lines has a more crucial role 
since these type of lines are designed to link distant nodes among which high 
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amount of power is usually transferred. As summarized in [73], fault location 
methods for series-compensated transmission lines use either one or multiple-end 
measurements and, in general, are based on post-fault impedance assessment. 
Similar to the existing phasor-based or travelling wave-based fault location 
methods, the multiple-end fault location methods for the series-compensated 
transmission lines provide more robust and precise location accuracy.  
In this section, the application of the proposed EMTR-based fault location method 
for the series-compensated lines using single-end measurement is presented. To 
this end, an application example is considered by making reference to a three-
conductor series-compensated transmission line. The line length is 200 km and the 
network is implemented within the EMTP-RV simulation environment. The series-
compensation is done in the center of the transmission line to achieve a 
compensation degree of 50%. The relevant line parameters are the following: 
? Positive sequence impedance: 0.03293 + j0.3184 Ω/km 
? Positive sequence capacitance: 0.01136 μF/km  
? Zero sequence impedance: 0.2587 + j1.1740 Ω/km  
? Zero sequence capacitance: 0.00768 μF/km. 
 
The line is assumed to be terminated at both ends on power transformers which, 
for signals characterized by high-frequency spectrum content, can be replaced by 
high impedances (100 kΩ in this study). 
The supply of the line is provided by a three-phase AC voltage source placed at 
x = 0. A schematic representation of the system is shown in Figure 2.28. In this 
figure, OP1, OP2, and OP3 are observation points corresponding to each conductor 
of the transmission line where voltage transients are recorded. 
 
 
Figure 2.28. Schematic representation of the series-compensated three-conductor 
transmission line system implemented in the EMTP-RV. 
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To examine the performance of the proposed method, three fault cases are 
considered: (i) a three-phase-to-ground fault at xf = 75 km, (ii) a double phase-to-
ground fault at xf = 35 km and (iii) a single-phase-to-ground fault at xf = 25 km. All 
these three fault cases are assumed to be solid faults. 
By applying the similar procedure used in the previous application examples, the 
FCSE is calculated for each fault case. Figure 2.29 (a), (b), and (c) show the energy 
of the current flowing through the guessed fault points for the three-phase-to-
ground fault, double-phase-to-ground fault, and single-phase-to-ground fault, 
respectively. For each case, the energy values are normalized to the corresponding 
peak value. These figures illustrate the calculated normalized FCSEs for two a 
priori guessed values of the fault resistance, namely 1 Ω and 10 Ω. In order to 
evaluate the accuracy of the proposed method, the position of the GFL is varied 
every 1 km near to the real fault location. 
As it can be seen, the proposed method is remarkably effective in identifying the 
fault location for all the three fault cases even by the presence of the compensator 
(the maximum peak of the fault current energy is obtained at the real fault 
location). Additionally, it appears robust against the a priori assumed fault 
impedance.  
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(a) 
 
(b) 
 
(c) 
Figure 2.29. Normalized energy of the fault current as a function of GFLs and for different 
guessed fault resistance values (i.e., 1 and 10 Ohms); (a) three-phase-to-ground fault at xf = 
75 km, (b) double-phase-to-ground fault at xf = 35 km, (c) single-phase-to-ground fault at xf  
= 25 km. 
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2.9 Conclusion 
In this chapter, first, an overview of the existing fault location methods based on 
the three general categories is presented. Although numerous fault location 
methods have already been presented in the literature, the limitations associated 
with the existing methods (e.g., requirement of the multi-end measurements and 
complexity due to sophisticated signal processing techniques) is the motivation to 
study more efficient fault location techniques.  
Time reversal theory and in particular, EMTR is explained as a focusing technique 
to refocus waveforms back to a source. The basic idea of the EMTR is to take 
advantage of the reversibility in time of the wave equation. The transients 
observed in specific observation points of the system are time-reversed and 
transmitted back into the system. The time-reversed signals are shown to converge 
to the source (fault) location. The EMTR presents several advantages, namely: (i) 
applicability to inhomogeneous media, (ii) efficiency for systems bounded in space 
and characterized by a complex topology (in our case, networks with multiple 
terminations). 
Then, the EMTR-based fault location method is proposed by taking advantage of 
the time reversal invariance of the telegraphers’ equations in transmission lines. 
The applicability of the EMTR technique to locate faults is first presented; then, 
using transmission line equations in the frequency domain, analytical expressions 
are derived permitting to infer the location of the fault. A time-domain 
implementation of the EMTR-based fault location technique is also proposed. The 
application of the EMTR to locate faults in a power network is carried out in three 
steps: (1) measurement of the fault-originated electromagnetic transients in a 
single observation point, (2) simulation of the back-injection of the time-reversed 
measured fault signal for different guessed fault locations and using the network 
model, and (3) determination of the fault location by computing, in the network 
model, the point characterized by the largest energy concentration associated with 
the back-injected time-reversed fault transients.  
As the telegraphers’ equations are invariant under a time-reversal transformation 
only for lossless lines, the impact of the losses on the performance of the proposed 
fault location method is also discussed. Three different models of back-propagation 
to address the issue of losses are considered: (i) inverted-loss, (ii) lossless, and (iii) 
lossy models. It is shown through a numerical example related to a single-wire line 
above a conducting ground that, as expected, an inverted-loss model for the back-
propagation results in a perfect estimation of the fault location.  It is also observed 
that a back-propagation model in which the losses are included results also in a 
perfect estimation of the fault location, even though in this case the telegrapher’s 
equations are not strictly time-reversal invariant. This can be considered as a very 
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significant result since it allows the use of traditional approaches to simulate the 
back-propagation phase during which the time-reversed fault-generated transients 
are injected into the network. 
The proposed method is validated by means of reduced scale experiments 
considering two topologies, namely one single transmission line and a T-shape 
network. In both cases, the proposed EMTR-based approach was able to correctly 
identify the location of the fault. It is worth observing that, these experiments are 
performed in the presence of the cables losses and measurement noises. 
Several validation examples were performed by making reference to different types 
of power networks including (i) inhomogeneous network composed of mixed 
overhead- coaxial cable lines, (ii) radial distribution network, (iii) series-
compensated transmission line. The resulting fault location accuracy and 
robustness against uncertainties (e.g., fault impedance, fault type, network 
topology) have been tested and, in this respect, the proposed method appears to be 
very promising for real applications. 
Compared to other transient-based fault location techniques, the proposed method 
is straightforwardly applicable to inhomogeneous media that, in our case, are 
represented by mixed overhead and coaxial power cable lines. A further advantage 
of the developed EMTR-based fault location method is that it minimizes the 
number of observation points. In particular, it is shown that a single observation 
point located at the secondary winding of a substation transformer is enough to 
correctly identify the fault location. Another important advantage of the proposed 
method is that its performances are not influenced by the topology of the system, 
fault type and impedance, and presence of series compensation. 
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Summary 
This chapter discusses about efficient real-time simulation of EMTs taking place in 
generic power systems composed of either passive lumped elements, switches, or 
propagative transmission lines. First, an introduction of EMT simulations with a 
review of EMT simulation programs in both offline and real-time modes is given.  
A brief history of the development of the real-time simulators for EMT applications 
both in academics and in industry is presented and the need for the development of 
a new category of simulators (FPGA-based) is highlighted. A summary of existing 
FPGA-based real-time simulators by making reference to their application targets 
is presented. 
A review of EMT simulation principles is presented. Furthermore, a specific switch 
model, associated discrete circuit (ADC), used often in the context of FPGA-based 
real-time simulators is described. By making reference to the ADC switch model, 
an adapted solver based on the FAMNM in presented. It is shown that, despite the 
simulations acceleration resulted by using this model, the adopted value for switch 
conductance in ADC model impacts dramatically the accuracy of the simulation 
results. 
A novel method for the optimal assessment of the ADC model parameter is 
presented. To prove the correctness of the proposed method, a comparison between 
the proposed metric and specific defined error functions is presented and discussed. 
Several validation examples are considered to prove the performance of the 
proposed method.  
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3.1 Introduction 
EMTs are temporary phenomena taking place in power electronics devices or power 
systems due to switching operations, faults, lightning strikes, lines or other 
elements energization/ de-energization, and other disturbances.  In contrast to 
electromechanical transient, where the phenomena takes place due to the 
interaction between the stored mechanical energy in the rotating machines and the 
electrical energy stored in system, EMT transients are due to the interaction 
between magnetic fields of inductances and the electric field of the capacitances of 
the system, or to electromagnetic wave propagation along electrically-long lines. 
These phenomena cover a wide frequency range, from DC to several MHz and, in 
general, take place in a short time window (i.e., few hundreds of milliseconds as a 
function of the system damping) [74].  Figure 3.1 shows the time frame of various 
transient phenomena taking place in power systems. The fastest natural source of 
electromagnetic disturbance is lightning [64] with over-voltages characterized by 
rise-times down to 100 ns or so and with durations of up to millisecond. It is worth 
noting that faster transients with nanosecond and sub-nanosecond rise-times can 
be induced by either high-altitude nuclear electromagnetic pulse (NEMP) [75] or 
using high-power microwave sources (the so-called intentional electromagnetic 
interferences) [76].  
EMTs can damage the insulations or trigger unwanted operation of the protection 
and control systems. Therefore, these simulations are essential to evaluate the 
protection and control systems performance when the system is not in the steady 
state condition [77], [78]. 
From modeling details point of view, EMT simulations are more sophisticated and 
detailed compared to other types of simulations in power systems (e.g., power flow, 
stability analysis, etc.).  
Since power networks or power electronic devices are characterized by complex 
topologies, it is not straightforward to derive closed-form analytical solutions 
describing their transient behavior. In the past, transient network analyzer (TNAs) 
were used to conduct EMT studies [74]. Although TNAs were allowing interesting 
EMT studies, their usage was complex and expensive limiting their scalability and 
applicability for complex topologies. Therefore, digital simulation tools have been 
introduced to conduct EMT studies by using discretized models of the system. In 
contrast to the TNA, digital EMT simulators are not able to provide continues 
behavior of the simulation variables and they only provide a sequence of snapshots 
at discrete time steps ∆t.   
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Figure 3.1. Time frame of various transient phenomena (adapted from [74]). 
Simulation time step (∆t) defines the discretization of the continuous network 
elements and is determined based on the highest EMT frequency in the simulated 
network. In general, lower ∆t results in higher simulation results accuracy and the 
possibility to simulate faster transients.  
Digital EMT simulations can be conducted in offline or in real-time mode. The 
main purpose of real-time simulations is their ability to be coupled with physical 
protection and control devices due to the real-time response of the simulated 
systems. Such hardware-in-the-loop (HIL) tests are not possible to be performed by 
offline simulators. 
Electromagnetic transients program (EMTP) is the most widely used offline EMT 
simulation platform [67], [79]. Based on the method proposed in [67], [80], the 
continues models of the lumped elements are discretized by a numerical 
integration method (e.g., backward-Euler, trapezoidal). Then, by using nodal 
analysis (modified nodal analysis, or augmented-modified nodal analysis) methods, 
the time-domain nodal equations of the network are derived and solved. Therefore, 
the differential equations describing the time-domain behavior of the elements are 
simply represented by algebraic equations. The other approach is to use state-space 
method to represent the differential equations governing the system. However, 
EMTP-based programs are mostly used one due to simplicity of the solver and its 
robustness and stability. There are several EMTP-based simulation environments 
with different features e.g.: ATP®, EMTP-RV®, PSCAD/EMTDC®, MICROTRAN®, 
etc. The historical perspective of the EMT-based offline simulation platforms is 
presented in [74].  
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It is worth observing that, due to the non-real-time feature of the offline 
simulators, the computation time is not the major constraint. Therefore, the 
simulated networks can be represented by very detailed and accurate models with 
higher level of complexity. Thus, in order to simulate a very short time window of a 
system variable, much higher computation time might be required.  
 Real-time simulators are specific simulation platforms which are able to replicate, 
in real-time, the exact behavior of the system under study. More specifically, it is a 
simulation that all the involved tasks (namely, reading inputs, model 
computations, and sending outputs) have to be performed within each specific 
simulation time-step. This peculiarity enables coupling physical control and 
protection systems with the simulated network in order to test and verify their 
functionality by means of HIL tests. Moreover, these simulators are used to 
perform repetitive and time-consuming simulations, such as statistical studies, to 
reduce the overall simulation time. The schematic representation of the digital 
real-time simulator and HIL is shown Figure 3.2. In what follows, a survey of the 
digital real-time simulators is presented. 
3.2 State-of-the-Art of the RTSs for Power Electronics and 
Power Systems 
The first digital real-time simulator was proposed in 1980s by Mathur and Wang in 
[81] for the real-time simulation of power networks by adapting the so-called 
Bergeron’s constant parameters (CP) transmission line model. The developed 
digital real-time simulator was based on the single-chip NEC's PD77230 digital 
signal processor (DSP) and was interfaced with a TNA replacing the bulk network. 
Then, this work was extended by using frequency dependent lines [82]. A digital 
real-time simulator for protective relays testing was proposed in [83]. The proposed 
simulator was based on the IBM RISC 6000 processor to simulate power networks 
transients. Dual-DSP architecture was proposed in [84], [85] for the real-time 
simulation of transmission lines using Marti’s frequency dependent line model [86].  
 
Figure 3.2. Schematic representation of HIL test by means of RTDS.  
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In the proposed architecture, each DSP simulates one end of the transmission lines 
and the data of the both ends are exchanged via a shared memory.  
The idea of using standard workstations to develop a digital real-time simulator 
was presented in [87]. The proposed digital real-time simulator was based on the 
IBM RISC Systed6000 Model 560 workstation using superscalar computer 
architecture. Timing ranging from 38 to 107 μs were obtained for systems from 18 
to 30 nodes. This performance was achieved by partitioning a large network to 
smaller sub-systems using the transmission lines decoupling feature. Later on, PC 
clusters were shown as a cost effective and extensible architecture for real-time 
simulation of power systems [88], [89], [90]. In this architecture, the power network 
is clustered and distributed over PC clusters that are interconnected by low latency 
interface cards.   
Besides the extensive research on the development of more accurate and faster 
digital real-time simulators, high-speed analog emulators dedicated for computing 
the dynamic and transient power system phenomena have been also proposed in 
the literature (e.g., [91], [92]).  Such emulators are mainly dedicated for the small 
signal and transient stability analysis.  
Furthermore, commercial digital real-time simulators products are also developed 
and utilized by researchers and utilities. Some of the commercial digital real-time 
simulators are listed below. 
RTDS®: The first commercial digital real-time simulator, aimed at control and 
protection systems test, was developed in RTDS Technologies Inc. in 1991 [93], 
[94]. The latest RTDS is composed of several racks, each one consisting of several 
Giga processor cards (GPC) powered by IBM RISK processors [95].  
HYPERSIM®: developed by Hydro-Quebec and is based on multi-core super 
computers [96], [97]. It is able to simulate very large-scale power systems with 
more than 2000 three-phase buses. 
eMEGAsim®: developed by OPAL-RT Technologies Inc. [98], [99] and is based on 
commercial-off-the-shelf (COTS) multi-core processor (Intel or AMD) module along 
with fast on-chip inter-processor shared-memory communication. The possibility of 
using MATLAB®, Simulink SimPowerSystems model libraries simplifies the model 
development and is able to simulate large distributed systems with up to 600 
nodes.  
ARENE®: developed by Électricité de France and is able to simulate high-frequency 
phenomena in a standard, multipurpose parallel computer [100]. 
The above-mentioned simulators are mainly based on DSP or general purpose 
CPU-based platforms where the real-time simulation is achieved by partitioning 
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the large networks into smaller sub-systems and process them in parallel. The 
partitioning is generally done by using travelling time delays of the transmission 
lines and each decoupled sub-system is simulated in the dedicated processing unit. 
After each simulation time step, transmission line data are exchanged between 
processing units [87]. Therefore, the minimum simulation time step is a function of 
partitioning method, number and speed of the processors, and the latency of 
communication links. For the conventional digital real-time simulators, the 
minimum achievable real-time simulation time step is in the range of few tens of 
microseconds. The main reason for this relatively large simulation time step is due 
to the partial sequential operations that the CPU architectures need to deploy. The 
growing complexity of the power systems and power electronic devices and the need 
for an accurate EMT simulations of high-frequency phenomena requires higher 
frequency bandwidth of the real-time simulators. The relatively large simulation 
time steps required by these simulators do not allow to represent in real-time high-
frequency phenomena such as EMTs in power converters or travelling wave 
transients taking place in transmission lines (e.g., fault and switching transients). 
As an example, simulation of power converters with high switching frequencies is a 
serious challenge due to the “within simulation time step switching” which is the 
consequence of the asynchronism between the external controller and the 
simulated converter [101]. Therefore, very small simulation time steps are required 
to avoid sophisticated corrective measures to reduce the error associated with the 
“within simulation time step switching”. As a consequence, there is a need to 
utilize different hardware architecture to comply with the constraints associated 
with the real-time simulation of complex systems [101], [102], [103]. 
Field programmable gate array (FPGA) is a suitable alternative to be used as a 
real-time simulator computational core. The main advantage of FPGA over CPU or 
DSP is its hardwired parallel processing that enables the implementation of 
specific methodologies that dramatically reduce the sequencing of the operations 
taking place in CPUs or DSPs. Furthermore, in FPGAs the latency associated with 
the import/export of the I/Os are lower compared to the CPUs. Finally, FPGAs are 
fully configurable chips, which allow to be configured for specific applications. 
These peculiarities make FPGA a suitable alternative to CPUs or DSPs [102], 
[103].  
During the past years, the size and computational power of FPGAs have been 
increased dramatically. As a consequence, FPGA-based real-time simulation has 
emerged as a leading trend for EMT real-time simulations, in particular, for the 
power electronics applications (e.g., [104], [105], [106], [107]). Figure 3.3 shows the 
evolution of real-time simulation technologies. 
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Figure 3.3. Evolution of Real-Time Simulation Technologies (adapted from [108]).  
The first application of FPGAs for modeling a complete AC drive system was 
presented in [109] in which the digital hardware realization of a real-time 
simulator for an induction machine drive was proposed.  
Hardware description language (VHDL) was used and by adapting a particular 
device-characteristic model suitable for FPGA implementation, a 2-level 6-pulse 
IGBT-based voltage-source converter (VSC) was implemented in Altera Stratix 
EP1S80 FPGA.  
An FPGA-based real-time EMTP simulator was proposed in [102] which takes into 
account a distributed-parameter transmission line model and by using Altera 
Stratix S80 FPGA, the proposed simulator is able to simulate a power network 
composed of 15 transmission lines and 16 nodes in 960 FPGA clock cycles.  
In [101], Matar and Iravani proposed an FPGA-based real-time simulation 
platform for power electronics applications. They use the ADC model to represent 
the switches and the considered application examples referred to a two-level three-
phase voltage source converter and a diode-clammed three-level voltage source 
converter. In [104], the same authors extended the application of their proposed 
method to the case of three-phase AC machines. Very similar method presented in 
[101] was presented again in [110] for controller hardware-in-the-loop (CHIL) tests. 
The implemented system was a two-level voltage source converter and the 
simulation time step was 500 ns. The validation was done by comparing the FPGA-
based CHIL results with offline simulations performed in 
MATLAB/Simpowersystems.  
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An FPGA-based real-time simulator for power electronic devices based on a 
realistic device-level behavioral model was presented in [111], in which the 
nonlinear IGBT characteristic was considered allowing a more realistic simulation 
of switching devices. To this end, the switching characteristics of an IGBT module 
were extracted from an experimental setup. Then, the measured per-unit 
characteristics were implemented in the ALTERA Stratix EP1S80F FPGA. Three-
level VSC together with an induction machine was considered as a validation case 
study. 
A state-space modeling approach for an FPGA-based real-time simulation of the 
power converters was presented in [112]. A new switch model, in state-space 
domain, was proposed and implemented in the FPGA-based real-time simulator for 
power electronic devices with high switching frequencies. Two case studies were 
considered: a boost converter, and a two-level three-phase converter. For the latter 
case, the simulator needs 16 FPGA clock cycles to perform one simulation loop. The 
FPGA real-time simulation results were validated using as reference SPICE 
simulations. 
A high performance FPGA-based floating-point calculation engine aimed for the 
real-time simulation of power electronic circuits was presented in [107]. The 
performance of the proposed method was evaluated by three different topologies: a  
boost  converter,  a  two-level three-phase  bridge,  and  a  two-level-three-phase  
bridge  driven  by a  boost  converter. The proposed simulator was able to reach 
time steps below 1 μs together with very good simulation accuracy. 
In [105], Matar and Iravani extended their proposed methodology to the EMT 
simulations of power systems.  Based on the concept of hardware reconfigurability, 
a reconfigurable-hardware real-time power system simulator (RH-RTS) was 
proposed and verified by a test system composed of 14 buses and 17 transmission 
lines. However, the grid was partitioned into an external zone and a study zone. 
The external zone included 12 buses and 14 transmission lines and was 
represented by the so-called M-TLINE equivalent which mimics its frequency 
response. Therefore, only 3 transmission lines were represented by a detailed 
model.  
Besides the extensive research on the development of the FPGA-based EMT real-
time simulators, recently, a few industrial FPGA-based real-time simulator, mainly 
dedicated for the power electronics HIL tests were made available: 
eFPGAsim®: developed by OPAL-RT Technologies Inc. [106], [113]. By adapting a 
specific solver (eHS), it is able to simulate power electronic devices and HIL tests 
within less than 1 μs of simulation time step. It uses ADC switch model and adapts 
fixed admittance matrix nodal method (FAMNM) to keep the nodal admittance 
matrix unchanged during switching transitions. 
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Typhoon HIL®: provides high fidelity real-time emulators for HIL testing using a 
specific solver [114], [115]. 
Although FPGA-based real-time simulators provide several advantages compared 
to the CPU-based ones, their applications are characterized by some limitations. 
One of the main drawbacks of the FPGA-based simulators is their difficult 
programming associated with the use of HDL. This low-level programming limits 
the scalability of solvers and, as a consequence, the representation of complex 
models. Additionally, any modification in the implemented algorithm/model 
requires, in general, a time-consuming recompilation of the HDL code. 
Another challenging issue regarding this type of simulators is the limitation in the 
matrix manipulation and, as a consequence, the inherent difficulty to represent 
switching maneuvers. In this respect, the most straightforward method to 
represent topology-variable circuits in FPGA real-time simulators is the so-called 
FAMNM [106]. This method, irrespective of the number of the switches and their 
states, allows for obtaining a fixed nodal admittance matrix during switching 
transitions. However, it introduces artificial oscillations and errors in the 
simulation results (e.g., [116]).  
It is worth mentioning that a few automated FPGA-based real-time simulators 
have been proposed to avoid the difficulties of the FPGAs programming (e.g., [113], 
[115]). However, the application of these simulators is mainly dedicated to power 
electronics HIL simulations. Therefore, these studies do not allow the simulation of 
power networks including propagative transmission lines. Furthermore, the 
adapted switch model in FANMN-based solvers might introduce artificial 
resonances and simulation errors, which are not taken into account.  
In this chapter, a methodological approach is presented to improve the FAMNM-
based solvers. Then, the developed approach is used in the proposed FPGA-based 
real-time simulation platform to develop an efficient and accurate real-time 
solvers. The implementation of the proposed simulator will be presented in 
Chapter 4. In the following section, a review of EMT simulation principles is 
presented. 
3.3 Review of the EMT Simulation Principles 
As described earlier, the digital computation enabled accurate and fast EMT 
simulation of the power systems and power electronic devices. Due to the discrete 
computation characteristic of computers, the main task in digital simulation is the 
development of suitable methods for the solution of the differential and algebraic 
equations, describing system behavior, at discrete time steps [74]. In general, there 
are two main types of methods used in power systems and power electronic 
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applications: (i) state-space method, and, (ii) nodal analysis [74], [77], [78]. This 
section synthesizes known aspects related to the numerical simulation of electrical 
circuits. Although it does not contain original material, it serves to introduce 
modeling approaches and the nomenclatures used in the next sections. 
3.3.1 State-Space Method 
In the state-space method, the mathematical model of the system is represented by 
a set of variables indicating inputs/outputs and state variables. The method 
describes first order differential equations of the state variables as a function of 
input/outputs and the state variables. State-space equations, in general form, are 
given by [74]: 
 
x Ax Bu
y Cx Du
? ?
? ?   (3.1) 
where x is the vector of states and u is the vector of inputs. C and D matrices are 
used to obtain the vector of outputs y. This method is the most popular for the 
numerical integration of differential equations, due to its simplicity and lack of 
overhead for variable time-step solvers [74]. It is used in MATLAB/Simulink which 
is a general purpose simulation environment. SimPowerSystems toolbox provides a 
programing environment for the EMT simulations and it can be interfaced with the 
standard MATLAB programing environment for flexible design and testing of the 
control systems.  
However, the construction of equation (3.1) is not straightforward and requires 
considerable effort. Furthermore, the representation of non-linear elements is not 
simple [78].  
3.3.2 Nodal Analysis 
As described in the introduction, EMTP was the first and the most common tool for 
the EMT simulations. EMTP-based simulators use nodal analysis approach. The 
nodal analysis method is based on the equilibrium of the injected currents at each 
node. These equations are described by [67], [80]: 
 nY v i?   (3.2) 
where Yn is the nodal admittance matrix (NAM), v is the unknown node voltages, 
and i is the vector of injected currents. This representation assumes that all 
network components can be given an admittance matrix model. One of the main 
drawback of this representation is its inability to consider ungrounded voltage 
sources [69]. This problem was solved by using modified nodal analysis (MNA) by 
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considering an extra row for the voltage source equations and an extra column for 
the voltage source current. Although MNA provides a more general description of a 
given circuit, there are still limitations due the assumption of admittance model for 
every component. As an example, the ideal switch does not have an admittance 
model representation since the open or closed states change the nodal admittance 
matrix rank [69]. To overcome this limitation, a new formulation is proposed by 
considering more general representation of elements [69]. The new formulation is 
called Modified Augmented Nodal Analysis (MANA) and described as [69]: 
 
 
n c c c n n
r d VD VS V b
r DV d DS D b
r SV SD d S b
ANAM
Y V D S v i
V V D S i v
D D D S i d
S S S S i s
? ? ? ? ? ?? ? ? ? ? ?? ? ? ? ? ??? ? ? ? ? ?? ? ? ? ? ?? ? ? ? ? ?
  (3.3). 
The augmented nodal admittance matrix (ANAM) includes the NAM (Yn) and other 
sub-matrices describing additional equations associated with different elements. 
The method is used in EMTP-RV simulation environment.  
The main advantage of MNA (MANA) is the straightforward procedure to extract 
the NAM (ANAM). However, compared to the state-space method, the 
implementation of variable time step solvers is more sophisticated [78].  
It is worth observing that, in view of the FPGA-based real-time simulation context, 
fixed time-step solvers are preferred (this hypothesis is required by the fact that 
FPGA systems work with a fixed clock and, usually, elaborate signals sampled at a 
fixed frequency). Therefore, the majority of the proposed solvers adapt MANA (e.g., 
[102], [101], [104], [106], [117]). In this research, we use MANA as the network 
solution method. 
In order to form (3.3) and solve it, network elements have to be represented by 
their discrete-time model (i.e., the continuous functions are discretized by 
numerical integration methods). 
3.3.3 Numerical Integration Methods 
Various numerical integration methods can be used to discretize and solve 
differential equations where the accuracy of the solution depends on the step size 
and the selected integration method. A numerical integration method provides an 
approximate solution of a continuous system and the selection of a proper method 
has to be done by taking into account its accuracy, stability, and computational 
efficiency. Concerning EMT simulations, the most common approaches are [118], 
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[119]: (i) forward-Euler (FE) method, (ii)  backward-Euler (BE) method, (iii) 
trapezoidal method, and (iv) Gear's second-order method.  
FE and BE are first-order approximation methods. FE is based on the linear 
approximation of the function being integrated. Let us consider the following 
differential equation: 
 ? ?,dx f x t
dt
?   (3.4). 
As known, the associated Taylor series of the function ? ?x t  is given by: 
 ? ? ? ? ? ? ? ? ? ? ? ? ? ? ? ?? ?2 3' (2) (n)1 , , , ... ,1! 2! 3! n!
n
n
n n n n n n n n n n
t t ttx x f x t f x t f x t f x t O t?
? ? ??? ? ? ? ? ? ? ?  
 (3.5) 
FE is the expansion of the first two terms of the Taylor series, namely: 
 ? ?1  ,n n n nx x t f x t? ? ? ?   (3.6) 
where ∆t is the discretization time step. Since the FE is derived based on the 
truncation of the Taylor series, at each time step, there is an error referred to as 
the local truncation error (LTE). LTE is the difference between the numerical 
solution and the exact solution at a given time. To analyze the LTE of FE, one can 
compare (3.6) with the Taylor expansion of (3.5). Therefore, the LTE is given by: 
 
? ? ? ? ? ?? ?2 3(2)LTE 2 nt f x O t?? ? ?   (3.7). 
From  (3.7) it can be observed that, for a small time step, the LTE is approximately 
proportional to ?????. Furthermore, higher order methods provide lower LTE. FE is 
an explicit numerical integration method which calculates the state of a system at 
a later from the state of the system at the current time without the need to solve 
algebraic equations. However, the explicit methods are known to be less stable 
than implicit solvers due to their cumulative integration errors [120]. Therefore, 
FE is modified in order to have an implicit form and called BE method, which is 
given by: 
 ? ?1 1 1 ,n n n nx x t f x t? ? ?? ? ?   (3.8). 
Similar to the FE, the BE local truncation error is approximately proportional to
? ?2t? . The region of the absolute stability of the BE method is the complement in 
the complex plane of the disk with radius 1 centered at 1 [121], shown in 
Figure 3.4. 
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Figure 3.4. Stability region of BE method (adapted from [121]). 
Compared to the first-order numerical integration methods, second-order methods 
provide less LTE. Among them, the trapezoidal method is the most common 
adopted for the EMT simulations [67], [118]. In principle, trapezoidal method is the 
average of the FE and BE methods and it involves the summation of a successive 
number of trapezoidal regions which approximate the integral of a function [119]. 
Therefore, the solution of (3.4) is given by: 
 ? ? ? ?1 1 1, ,  2n n n n n n
tx x f x t f x t? ? ?
?? ? ?? ?? ?   (3.9). 
As expected, the trapezoidal method is characterized by a lower LTE compared to 
FE and BE methods: 
 
? ? ? ?
3
(3)LTE max
12
t
f ???   (3.10) 
The region of absolute stability of the trapezoidal method is the left half of the 
complex plane as shown in Figure 3.5.  
The Gear’s second order method is expressed as: 
 ? ?1 1 1 14 1 2 ,  3 3 3n n n n nx x x t f x t? ? ? ?
? ?? ? ? ? ? ?? ?   (3.11). 
Concerning real-time simulation applications, three multiplications and two 
additions are required by the Gear’s second order method. Moreover, it is necessary 
to store two past values from the previous two time-steps. These complexities limit 
its applications for the real-time EMT simulations.  
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Figure 3.5. Stability region of trapezoidal method (adapted from [121]). 
Compared to the BE method, the trapezoidal method has a lower LTE and provides 
better approximation of the integrated function. Nevertheless, it requires more 
algebraic operations compared to BE. Furthermore, for the EMT simulations, 
specifically, for the case of switching devices, solutions based on the trapezoidal 
method might suffer from sustained oscillations [79], [118]. To overcome the 
instability problem of the trapezoidal method, in EMTP-RV simulation software, 
there is a possibility to select the trapezoidal and BE integration option in which, 
the solver is based on the trapezoidal method and it switches to BE at 
discontinuities. 
It is worth noting that, it is possible to obtain the same simulation accuracy of the 
trapezoidal method using the BE method, by considering one order of magnitude 
smaller  simulation time steps [118]. This is completely feasible by using FPGA-
based real-time simulators, since the simulation time steps are very low compared 
to the CPU-based simulators. Therefore, considering its better stability and 
damping characteristic, we will adopt the BE method in the proposed solver. 
3.3.4 EMT simulation Models for Network Elements 
Using MANA as the network solution method and BE as the numerical integration 
technique, the network elements consisting of lumped elements, switches, and 
transmission lines are represented by their discrete-time models. 
3.3.4.1 Lumped Elements 
In view of the use of the MANA as network modeling method, lumped elements (R, 
L, C) are discretized and represented by their companion models [74], [67]. 
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The discrete-time model of a resistance R is the same as its continuous-time model. 
The voltage and current relationship, for a resistance connected between nodes k 
and m, in continuous and discrete time modes are given by (3.12) and (3.13), 
respectively. 
 ? ?km kmv Ri t?   (3.12) 
 1 1n nkm kmv Ri? ??   (3.13) 
where n+1 denotes current simulation time step. 
The differential equation for an inductance L, connected between nodes k and m, is 
 
 ? ? ? ?kmkm di tv t L dt?   (3.14). 
The inductor current is described by 
 ? ? ? ? 1 tkm km kmt ti t i t t v dtL ??? ? ? ? ?   (3.15). 
Applying the BE method yields 
 
? ? ? ? ? ?
? ? ? ?1
km km km
h km
eq
ti t i t t v t
L
I t t v t
R
?? ? ? ?
? ? ? ?
  (3.16). 
Therefore, an inductor can be represented by a companion model which is 
composed of an equivalent resistance in parallel with a current source [74].  
Similar to an inductor, the companion model for a capacitor can be derived. The 
differential equation for a capacitor C, connected between nodes k and m, is 
 ? ? ? ?kmkm dv ti t C dt?   (3.17) 
The capacitor voltage is described by 
 ? ? ? ? 1 tkm km kmt tv t v t t i dtC ??? ? ? ? ?   (3.18). 
Applying the BE method yields 
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? ? ? ? ? ?
? ? ? ? ? ?
? ? ? ?1
km km km
km km km
h km
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tv t v t t i t
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C Ci t v t t v t
t t
I t t v t
R
?? ? ? ?
? ? ? ? ?? ?
? ? ? ?
  (3.19). 
Therefore, a capacitor can be also represented by a companion model which is 
composed of an equivalent resistance in parallel with a current source. The 
summary of the companion models of the lumped elements and the corresponding 
values are depicted in Figure 3.6 and Table 3.1. For the case of RL, RC, LC, and 
RLC branches, the model elements can be combined allowing components reduction 
(see [74] for more details). 
3.3.4.2 Transmission Lines 
For the EMT simulations of transmission lines, distributed-parameter line models 
are required to accurately simulate travelling wave propagation along the lines. 
Among the time-domain transmission line models, the Bergeron model (constant-
parameter model), frequency-dependent (FD) line model [86], and universal line 
model (ULM) [122] are the most common ones.  
The FD line model is presented by using the rational function approximations of 
the characteristic admittance and propagation wave functions [123], [86]. These 
rational function approximations are computed based on the Bode's asymptotic 
fitting (BAF) of the magnitude of the line functions using only real negative poles 
and zeros. For the case of multi-conductor transmission lines, a single real 
transformation matrix is used to convert modal and phase quantities. This model 
has been widely used in EMTP programs (e.g., EMTP-RV, PSCAD/EMTDC). 
 
 
Figure 3.6. Lumped elements (R, L, C) and 
relevant companion model. 
Table 3.1. Companion models parameters 
associated with RLC elements. 
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ULM was proposed to improve the accuracy of the FD line model [122]. This model 
takes into account the complex poles and zeros in the rational-function 
approximations and uses frequency-dependent transformation matrices by fitting 
them over the frequency range of the model using rational function approximations 
of the idempotent coefficients. As a consequence, both the real and imaginary parts 
of the propagation and characteristic admittance functions are fitted. Although, 
ULM uses more detailed line model, it requires considerable computational effort, 
which adds non-negligible complexity for the simulation algorithm. Furthermore, 
the numerical stability of this model might not be guaranteed and special 
considerations need to be taken into account to guarantee passivity [124]. 
Therefore, the application of ULM is limited for real-time simulations applications. 
The most straightforward transmission line model for real-time applications is the 
so-called Bergeron model [125]. This model was first introduced as a graphical 
method for calculating transients in penstocks. Then, Dommel applied the method 
to EMT simulations in transmission lines [67]. This model allows a simple 
representation of constant parameters (CP) transmission line models and it is 
based on a circuit representation of the telegraphers’ equations where each line 
termination is replaced by means of a lumped impedance in parallel with a 
controlled current source. In view of FPGA-based real-time simulation, CP line 
model allows straightforward and accurate simulation of travelling wave 
propagations in transmission lines.  
In order to describe this model, let us assume a transmission line connecting node k 
to node m and propagation of a wave from nodes k to m, as shown in Figure 3.7. The 
wave propagation equations by neglecting the losses are [74]: 
 '( , ) ( , )v x t i x tL
x t
? ?? ?? ?   (3.20) 
 '( , ) ( , )i x t v x tC
x t
? ?? ?? ?   (3.21) 
where ( , )v x t   and ( , )i x t  are voltage and current in position x of the line and L′ and  
C′ are the per-unit length inductance and capacitance of the line. The solution of 
these equations, after some manipulations [74], for line terminals voltages and 
currents can be written as: 
 1( ) ( ) ( )km k k
C
i t v t I t
Z
?? ? ?   (3.22) 
 1( ) ( ) ( )mk m m
C
i t v t I t
Z
?? ? ?   (3.23) 
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Figure 3.7. Single line representation of a single conductor transmission line connecting 
nodes k and m (adapted from [74]).  
where Zc is the characteristic impedance of the line and τ is the wave propagation 
time along the line. 
 
'
'C
LZ
C
?   (3.24) 
 
' '
1 ,  d
LC
? ? ?? ?   (3.25). 
The current history terms are described by: 
 1( ) ( ) ( )k m mk
C
I t v t i t
Z
? ? ?? ? ? ? ?   (3.26) 
 1( ) ( ) ( )m k km
C
I t v t i t
Z
? ? ?? ? ? ? ?   (3.27). 
The above-mentioned formulations refer to the case of a lossless line. Losses can be 
included by adding a lumped resistance. This resistance is divided into three 
sections, two of them at the ends and one in the middle of the line. The equivalent 
Bergeron model for a lossy line is shown in Figure 3.8. In this model, voltages at 
the beginning and at end of the line are functions of the respective current and a 
current source which are described by (3.28) and (3.29) where R is total loss of the 
line [74], [67].    
 
Figure 3.8. Bergeron transmission line model (adapted from [74]).  
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? ?
2
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( ) ( ) ( / 4) ( )
( / 4)
/ 4 ( ) ( / 4) ( )
( / 4)
C
k m C mk
C
k C km
C
ZI t v t Z R i t
Z R
R v t Z R i t
Z R
? ? ?
? ?
? ? ? ? ? ? ??
? ? ? ? ??
  (3.28) 
 
? ?
? ?
2
2
( ) ( ) ( / 4) ( )
( / 4)
/ 4 ( ) ( / 4) ( )
( / 4)
C
m k C km
C
m C mk
C
ZI t v t Z R i t
Z R
R v t Z R i t
Z R
? ? ?
? ?
? ? ? ? ? ? ??
? ? ? ? ??
  (3.29). 
For multiconductor transmission lines, the same approach can be applied by 
replacing the scalar voltages and currents by vectors and also replacing the scalar 
capacitance and inductance with matrices in equations (3.30) and (3.31): 
 '[ ][ ]p p p
dv
Z i
dx
? ?? ?? ?? ?   (3.30) 
 '[ ][ ]p p p
di
Y v
dx
? ?? ?? ?? ?   (3.31) 
where, [vp] and [ip] are the phase voltage and current vectors, while [Z′p] and [Y′p] are 
respectively the longitudinal impedance and the transverse admittance matrices of 
the multiconductor line. Making reference to eigenvalue (modal) theory, it is 
possible to transform the two equations from phase domain to the modal domain. 
This allows decoupling the equations so that they could be solved independently. 
To this end, transformation matrices are needed to transform the phase quantities 
to modal ones: 
 [ ] [ ][ ]p v mv T v?   (3.32) 
 [ ] [ ][ ]p i mi T i?   (3.33) 
where, [ ]mv and [ ]mi are modal voltages and currents, and [ ]vT  is the transformation 
matrix for phase voltages and [ ]iT is the one for the phase currents. 
For an n-conductor transmission line, there are n natural modes and for each mode, 
Bergeron equations (3.26), (3.27) can be solved separately where any given mode 
has its own characteristic impedance and travelling speed. It is worth noting that 
for a CP model, the transformation matrix is real, and is calculated at a given 
model frequency [67]. 
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3.3.4.3 Switches 
Accurate and efficient switch modeling is a challenging task for EMT simulators, 
especially when real-time constraints need to be achieved. Detailed switch models 
reproducing their physical properties are used when studying phenomena such as 
switching losses, arcing times and electromagnetic transients associated with 
switching arc extinction. However, in many power systems applications, these 
sophisticated models cannot be used because of their required computational 
efforts and complexity of implementation. Therefore, behavioral switch models 
have been proposed for EMT real-time applications [126]. 
One of the most popular methods consists in representing switches as lumped 
electrical components. The simplest approach is the so-called two-valued resistor 
model where two resistors, characterized by large differences of their resistance 
values, are associated with each state of the switch. The typical representation 
consists in replacing the switch by a resistor characterized by a “small” value of 
resistance for the “closed-state” and a “large” value for the “open-state”. However, 
in this case, the system’s admittance matrix needs to be updated and re-factorized 
after each switching state change, generating major issues to satisfy the FPGA 
computational time constraints [127]. 
Within the context of real-time simulations, updating the admittance matrix 
imposes additional computational burden to solution algorithms that need to be 
executed within a determined time window. As a consequence, the admittance 
matrix re-factorization represents a major obstacle to satisfy the computational 
constraints. 
A possible approach to circumvent this problem is the use of modeling techniques 
that keep the system admittance matrix constant. To this end, discrete circuit 
models, or associated discrete circuit (ADC), for switching devices were proposed in 
[128], [129], [130]. The basic idea is that the switch could be represented by a 
relatively small inductance when its state is ‘closed’ and by a relatively small 
capacitance when its state is ‘open’. As a consequence, the ADC switch model is 
represented by an equivalent conductance (Gs) in parallel with a controlled current 
source (e.g., [130]).  
The schematic of the ADC switch model is shown in Figure 3.9. In order to set the 
value of the conductance for both switch states, in case the BE numerical 
integration method is used, the following constraint should be satisfied: 
 ss
s
C tG
t L
?? ??   (3.34) 
where Cs and Ls are the discrete-time switch capacitance and inductance 
respectively, and ∆t is the simulation time-step. For other numerical integration 
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methods, a similar approach could be applied to relate  Gs to the switch capacitance 
and inductance. It is worth observing that equation (3.34), with different analytical 
forms, holds also in case other numerical integration techniques are used [130]. 
As a consequence of this representation, the relevant model is composed of a 
constant conductance in parallel with a current source (see Figure 3.9). As a 
function of the switch on/off state, the value of the current source (jsn+1 in 
Figure 3.9) is updated at each time-step based on the switch current/voltage.  
The advantage of this method is that the value for the switch conductance Gs is 
fixed irrespective of the switch on/off state. As a result, the nodal admittance 
matrix will remain unchanged during switching operations as the switch state only 
affects the value of the shunt current source. The current source associated with 
the switch at the simulation step n+1 is defined as [130]: 
 1
1
1
     s
  s
1
0
n
sn
s n
s s
n
n
i
J
G v
?
?
?
?? ? ??? ??   (3.35) 
where sn+1 is the switch state at the current time step. The way a switch status is 
updated depends on the device type. For the ideal switch, the current state is the 
command given to the switch and for IGBT-diode pair, the current state of the 
switch is given by the Boolean expression [130]: 
 
 ? ? ? ?1 1 0 0n n n n n ns c s i s v? ?? ? ? ? ?   (3.36). 
 
 
Figure 3.9. ADC switch model (adapted from [130]).  
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3.4 Optimal Assessment of the ADC Switch Model Used by 
FAMNM 
3.4.1 FAMNM 
In view of using MANA and BE and by using the discrete-time elements models 
described before, one can obtain a general MANA formulation as follows: 
 
? ?? ? ? ?
? ?
? ?
? ?
? ?
? ?
? ?
11 12 1 1 1
21 22 2 2 2
1 2
...
...
... ... ... ... ... ...
...
n
n
n n nn n n
A x b
a a a x t b t l t
a a a x t b t l t
a a a x t b t l t
? ?
? ?? ? ? ?? ? ? ? ? ?? ? ? ?? ? ? ?? ? ?? ? ? ?? ? ? ? ? ?? ? ? ?? ? ? ? ? ?
  (3.37) 
 
where [x] is the vector of unknown nodal voltages (both phase and modal domains) 
and branch currents (both phase and modal domains), and [b] is the vector of 
injected currents including the current sources for history terms in discrete circuit 
components models. For the case of injected currents l = 0, for lumped elements (L, 
C) l = 1, and for transmission lines l = pm∆t (where pm∆t , with , represents the 
propagation time of the mode m of a given transmission line of the system).  In 
addition, line transformation matrices ( [ ]vT and [T ]i ) are included in matrix [A].  
Details on the composition of  [A] are given in the next chapter. 
It is worth mentioning that for the case of transmission lines, the solution at one 
terminal requires the knowledge of the variables at the other terminal with specific 
time delays corresponding to the travelling times. In most cases, the delays are not 
multiples of the simulation time step (i.e., ). Therefore, interpolation 
techniques are required to calculate the intermediate values. Among different 
interpolation techniques [131], the most common for EMTP applications is the 
linear interpolation [79]. In this research, we have adopted linear interpolation for 
the EMT simulations of transmission lines.  
3.4.2 Problem Definition 
ADC switch representation and as a consequence, FAMNM solution method 
provides the advantage of keeping ANAM constant during switching transitions. 
This peculiarity is an important aspect for the case of FPGA-based real-time 
simulators, where, due to the very low time steps and complexity of FPGA 
programming, matrix manipulation is a challenging issue. Therefore, several 
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proposed FPGA-based real-time simulators adopt ADC switch model (e.g., [101], 
[104], [106], [107], [113], [117]). The ANAM is built once, inverted and used by the 
FPGA solver. However, this approximate switch model introduces artificial 
transients and errors in the simulation results [101], [116], [130], [132]. 
According to [130], one approach for determining the value of  Gs is to select  Cs and  
Ls in (3.34) equal to the corresponding real switch parameters. Then, the values of  
Gs and ∆t could be determined using (3.34). However, the main drawback of this 
approach is that the required simulation time step might become extremely small 
resulting in prohibitive computational times. 
One solution to solve the artificial oscillations result by ADC model have been 
proposed in [133], in which  a damping resistance was added in series to the ADC 
switch model. The purpose of the damping resistance was to mitigate artificial 
oscillations due to the interaction between the capacitor of the switch model in the 
open state and external inductive elements. Power losses in power electronic 
switches mainly consist of the loss during the ON state, diode reverse-recovery 
current loss, turnoff transition, and turn-on transition. The considered resistance 
in the ADC switch model is too simplistic to include all these losses. Although, this 
resistance might slightly improve the damping of the artificial oscillations, it also 
introduces artificial losses to the system. Moreover, the proper determination of the 
resistance value increases the complexity of the model. 
A different approach to solve this problem is the optimal selection of the 
conductance parameter Gs. One possibility is to consider an a priori value for  Gs 
and, then, find the corresponding optimal value by comparing the simulation 
results with benchmark ones in order to minimize the relevant errors [134] (i.e., 
obtained by off-line simulations where the switches are represented by ideal 
devices). However, such a trial-and-error approach provides solutions that require 
specific and time-consuming assessments in which the uniqueness of the solution is 
not guaranteed. 
Therefore, there is a need to assess the optimal value of Gs to minimize the 
simulation errors. In order to illustrate the impact of the adopted value for Gs on 
the simulation results accuracy, a time-domain simulation of the inrush of a single-
conductor transmission line is considered. As it is shown in Figure 3.10, the 
network is composed of a source, representing an infinite power bus, supplying an 
HV/MV transformer that feeds a 1 MW/0.3 MVar load and a transmission line. 
The transmission line parameters are those of a typical 20 kV lossy overhead line, 
namely a surge impedance of 400 Ohms and a propagation time equal to 117 us. In 
order to simplify the interpretation of the results, a single-phase model has been 
considered. 
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Figure 3.10. Schematic  representation  of  the  test  case  composed  of  a  single-conductor 
transmission  line  and  a  switch. 
This network has been simulated in EMTP-RV simulation environment where the 
switch was modeled using either an ideal switch (reference case), or a ADC model 
with different values for the conductance. Figure 3.11 shows the effect of the switch 
conductance value on the accuracy of the simulated current at the feeding terminal 
of the transmission line. It can clearly be observed that the adopted value for Gs 
affects dramatically the simulation accuracy of the FAMNM vs the reference one in 
which an ideal switch has been considered. Therefore, it is crucial to find the 
proper value of Gs in order to have accurate simulation results. In what follows, the 
proposed method to calculate the optimal value of the switch conductance is 
presented. 
3.4.3 The Proposed Methodology 
The proposed method is based on the minimization of the Euclidian distance 
between the eigenvalues of the network admittance matrix [An] based on FAMNM, 
and those associated with the admittance matrices of reference networks 
corresponding to the all possible switching permutations. 
 
Figure 3.11. Line  current  at  the  beginning  of  the  line  for  four  switch  representation 
models  (i)  ideal  switch,  (ii)  FAMNM  representation  for  Gs=  0.1,  and  (iii)  FAMNM 
representation  for  Gs=  1,  and  (iv)  FAMNM  representation  for  Gs =  10. 
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In order to clearly describe the proposed method, it will be first explained for the 
case of a network with a single switch. Then, it is generalized for the case of 
networks with multiple switches. 
3.4.3.1 Proposed Method for Networks Composed of a Single Switch  
The proposed method allows for the evaluation of the optimal value of the switch 
conductance Gs as the solution of an optimization problem where the objective 
function is associated with the distances between the eigenvalues of [An] obtained 
using the FAMNM (of course, this set of eigenvalues is inherently function of Gs) 
and two other sets of eigenvalues of matrices [An] related to the ‘ON’ and ‘OFF’ 
states of the considered switch. In this respect, it is worth observing that the 
proposed approach is a formal process aiming at identifying the characteristics of 
the discrete-time switch conductance that minimizes a suitably defined objective 
function that exhibits minimum coinciding with those of objective functions related 
to artificial losses introduced by the FAMNM or to the errors in the reference 
simulated waveforms, see Section 4.3 for further details). 
Let pnA? ?? ? , cnA? ?? ? , and onA? ?? ?  be the nodal admittance matrices when the switch is 
represented by FAMNM, ideal switch in ‘ON’ state, and ideal switch in ‘OFF’ state, 
respectively. The three matrices are all supposed to be of rank n. As stated in a 
fundamental theorem of linear algebra, if B is a base of the vector space V (of 
dimension n) and W another vector space of dimension n, for each transformation 
????B?W, there is one and only one linear map T: V?W such that ??BT . Now, since pnA? ?? ? , 
c
nA? ?? ? , and onA? ?? ?  are real matrices of rank n, we can define three bases Bp, Bc and Bo 
of Rn associated with the respective eigenvalues: 
 
 ? ? ? ?, 1,2,...,p pp i s nG eig A i n? ? ?? ? ?? ?Β   (3.38) 
 ? ?, 1,2,...,c cc i neig A i n? ? ?? ? ?? ?Β   (3.39) 
 ? ?, 1,2,...,o oo i neig A i n? ? ?? ? ?? ?Β   (3.40). 
 
Note that ? ?pi sG? , ci? , oi?  denote respectively the corresponding eigenvalues for each 
nodal admittance matrix. As already clarified, ? ?pi sG?  is a function of Gs whereas, 
c
i?  and oi?  are fixed.  
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Since for each matrix pnA? ?? ? , cnA? ?? ? , and onA? ?? ?  we can associate a unique base (Bp, Bc 
and Bo, respectively), in view of the fundamental theorem of linear algebra, these 
transformations are unique. Therefore, the objective is to determine Bp such that 
pB
T  provides results that are as close as possible to both 
cB
T and 
oB
T . A possible 
metric to achieve such an objective is to minimize the squared Euclidian distances 
for each eigenvalue calculated as: 
 
 ? ? ? ?? ? ? ?? ?2 2Re Re Im Imc p c p ci s i s i i s iG G G? ? ? ? ?? ? ? ? ? ? ? ?? ? ? ?? ? ? ? ? ? ? ?   (3.41) 
 ? ? ? ?? ? ? ?? ?2 2Re Re Im Imo p o p oi s i s i i s iG G G? ? ? ? ?? ? ? ? ? ? ? ?? ? ? ?? ? ? ? ? ? ? ?   (3.42) 
 
In these equations, ? ?ci sG? and ? ?oi sG?  denote, as a function of Gs, the squared 
Euclidian distances between the ith eigenvalue of pnA? ?? ?  and the corresponding one of 
c
nA? ?? ?  and onA? ?? ? respectively. These distances, for a generic ith eigenvalue are 
illustrated in Figure 3.12.  
Then, the following total distance (for a given eigenvalue) can be defined: 
 
 ? ? ? ? ? ?
i
o c
s i s i sG G G? ? ?? ?   (3.43). 
It is possible to define an objective function as the sum of all normalized distances: 
 ? ? ? ?? ?? ?1 max
n
i s
s
i i s
G
G
G
?
??
? ?? ? ? ?? ?? ??   (3.44). 
Note that the normalization is done in order to give equal weight to all eigenvalues 
distances. 
The optimum value for Gs is defined as the one that minimizes the objective 
function (3.44). In other words: 
 
 ? ?? ?* arg minss G sG G? ?   (3.45). 
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Figure 3.12. Definition  of  Euclidian  distance  between  eigenvalues  of  the  network  
admittance  matrix  based  on  FAMNM  and  those  associated  with  the  admittance  
matrices of  two  reference  networks. 
3.4.3.2 Extension to Networks with Multiple Switches 
For the case of a network with N switches, the number of possible switching 
permutations is 2N. Therefore, there are 2N set of eigenvalues of the nodal 
admittance matrix associated with ideal switch representations, namely: 
 
 ? ? 1,2,...,,
2
x x
i n N
i n
eig A
x
? ??? ?? ?? ? ??   (3.46) 
where x is one of the possible switches permutations. Additionally, the eigenvalues 
of nodal admittance matrix associated with the FAMNM switch representation are 
function of switches conductance, namely:  
 ? ? ? ?1 2, ,... , 1,2,...,p pi s s nG G eig A i n? ? ?? ?? ?   (3.47) 
where, for each switch, a different conductance value has been considered.  
The squared Euclidian distances associated with the ith eigenvalue have to be 
calculated for all possible permutations: 
 ? ? ? ?? ?? ? ?? ? ?2 21 2 1 2 1 2, ,... Re , ,... Re Im , ,... Imi p x p xs s i s s i i s s i
x
G G G G G G? ? ? ? ?? ? ? ? ? ? ? ?? ? ? ?? ? ? ? ? ? ? ??  
 (3.48). 
Re
Im
o
i?
c
i?
Trajectory of a generic Eigenvalue of 
the FAMNM nodal admittance 
matrix as a function of Gs
? ?,1pi sG?
? ?,2pi sG?
? ?1/2ci?
? ?1/2oi?
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The objective function extended to the general case reads: 
 ? ? ? ?? ?? ?1 21 2 1 1 2
, ,...
, ,...
max , ,...
n
i s s
s s
i i s s
G G
G G
G G
?
??
? ?? ? ? ?? ?? ??   (3.49) 
The optimum values for the switches conductance come from the solution of the 
following optimal problem: 
 ? ?? ?
1 2
* *
1 2 , ,.. 1 2, ,... arg min , ,...s ss s G G s sG G G G? ?   (3.50). 
 
It is worth observing that for networks with multiple switches, there might be 
preferred switching sequences. Thus, all the permutations are not used equally. 
Therefore, the number of the possible permutations and number of the switch 
conductance values can be significantly reduced. As an example, for the case of a 
two-level three-phase inverter, by considering the switching modes where each 
switch conducts for 180 degrees of a cycle, there are eight possible switching 
permutations. Moreover, network portioning can reduce the possible combinations 
and accelerate the process. 
3.4.4 Method Verification towards Error and Losses Functions 
3.4.4.1 Error Function Associated with Switches Voltage and Current Errors 
In order to verify the correctness of the solution provided by (3.50), we have first 
compared the objective function defined by (3.49) with an error function inferred 
from the differences between the voltage/current waveforms obtained for various 
values of sG  and reference values obtained using the ideal switch model. Such an 
error function includes time-domain switch voltage and current waveforms 
subsequent to switch state transitions (in particular, subsequent to pairs of ‘ON’-
‘OFF’ transitions). Indeed, as it is stated in [130], switch current error in ‘OFF’ 
state is proportional to Gs whereas, switch voltage error in ‘on’ state is inversely 
proportional to Gs. This specific property has been exploited to define the error 
function. Specifically, the following procedure has been adopted: the switch current 
error is calculated, for each of the N1 switches in ‘OFF’ state, as the difference 
between the instantaneous values of the switch current given by the FAMNM 
solver and the current provided by a reference simulation where the switch is 
considered as an ideal device. The same procedure is considered to calculate the 
switch voltage error for each of the N2 switches, which are in ‘on’ state. For the ith 
switch, the current and voltage errors, ? ?1 2, ,...iIsw s sE G G  and ? ?1 2, ,...iVsw s sE G G , are then 
given by: 
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 ? ? ? ?
1 1 1
2*
1 2 1 2 , 1 1
0
, ,... , ,... , , 1,2,...,
m
I
s s s s kk
k
TE G G i G G i m N
t? ? ?
?
?
? ?? ? ? ?? ? ??   (3.51) 
 ? ? ? ?
2 2 2
2*
1 2 1 2 , 2 2
0
, ,... , ,... , , 1,2,...,
m
V
s s s s kk
k
TE G G v G G v m N
t? ? ?
?
?
? ?? ? ? ?? ? ??   (3.52) 
 
Note that in (3.51) and (3.52), T is a given time window where one possible 
switching permutation occurs.  Discrete variables ? ?
1 1 2
, ,...s s ki G G?  and ? ?2 1 2, ,...s s kv G G?  
correspond to the discretized instantaneous values of switch current and voltage 
when the switch is represented by its approximate model and, thus, they are 
function of all switch conductances. Discrete variables 
1
*
,ki ?  and 2
*
,kv ?  are the 
corresponding discretized instantaneous switch current and voltage, obtained from 
reference simulations where the switch are represented as ideal devices. 
To define the error function, the effect of all N switches should be taken into 
account. Namely, for each possible permutation, the sum of the current errors for 
all switches in ‘OFF’ state and the sum of the voltage errors for all the switches in 
‘ON’ state are considered as: 
 ? ? ? ?? ?? ?
? ?
? ?? ?1 21 21 2
1 2 1 2
1 2
1 2 1 2
, ,... , ,...
, ,...
max , ,... max , ,...
I V
s s s sx
s s I V
s s s s
E G G E G G
G G
E G G E G G
? ?
? ?? ?
? ? ? ?? ? ? ?? ? ?? ? ? ?? ? ? ?
? ?   (3.53). 
For all possible switching cases, the same procedure is applied by considering the 
same time window T for the calculation and by changing the switches state. 
Finally, in order to take into account all possible permutations, the overall error 
function is defined as the sum of normalized errors calculated for each possible 
permutation in (3.53), as follows: 
 ? ? ? ?? ?? ?1 21 2 1 2
, ,...
, ,...
max , ,...
x
s s
s s x
x s s
E G G
E G G
E G G
? ?? ?? ? ?? ?
?   (3.54). 
 
3.4.4.2 Losses Function Associated with Switches Losses 
A further way to verify the correctness of the solution provided by (3.50) is to 
compare it with another function that represents the switch losses when these 
devices are represented by using the FAMNM approach. For the case of an ideal 
switch, the switch losses are zero during the ‘off’ and ‘on’ states since switch 
current/voltage are null. To this end, the switch losses in ‘off’ and ‘on’ states, 
? ?
1 1 2
, ,...O s sP G G?  and ? ?2 1 2, ,...C s sP G G?  respectively, can be straightforwardly calculated 
as follows: 
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 ? ? ? ? ? ?? ?1 1 11 2 1 2 1 2 1 1
0
1, ,... , ,... , ,... , ,  1,2,...,
m
O o o
s s s s s sk k
k
TP G G v G G i G G m N
m t? ? ?
?
?
? ? ? ???  
 (3.55) 
 ? ? ? ? ? ?? ?2 22 1 2 1 2 1 2 2 2
0
1, ,... , ,... , ,... , ,  1,2,...,
m
C c c
s s s s s sk k
k
TP G G v G G i G G m N
m t? ? ?
?
?
? ? ? ???  
 (3.56) 
where discrete variables ? ?
1 1 2
, ,...o s s ki G G?  , ? ?1 1 2, ,...o s s kv G G? and ? ?2 1 2, ,...c s s ki G G? ,
? ?
2 1 2
, ,...c s s kv G G?  correspond to the discretized instantaneous values of switch current 
and voltage in ‘off’ and ‘on’ states respectively, when the switch is represented by 
the FAMNM. 
The impact of all switches in a possible switching permutation is taken into 
account by considering the sum of all switches losses as: 
 ? ? ? ?? ?? ?
? ?
? ?? ?1 21 21 2
1 2 1 2
1 2
1 2 1 2
, ,... , ,...
, ,...
max , ,... max , ,...
O C
s s s sx
s s O C
s s s s
P G G P G G
P G G
P G G P G G
? ?
? ?? ?
? ? ? ?? ? ? ?? ?? ? ? ?? ? ? ?
? ?   (3.57) 
 
where ? ?1 2, ,...x s sP G G  is the overall loss for one of the possible switching 
permutation. 
Then, the total losses function takes into account all possible switching 
permutations by summing the normalized overall losses calculated in (3.57): 
 ? ? ? ?? ?? ?1 21 2 1 2
, ,...
, ,...
max , ,...
x
s s
s s x
x s s
P G G
P G G
P G G
? ?? ?? ? ?? ?
?   (3.58). 
In the next section, we will show that the optimal value for Gs provided by (3.50) 
corresponds also to the minimum of the error function (3.54) and losses function 
(3.58), proving that the proposed approach satisfies these two criteria at the same 
time. 
3.4.5 Validation Examples 
In order to validate our proposed method, two simulation cases are considered. The 
first simulations refer to electrical circuits composed of one switch. The second 
cases study refer to electrical circuits composed of multiple switches. These case 
studies are carried out by making reference to two different types of electrical 
circuits: (i) circuits composed of RLC elements, and (ii) circuits including 
transmission lines. 
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3.4.5.1 Circuits with One Switch 
The first simulation case study refers to an electrical circuit composed of RLC 
elements and one switch. The schematic diagram of the considered circuit is shown 
is Figure 3.13. This circuit is simulated within the EMTP-RV simulation 
environment considering both an ideal model and a discrete-time model for the 
switch. As previously mentioned, the backward Euler method was used for the 
numerical integration with a time step ∆T= 4 ?s. 
For the circuit shown in Figure 3.13, the ANAMs are formed for the cases where 
the switch is represented by (i) FAMNM, (ii) ideal switch in ‘ON’ case, and (iii) 
ideal switch in ‘OFF’ case. Then, according to the proposed method, the objective 
function (3.49) is determined. In order to calculate the error and losses functions, 
the following switching transition is considered: the switch is in open position and 
it is closed at t=10 ms. Then, it is opened again at t=20 ms. For all values of Gs (i.e., 
), equations (3.49), (3.54), and (3.58) are calculated. The objective function 
together with the corresponding error and losses functions are shown in 
Figure 3.14. As it can be clearly observed, all the three functions have their 
minimum when Gs is equal to 0.11.  
 
Figure 3.13. Schematic  representation  of  the  RLC  case  study  including  one  switch. 
 
Figure 3.14. Objective,  error,  and  switch-losses  functions  for  the  case  of  the  RLC  test  
case of Figure 3.13.  
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The second simulation example refers to a network shown previously in 
Figure 3.10, which includes a single-conductor transmission line. By applying the 
same procedure for 0 0.5sG? ?  , the objective, error, and losses functions are 
calculated (see Figure 3.15). As it is shown on Figure 3.15, these three functions 
exhibit the same behavior as for the previous case, with a common minimum 
occurring for a value of  Gs equal to 0.01. 
With reference to the second test case, Figure 3.16 illustrates the time-domain 
simulations of the voltage at the end of the line for different values of Gs including 
the optimal value previously identified (Gs*=0.01). It can be seen that the 
simulations obtained using the optimum value for the conductance are in 
agreement with those obtained using EMTP-RV. Figure 3.14 and Figure 3.15 show 
that the proposed objective function could be utilized as an efficient tool to find the 
optimum value for Gs without performing any off-line benchmark simulations. 
 
Figure 3.15. Objective,  error,  and  switch-losses  functions  for  the  case  of  transmission  
line test  case  (Figure 3.10)  with  variable  Gs. 
 
Figure 3.16. Time-domain  simulated  waveforms  for  voltage  at  the  end  of  the  
transmission line  (second  test  case  of  Figure 3.10  for  different  values  of  Gs. 
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3.4.5.2 Circuits with Multiple Switches 
In order to validate the performance of the proposed method, additional 
investigations have been done for the case of networks with two switches. To this 
end, the simulation example refers to an RLC circuit including two switches. The 
schematic diagram of the considered circuit is shown is Figure 3.17.  
According to the proposed method, for each switch, a dedicated Gs value is 
considered and equations (3.49), (3.54), and (3.58) are formed to find the objective, 
error and losses functions.  Figure 3.18 shows the objective function. As it is shown 
on this figure, the minimum values correspond to Gs1*=0.4 and Gs2*=0.18. and the 
ideal representation.  
In Figure 3.19 and Figure 3.20, the time-domain simulations of the voltage and 
current of switch #2 of Figure 3.17 show that a very good match is achieved 
between the results of the FAMNM representation with optimal conductance value. 
 
 
Figure 3.17.  Schematic representation of the RLC case study including two switches. 
 
Figure 3.18. Objective  function  used  to  assess  the  optimal  Gs values  for  the  case  of  
RLC circuit  with  two  switches  shown  in  Figure 3.17. 
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Figure 3.19. Time-domain  simulated  waveforms  for  switch  #2  voltage  for  the  optimal 
values  of  Gs1,  Gs2 for  the  circuit  composed  of  RLC  elements  and  two  switches. 
 
Figure 3.20. Time-domain  simulated  waveforms  for  switch  #2  current  for  the  optimal 
values  of  Gs1,  Gs2 for  the  circuit  composed  of  RLC  elements  and  two  switches. 
The next example refers to a network with a single-conductor transmission line 
and two switches. The schematic diagram of the considered network is shown in 
Figure 3.21. 
The objective and error functions are shown in Figure 3.22 and Figure 3.23, 
respectively. Both functions exhibit the minimum at Gs1*=0.001 and Gs2*=0.005. In 
Figure 3.24, the time-domain simulations of the voltage of switch #1 of Figure 3.21 
shows that a very good match is achieved between the results of the FAMNM 
representation with optimal conductance value. 
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Figure 3.21. Schematic representation of the test case composed of a single-conductor 
transmission line and two switches. 
 
Figure 3.22. Objective used to assess the optimal Gs values for the case of a single-conductor 
transmission line with two switches shown in Figure 3.21. 
 
Figure 3.23. Error functions used to assess the optimal Gs values for the case of a single-
conductor transmission line with two switches shown in Figure 3.21. 
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Figure 3.24. Time-domain  simulated  waveforms  for  switch  #1  voltage  for  the  optimal 
values  of  Gs1,  Gs2 for the case of a single-conductor transmission line with two switches 
shown in Figure 3.21. 
The fifth test case makes reference to a single-phase power converter where four 
switches are considered. In view of the symmetricity of the circuit, the Gs of the 
four switches have been grouped by two. Namely, switches S1 and S4 and switches 
S2 and S3 have common Gs14 and Gs23 values, respectively. The schematic 
representation of this system is shown in Figure 3.25. 
The relevant objective function is shown in Figure 3.26. It can be observed that the 
minimum of this function corresponds to Gs14= 1 and Gs14= 0.8. The time domain 
simulation results for switch S4 voltage and current for different switches 
parameters values are shown in Figure 3.27 and Figure 3.28 which support the 
correctness of the proposed objective function. 
 
 
Figure 3.25. Schematic representation of single phase DC/AC converter. 
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Figure 3.26. Objective function used to assess the optimal Gs values for the case of single 
phase power converter with four switches shown in Figure 3.25. 
 
Figure 3.27. Time-domain simulated waveforms for switch #4 voltage for two sets of 
switches parameters values including the optimal ones optimal. 
 
Figure 3.28. Time-domain simulated waveforms for switch #4 current for two sets of 
switches parameters values including the optimal ones optimal. 
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The last validation example refers to a two-level three-phase inverter that is 
connected to an inductive filter (10 mH) and a resistive load (20 Ω). The schematic 
of the circuit is shown in Figure 3.29.  
By considering the switching modes where each switch conducts for 180 degrees of 
a cycle, there are eight possible switching permutations as: (S1,S2,S6), (S1,S2,S3), 
(S2,S3,S4), (S3,S4,S5), (S4,S5,S6), (S1,S5,S6), (S1,S3,S5), and (S2,S4,S6). 
Therefore, we obtain eight ANAM corresponding to each status of the ideal 
switches. Among them, six switching patterns generate non-zero voltage across the 
load and two of them (the upper or lower switches are conducting) generate zero 
voltage across the load. 
According to the proposed method, the first step to calculate the optimal value for 
the switch conductance is to find the sets of eigenvalues corresponding to the 
possible switching permutations and also, the ones of the FAMNM. It is worth 
noting that, since the load and filter parameters are identical for all the phases, the 
eigenvalues for the two sets of patterns are equal for each set. Therefore, in view of 
the symmetrical nature of the circuit, one identical conductance value can be 
assigned to the six switches. By applying the optimization method, Figure 3.30 
shows the objective function that allows to infer the optimal value of Gs=0.51. 
Figure 3.31 and Figure 3.32 show the time domain simulations of the load current 
and switch#1 voltage for the ideal switch model and FAMNM, respectively. The 
FAMNM-based simulations are done by using two different values for Gs, the 
calculated optimal one (Gs =0.51) and non-optimal random value (Gs =0.1). These 
figures illustrate that the optimal conductance value provide more accurate results 
and better agreement with the benchmark one. 
 
 
Figure 3.29. Schematic representation of the two-level three-phase inverter. 
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Figure 3.30. The calculated objective function for the optimal assessment of the switch 
conductance values of the two-level three-phase inverter shown in Figure 3.29.  
 
Figure 3.31. Time-domain simulated waveforms of the load current for ideal switch 
representation and FAMNM based optimal Gs and non-optimal one. 
 
Figure 3.32. Time-domain simulated waveforms of the switch#1 voltage for ideal switch 
representation and FAMNM based optimal Gs and non-optimal one. 
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3.5 Conclusion 
This chapter discusses about efficient real-time simulation of EMT taking place in 
generic power systems composed of either passive lumped elements, switches, or 
propagative transmission lines.  
A review of the state of the art of real-time simulators was presented by making 
presenting a brief history of the development of the real-time simulators for EMT 
applications, their characteristics and drawbacks, the need for the FPGA-based 
real-time simulators, and review of the proposed FPGA-based real-time simulators. 
A review of EMT simulation principles was presented to explain the different 
network formulation methods, numerical integration methods, and associated 
network elements models. Furthermore, a specific switch model, ADC, used often 
in the context of FPGA-based real-time simulators was described. 
By making reference to the ADC switch model, an adapted solver based on the 
FAMNM was presented. The advantages and disadvantages of FAMNM method 
were highlighted. In particular, the impact of inaccurate parameter associated with 
the ADC switch model on the simulation results accuracy was discussed. 
A novel method for the optimal assessment of the ADC model parameter was 
presented. The proposed method is based on the minimization of the Euclidian 
distance between the eigenvalues of the network admittance matrix based on 
FAMNM, and those associated with the admittance matrices of reference networks 
corresponding to the all possible switching permutations. To prove the correctness 
of the proposed method, a comparison between the proposed metric and specific 
defined error functions was presented and discussed.  
The proposed method was validated by making reference to several validation 
examples including RLC circuit composed of single or two switches, networks 
including transmission lines, single phase inverter, and two-level three-phase 
inverter. The proposed method is proven to be correct in identifying the optimal 
conductance value of the discrete-time switch model. The results of the proposed 
method minimize: (i) the differences with reference-model current/voltage 
waveforms, and (ii) losses in the discrete-time switch conductance. 
Without the need of performing off-line benchmark simulations, the proposed 
method represents a powerful solution for the representation of switches within 
real-time simulation platforms that rely on the use of the FAMNM (i.e., FPGAs).
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Summary 
This chapter presents a new automated FPGA-RTS dedicated to EMT simulations 
of power electronic devices and power system networks. The proposed FPGA-RTS 
is based on MANA and in particular, it adapts FAMNM method for the modeling of 
circuits including switches, as described in Chapter 3. The proposed method for the 
optimal assessment of the ADC switch model, presented in Chapter 3, is coupled 
with the developed FPGA-RTS to provide very accurate simulation results. 
The proposed FPGA-RTS is composed of two parts: (i) pre-processing unit, (ii) 
FPGA real-time solver. The pre-processing unit reads the netlist file generated by 
EMTP-RV and translates the information to the relevant data required by the 
simulator.  
The FPGA solver is implemented using parallel algorithms applied for with the 
matrix to vector multiplication and Right-Hand-Side (RHS) vector updates. A 
specific method is used for the matrix to vector multiplication by taking advantage 
of the sparsity of the ANAM. The RHS vector update is performed in parallel and 
independently for different types of elements including lumped elements, switches, 
and transmission lines.  
Three validation examples are provided to test the performance of the proposed 
FPGA-RTS. The first case refers to a HIL test by making reference to a two-level 
three-phase inverter. Furthermore, two case studies are analyzed by using the 
proposed FPGA-RTS to simulate fault originated transient signals taking place in 
(i) a multi-terminal HVDC network, and (ii) a three-phase AC network. 
    4 4 FPGA-RTS for Power Electronics and Power Systems EMT Simulations 
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4.1 Introduction 
As described in Chapter 3, compared to CPUs or DSPs, FPGAs are suitable 
alternatives to be used as the computational engine in RTSs computational engine. 
More specifically, the main advantage of the FPGA over CPU or DSP is associated 
with the hardwired parallel processing of FPGAs that enables the implementation 
of specific methodologies that dramatically reduce the sequencing of the operations 
taking place in CPUs or DSPs. Furthermore, in FPGAs the latency associated with 
the import/export of the I/Os is lower compared to CPUs. Finally, FPGAs are fully 
configurable chips which allow to be configured for specific applications. Therefore, 
FPGA-based real-time EMT simulation is a leading trend for HIL applications, in 
particular, for power electronics applications which enables to simulate, in real-
time, high-frequency phenomena, such as electromagnetic transients, in power 
converters or travelling wave transients taking place in transmission lines.  
Despite their significant benefits, FPGA-based RTSs suffer from some limitations. 
One of the main drawbacks is their difficult programming associated with the use 
of HDL. This low level programming, limits the scalability of the solvers and, as a 
consequence, the representation of complex circuits. Additionally, any modification 
in the implemented algorithm/model requires, in general, a time-consuming 
recompilation of the HDL code. A few automated FPGA-based RTSs have been 
proposed to avoid the difficulties of the FPGAs programming (e.g., [113], [115]). 
However, the applications of these simulators are mainly dedicated to power 
electronics HIL simulations. Therefore, these studies have not accounted for the 
possibility to simulate power networks including propagative transmission lines. 
Another challenging issue regarding FPGA simulators is the limitation in the 
matrix manipulation and, as a consequence, the inherent difficulty to represent 
switching maneuvers. As explained earlier, the common approach to 
circumnavigate this problem is the use of ADC switch model and FAMNM-based 
solution method. Although this modeling method enables ultra-fast simulation of 
switching devices, its parameter impacts dramatically the simulation results 
accuracy (see Chapter 3). The existing literature in the context of FPGA-based real-
time simulation for power electronics does not take into account the impact of the 
switch conductance value in the simulated model. Generally, FMANM-based 
approaches are adopted without quantitative error assessments to verify the 
developed FPGA-RTS (e.g., [101], [135], [117]).  
By making reference to the above-mentioned challenges, in this Chapter, an 
automated FPGA-based real-time EMT simulator is proposed. The proposed RTS  
is implemented in an industrial real-time embedded system (the National 
Instruments CompactRio real-time platform) and has the following features: (i) it 
makes use of the MANA method, (ii) it integrates the FAMNM together with the 
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optimal selection of the switch conductance parameter, (iii) it enables the 
possibility of accurately reproducing electromagnetic switching transients taking 
place in power electronic switching devices together with electromagnetic wave 
propagation in transmission lines, and (iv) it enables to reach extremely low 
integration time steps  and provides an automated procedure to directly translate 
the schematic representation of the electrical circuits designed in EMTP-RV to the 
relevant FPGA solver. Such peculiarity enables a straightforward applicability of 
the proposed FPGA-based RTS to various power electronics and power systems 
applications.  In what follows, the structure of the proposed FPGA-based RTS is 
described.  
4.2 Proposed Architecture for the FPGA-RTS 
The proposed FPGA-based RTS is developed by using National Instruments 
CompactRIO platform.  CompactRIO platform consists of an embedded controller 
for communication and processing, a reconfigurable chassis housing the user-
programmable FPGA, I/O modules, and graphical LabVIEW software for rapid 
real-time programming. The processor is used for network communication, data 
logging, control, and processing with the deterministic and reliable NI Linux Real-
Time OS. The user-programmable FPGA allows to implement custom hardware for 
high-speed control, and processing operations. The schematic representation of the 
CompactRIO platform is shown in Figure 4.1. 
Different models of this platform with different features have been introduced and 
widely used for industrial applications. For the developed FPGA-RTS, the adopted 
hardware setup is NI CompactRIO-9033 which consists of an Intel Atom dual-core 
processor, a Xilinx Kintex-7 FPGA (7K160T), and reconfigurable I/O modules. This 
embedded system is based on NI Linux Real-Time OS and is programmed by using 
the NI LabVIEW environment. The advantages of using this platform are its high 
performance, reconfigurability, control and acquisition capabilities in a compact, 
rugged package, easy programming by using graphical LabVIEW programming 
environment, and ability to be used in harsh industrial environments. The 
specifications of the adopted NI CompactRIO-9033 are summarized in Table 4.1. 
 
Figure 4.1. Schematic representation of NI CompactRIO platform. 
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Table 4.1. CompactRIO-9033 specifications. 
CPU 
Type Intel Atom E3825 
Number of cores 2 
CPU frequency 1.33 GHz 
On-die L2 cache 1 MB (shared) 
FPGA 
Type Xilinx Kintex-7 7K160T 
Number of flip-flops 202,800 
Number of 6-input LUTs 101,400 
Number of DSP slices 600 
Available block RAM 11,700 kbits 
Number of DMA channels 16 
 
The architecture of the proposed FPGA-based RTS is composed of 2 main sections: 
(i) the pre-processing unit, (ii) the FPGA real-time solver. The pre-processing unit 
is implemented in the CPU of the embedded system and dedicated to the 
processing and calculation of the information required by the FPGA real-time 
solver. This unit communicates with the development PC by an Ethernet cable to 
exchange data and provides the Graphical User Interface (GUI) for the developed 
simulator. The real-time network solver is implemented in the configurable FPGA 
and communicates with the processor by direct access memory (DMA). The FPGA 
is also coupled with I/Os to provide the external access for the input/outputs. The 
schematic of the developed FPGA-RTS is shown in Figure 4.2.  In what follows, 
different units of the developed FPGA-RTS are explained. 
 
Figure 4.2. Hardware architecture of the developed FPGA RTS based on NI 9033. 
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4.3 Pre-Processing Unit 
The proposed real-time simulator uses EMTP-RV simulation environment as a 
GUI to define the network under study and its parameters.  The fact that the 
EMTP-RV is used as a GUI to generate the netlist file passed to the FGPA solver, 
allows a straightforward validation of this latter. 
Then, the designed circuit is analyzed by this software to generate the so-called 
netlist file containing all the information about the circuit components, their 
values, and interconnections. The netlist file is then used to extract the relevant 
information to be passed to the FPGA solver.  
Since this is an offline process, it is done by the CPU of the hardware platform. The 
pre-processing unit is composed of different modules which are dedicated to extract 
the information required by the FPGA solver.  
4.3.1 Data_ext  
The Data_ext module is implemented to read the network netlist file and arrange 
all the needed data in a two-dimensional array, so that all this information can be 
easily accessed by other modules. It is important to mention that certain 
specifications have to be met, as the algorithm reads one line at a time and 
compares the characters with some predefined ones. To this aim, the following 
terminology is adopted: 
1. The nodes have to be named with the letter v, followed by the number of the 
node i, 1...i N? ?  , where N  is the number of nodes to be considered. 
2. The resistors, inductors and capacitors have to be named with the letter 
which indicates the type of the element (R, L, C, SW, DC or AC) followed by 
its corresponding number i, defined in the same way as in the previous 
point. 
3. Transmission lines are named by TLMi where i denotes the number of the 
line.  
4. The numbers for each element must have a consecutive order inside their 
element type (e.g. R1, R2, L1, C1, C2, C3, TLM1, TLM2,...). 
The RLC elements are identified by the keyword “_RLC” at the beginning of their 
corresponding line in netlist file. The implemented algorithm obtains the name of 
the elements and the names of the connected nodes and stores them in a 1D array. 
Then, the algorithm scans the next line and, in case of existence of an RLC 
element, it appends the previously generated array. The switches and the DC and 
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AC sources are differentiated by the keywords “_SW”, “_Vp” and “_Vsine”, 
respectively. The procedure to obtain the data is the same as for the RLC elements.  
Concerning the transmission lines, additional information such as propagation 
time, length, modal characteristic impedance, and losses are also extracted and 
augmented to the Data array. The output vector of this module (Data) is used by 
another modules. The flowchart of the algorithm implemented in the Data_ext 
module to read netlist files is shown in Figure 4.3. 
4.3.2 Values_sim 
This module reads the Data array generated by Data_ext module and extracts the 
relevant simulation data. In particular, it builds the initial ANAM and determines 
the number of each types of elements, number of unknown node voltages, unknown 
branch currents (associates with inductors, switches, voltage sources, and 
transmission lines) and their position in the unknown vector. This information are 
transferred to FPGA to determine the RHS vector of MANA equation. The 
Values_sim module inputs/outputs are shown in Figure 4.4. 
 
 
Figure 4.3. The flowchart of the algorithm implemented in the Data_ext module to read 
netlist files. 
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Figure 4.4. Values_sim module input/outputs. 
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built such that the vector of unknown variables is based on the following order: 
 
 
? ? ? ? ? ? ? ? ? ? ? ? ? ?
? ? ? ?
1 1 1 1 1 1 2 2 1 1 2
1 1 1 1 1 1 2 2
, , ,..., , , , ,..., , , , , , ,..., ,...
..., , ,..., , , , ,..., ,
N N N N N N
N N N N
N d d d d c c c c L sw source
i k m k m k m k m j k n p p
d d d d c c c c
k m k m k m k m
V V V V V V V V V I I I I I
I I I I I I I I
?
??
??
 
 (4.1) 
where: 
? ? ?NiV  is  the sub-array of node voltages  
? ? ?1 1 1 1, ,..., ,N Nd d d dk m k mV V V V  is the sub-array of node voltages for single-conductor 
transmission lines and N1 is the number of single-conductor transmission 
lines,  
? ? ?1 1 2 2, ,..., ,N Nc c c ck m k mV V V V  is the sub-array of modal voltages corresponding to 
multi-transmission lines  and N2 is the number of multi-conductor 
transmission lines times the number of conductor in each line,  
? ? ?LjI  is the sub-array of inductors branch currents and j is the index for the 
inductor branch currents,  
? ? ?swkI  is the sub-array of switches branch currents and k is the index for the 
switch branch currents,  
? ? ?sourcenI  is the sub-array of voltage sources currents being n is the index for 
the voltage sources, 
Data
ANAM_init
Currents
N_TL
N_I
N_V
Values_sim
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? ? ?1 1 2,..., N Np pI I ?  is the sub-array of transmission lines branch currents,  
? ? ?1 1 1 1, ,..., ,N Nd d d dk m k mI I I I  is the sub-array of single-conductor transmission lines 
currents,  
? ? ?1 1 2 2, ,..., ,N Nc c c ck m k mI I I I  is the sub-array of transmission lines modal currents.  
Thus, this matrix consists of different blocks, considering the rows and columns 
corresponding to the sub-arrays of variables described in the above paragraph. The 
ANAM is built based on the network admittances and, also, additional information 
concerning the transmission lines (i.e., modal-to-phase transformation matrices). 
With m transmission lines with c conductors per line, there will be h=4mc 
transformation equations. The transformation matrices are imported by a specific 
sub-module which reads the TLMi_rv.out generated files by EMTP-RV where i 
indicates ith transmission line. 
Based on the information provided by the Data_ext and Values_sim modules, and 
considering the defined variables order, the ANAM is formed as: 
 
? ? ? ? ? ?1 1
, 1 11 1
[0]
iii kk n i k
v i j h nh n hn n n
xa b
T x
?? ?
? ?? ?? ?
? ?? ? ? ?? ? ?? ? ? ?? ?? ? ? ?? ? ? ?? ? ? ?? ? ? ?
  (4.2). 
In (4.2), [aii] is the sub-matrix including admittances and extra rows for additional 
variables, and [Tv,i] is the sub-matrix including modal-to-phase (and vice versa) 
transformation matrices. Basically, the solution of the network variables 
corresponds to the solution of the linear equation (4.2) given by: 
 
? ? ? ? ? ?11 1
, 1 11 1
[0]
i iik k n i k
j v i h nh nh n nn
x a b
x T
?
? ? ?
? ??? ??
? ? ? ? ? ?? ? ? ?? ? ? ?? ? ? ?? ? ? ? ? ?? ?? ? ? ?? ?
  (4.3). 
  
The inputs/outputs of ANAM module is shown in Figure 4.5. It is worth noting 
that, this module calculates also the ANAM matrices corresponding to the open 
([Ao]) and closed states of the ([Ac]) switches. These matrices are used by Opt_Gs 
module to calculate the optimal conductance values of the switches.   
A further operations are performed to take advantage of ANAM sparcity and to 
process the matrix to be used by the efficient matrix to vector multiplier 
implemented in FPGA. The details of these extra processes will be given in sub-
section 4.4.2. 
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Figure 4.5. ANAM module inputs/outputs. 
4.3.4 Opt_Gs  
This module is dedicated to calculate the optimal value of the ADC switch 
parameters. In particular, the method proposed in Chapter 3 for the assessment of 
the optimal ADC switch parameter is implemented. Therefore, the Data array 
provided by the Data_ext module is used together with the [Ap(Gs)], [Ao], [Ac] 
matrices calculated by ANAM. Then, all the calculated optimal values Gsi for all  
switches are stored in an array to be transferred to the FPGA solver. Furthermore, 
these values are used to update the initial ANAM to generate the final one. The 
inputs and outputs of this sub-module is shown in Figure 4.6. 
4.3.5 TL_coeff 
The transmission lines RHS elements are calculated based on a weighted sum of 
both the modal voltages and the modal currents of each one of them with respect to 
the impedance coefficients described in (4.4)-(4.7). Furthermore, additional 
variables are necessary for the interpolation equations associated with the 
transmission line (equation (4.8)). Since these coefficients are constant during 
simulation, they can be computed in the offline stage of the simulator and 
transferred to the FPGA solver. 
 
 
Figure 4.6. Opt_Gs module inputs/outputs. 
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The calculated coefficients are as follows: 
 ? ?
,
,
1 2, , 4
i
i C
i i
C
ZK
Z R
?
?
? ?? ?
  (4.4) 
 ? ? ? ?
,
, , ,
2 2, ,
4
4
i
i i iC
Ci i
C
ZK Z R
Z R
?
? ? ?
? ?? ? ??
  (4.5) 
 ? ?
,
,
3 2, ,
4
4
i
i
i i
C
RK
Z R
?
?
? ?? ?
  (4.6) 
 ? ? ? ?
,
, , ,
1 2, ,
4 4
4
i
i i i
Ci i
C
RK Z R
Z R
?
? ? ?
? ?? ? ??
  (4.7). 
In these equations, ,iCZ ?  is the characteristic impedance and ,iR? is the resistance 
representing the lumped losses in the CP line model. Superscripts ? and i denote 
the corresponding mode and the number of the transmission line, respectively.  
Furthermore, the linear interpolation coefficients as well as the length of the 
circular buffers dedicated for the travelling time delays associated with each 
transmission line mode are calculated (see Section 4.4 for the relevant 
transmission lines model) using: 
 
, , ,
1
, ,
2 1
, ,
0 2
, ,
1 1
i i i
i i
i i
i i
p t
t
t
t
? ? ?
? ?
? ?
? ?
? ?
? ?
? ?
? ?
? ? ?
? ? ?
? ?
? ?
  (4.8). 
 
These values are stored in the dedicated memories to be transferred to the FPGA 
solver. 
Once all these data are properly computed by the specific sub-modules, they are 
forwarded to the FPGA solver. While some small portion of data is directly sent as 
individual elements, arrays or clusters, the other larger arrays (such as line 
coefficients) are sent using a DMA-FIFO memory. This allows saving resources and 
increasing the computation efficiency of the FPGA solver. 
4.4 FPGA-Based Real-Time Solver 
As already discussed, the main reason to move towards FPGA-based real-time 
simulators is the inherent massive parallel computational power. Therefore, the 
FPGA solver has to have a parallel structure. However, the solution of (4.3) 
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requires two inherent sequential steps: (i) solving the linear algebraic equations to 
find the unknown voltages and currents and, (ii) updating the RHS vector based on 
the calculated values in step (i). These two tasks are dependent and cannot be 
solved in parallel. Nevertheless, within each step, the following parallel sub-tasks 
can be identified: (a) RHS computation for lumped elements and switches, (b) RHS 
computation for transmission lines, (c) nodal matrix to RHS vector multiplication. 
The FPGA-based calculations can be performed based on fixed-point (FXP) or 
Floating-Point (FP) numerical representations. First, a brief introduction to the 
FXP or FP numerical representations is presented. 
4.4.1 Numerical Representation 
The adopted numerical representation of variables impacts dramatically the 
performance, hardware utilization, and accuracy of the FPGA design. FP-based 
calculation has the advantages of dynamic range and higher accuracy. However, 
FP-based computations take longer execution time and require more hardware 
resources to implement. As known, an FP number has three parts (Figure 4.7): a 
mantissa, exponent, and sign bit. The mantissa contains the decimal number in 
scientific notation scaled to the power specified by the exponent. 
An FXP number has two parts (Figure 4.8): an integer (which may contain a sign 
bit) and a fraction. The integer and fractional parts represent the portion of the 
number before and after the decimal point, respectively. In this representation, 
this point between the integer and fraction is called the radix point. 
In LabVIEW FPGA, when configuring an FXP data type, one specifies the word 
length (total number of bits for the fixed-point representation) and the integer 
length (number of bits in the integer portion of the FXP representation). The 
leftover bits are for the fraction, such that the integer plus the fraction equals the 
word length. The maximum allowed word length is 64 bits. 
Although FP numerical representation provides higher dynamic range of the 
variables and more precise results, FP-based FPGA architectures require higher 
hardware utilization and represent slower performances [105]. However, it is 
possible to achieve the desired computational accuracy by carefully selecting the 
FXP numerical representation. The developed FPGA solver is mainly based on FXP 
numerical representation. Thanks to the normalized simulation variables, and by 
careful configuration of the word length and radix point, FXP is able to provide 
sufficient simulation results accuracy. Nevertheless, there is a possibility to use FP 
calculations by scarifying the computation time. 
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Figure 4.7. FP numerical representation. 
 
Figure 4.8. FXP numerical representation.  
4.4.2 Efficient Matrix-to-Vector Multiplier 
Matrix-to-vector multiplication is the core of the real-time simulator which 
consumes significant amount of resources and simulation time. Thanks to FAMNM 
switch representation, the ANAM is constant during the simulation. Thus, it is 
computed once in the pre-processing unit, inversed and transferred to the FPGA 
solver. 
The main characteristic of the ANAMs associated with power system networks is 
their sparsity [74]. Therefore, in order to save both computation time and hardware 
resources, it is essential to consider this important peculiarity of the ANAM. To 
this end, an efficient matrix-to-vector multiplier is developed. The developed 
algorithm takes advantage of the ANAM sparsity to accelerate the multiplication 
and reduce the hardware usage. The created ANAM based on (4.3) is analyzed to 
extract the useful information and re-process the ANAM and RHS vector. It is 
worth mentioning that, the proposed matrix to vector multiplier is exact in the 
sense that, the method does not involve approximation in the multiplication 
process.  
To explain the developed sparse matrix to vector multiplier, let us consider a 
simple example: 
 
1
1
2
3
4
2 0 5 0 1
0 0 4 1 2
0 3 0 4 4
7 0 0 0 0
RHSANAM
x
x
x
x
?
? ? ? ? ? ?? ? ? ? ? ?? ? ? ? ? ?? ?? ? ? ? ? ?? ? ? ? ? ?? ? ? ?? ?
  (4.9). 
The first step of the proposed algorithm is to look at the row index of the zero 
elements of the RHS vector and replace the corresponding columns in the ANAM-1 
matrix. In our example, the fourth row of the RHS is zero, thus the fourth column 
of the ANAM-1 will be replaced by zeros. Our new equation is the following: 
 
+/- exponent mantissa
integer fraction
Radix point
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1
1
2
3
4
2 0 5 0 1
0 0 4 0 2
0 3 0 0 4
7 0 0 0 0
RHSANAM
x
x
x
x
?
? ? ? ? ? ?? ? ? ? ? ?? ? ? ? ? ?? ?? ? ? ? ? ?? ? ? ? ? ?? ? ? ?? ?
  (4.10). 
Now we will represent each nonzero element of the ANAM-1 as a set of triplets with 
its information on the row and the column. We will also do the same for the RHS 
representing it as a couple with the information on the row index. The decomposed 
ANAM-1 and RHS are shown in Table 4.2 and Table 4.3. 
For each row of the ANAM-1, we can put next to each other the value and the 
column index of the ANAM-1 next the corresponding row index of the RHS and its 
value.  Now, the ANAM-1 values that will be multiplied to the RHS values are next 
to each other. The ANAM-1 mapping is shown in Table 4.4. 
Table 4.2. Decomposed ANAM-1. 
Value Row index Column index 
2 1 1 
5 1 3 
4 2 3 
3 3 2 
7 4 1 
 
Table 4.3. Decomposed RHS. 
Value Row index 
1 1 
2 2 
4 3 
 
Table 4.4. ANAM-1 mapping based on RHS elements. 
ANAM-1 RHS 
Row index Value Column index Row index Value 
1 2 1 1 1 
1 5 3 3 4 
2 4 3 3 4 
3 3 2 2 2 
4 7 1 1 1 
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Since, the RHS vector is a variable one being updated at each simulation time-step, 
we only need to know the corresponding row indices of the RHS elements with 
respect to the each row of the ANAM-1. Thus, we can remove unnecessary 
information such as the ANAM-1 column indices and the RHS values. It is worth 
noting that, since the elements of RHS vector are updated at each iteration, they 
cannot be stored in the fixed memories. Furthermore, the RHS vector needs to be 
reused by the Multiplication and Accumulation (MAC) operator corresponding to 
each row of ANAM-1. The RHS vector duplication for each row occupies significant 
FPGA resources. Therefore, only the necessary RHS row indices are stored in the 
memory and the RHS sub-vector associated with each row of ANAM-1 is 
reconstructed based on these indices. Now, the mapping is shown in Table 4.5. 
Since, in some rows there might be more than one nonzero element, for a given xi in  
(4.10), more than one step MAC operations might be needed. 
Table 4.5. ANAM-1 and RHS elements mapping by removing redundant information. 
ANAM-1 RHS 
Row Value Row index 
1 2 1 
1 5 3 
2 4 3 
3 3 2 
4 7 1 
 
Therefore, it is required to use a MAC function with variable iterations (Nxi) where  
Nxi is the number of nonzero elements corresponding to the ith row of the modified 
ANAM-1 described by (4.10). Using variable size loops in FPGAs results in 
significant hardware usage and non-optimal FPGA performance. Therefore, it is 
necessary to use fixed iterations for different rows of ANAM-1. One possibility to 
overcome this issue is to determine the maximum required number of iterations 
and for the rows who have fewer nonzero elements than this maximum number, 
zeros are added. Although, this might seem to be inefficient, overally, the hardware 
usage and the performance is better than the variable size iterations. 
For the considered example, since the maximum number of nonzero elements in 
one row of (4.10) is 2, the other rows are augmented by adding zeros.  Table 4.6 
shows the mapping with the number of required iteration within each row of 
ANAM-1.  
Table 4.7 shows the final mapping with fixed size iterations and added zeros. 
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Table 4.6. ANAM-1 and RHS elements mapping with respect to the number of iterations in 
each row. 
ANAM-1 RHS 
Nr. Of iterations Value Row index 
2 2 1 
- 5 3 
1 4 3 
1 3 2 
1 7 1 
 
Table 4.7. ANAM-1 and RHS elements mapping for the fixed size iterations by adding zeros. 
ANAM-1 RHS 
Nr. Of iterations Value Row index 
2 2 1 5 3 
2 4 3 0 0 
2 3 2 0 0 
2 7 1 0 0 
 
The calculated ANAM-1 in (4.3) is processed by following the same algorithm and 
by making reference to Table 4.7, two sets of data are needed to be stored and 
transferred to the FPGA solver: (i) the values of ANAM-1, and (ii) the corresponding 
row indices of RHS vector. The first set is stored in the memory by using proper 
FXP numerical configuration. The row indices of RHS vector are stored in the 
memory using unsigned integer numbers.  
For every ix  in (4.10), based on the row indices of Table 4.7 the associated RHS 
sub-vector is built and the MAC is performed between the ANAM-1 and 
corresponding RHS elements, using the fixed iteration size. Table 4.8 shows the 
performance and hardware usage of the normal (but computationally optimized) 
matrix-to-vector-multiplier compared to the developed sparse efficient one. It can 
be observed, the proposed sparse matrix to vector multiplication method improves 
the performance while decreasing significantly the FPGA hardware usage. 
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Table 4.8. Performance and hardware usage comparison of the sparse and non-sparse 
matrix to vector multipliers 
 Latency Slice Registers Slice LUTs DSP48s 
Non-sparse method 184 cycles 10.1% 39.4% 48.5% 
Sparse method 166 cycles (-10%) 4.7% (-53%) 15.5% (-60%) 6.7% (-86%) 
4.4.3 RHS Vector Update 
As stated earlier, the ANAM is built based on the order for the unknown vector 
described in (4.1). Based on this order, and by taking advantage of the parallel 
computation capability of FPGAs, dedicated sub-tasks devoted to update the RHS 
for the particular type of element are considered.  
Lumped Elements 
The RHS variables for the lumped (L, C) elements are function of corresponding 
node voltages and branch currents in the previous time step (the RHS element for 
the resistor is zero). Therefore, the required values to compute RHS elements are 
stored in the FPGA memory to be accessed in the next iteration. Then, the stored 
variables are used to update the RHS elements. It is worth observing that, in the 
CPU-based real-time simulators, the update of the RHS elements is done 
sequentially for different types of elements. However, thanks to the inherent 
parallel processing capability of the FPGA, these tasks are done in parallel. For 
inductors and capacitors, a dedicated computational unit has been implemented. 
The RHS elements for the inductors and capacitors can be expressed by the general 
equation (4.11): 
 
1
_ , ,
n
i i i i
n
His L C L C iI x?? ?   (4.11) 
where 
1
_ ,
n
i iHis L C
I
?
is the history element for the ith inductor or capacitor in the current 
time step, ,i iL C?  is the coefficient corresponding to the ith  inductor (or capacitor) and 
n
ix is the inductor (or capacitor) state variable in the previous time step. For the 
case of inductors, , 1i iL C? ? , in ni Lx i? , and for the capacitors ,i i iL C
C
t
? ? ? ? , i
n n
i Cx v? .   
Equation (4.11) needs to be executed Nc+ NL  times, where  Nc and  NL are the 
number of capacitors and inductors, respectively. However, they can be decoupled 
into  Nc and NL independent and parallel operations. Therefore, two levels of 
parallelism can be applied in this sub-module in order to accelerate the 
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computations: (i) parallel updating of the RHS for capacitors and inductors, and (ii) 
parallel calculation of RHS for individual inductors and capacitors. The RHS 
computation unit dedicated for the inductors and capacitors is shown in Figure 4.9. 
Switches 
The RHS elements of the switches are calculated using another dedicated sub-
module. After calculating the optimal conductance values in the offline pre-
processing, these values are transferred to the FPGA to be used in this sub-module.  
Then, according to the switches states and by accessing to their voltages and 
currents, the RHS elements are calculated as [130]: 
 1
1
1
     s
  s
1
    ; 1,...,
0
i
i
i i
n
sn
sw n
s s
n
swn
i
J
G v
i N?
?
?
?? ? ?? ?? ??
  (4.12) 
 
where 1
i
n
swJ
? is the RHS variable for the ith  switch, 
i
n
si is the ith  switch current,  i
n
sv is 
the ith  switch voltage, 
is
G is the ith  switch optimal conductance value, 1sn?  is the 
switch current state, and swN is the number of switches. A specific sub-block is 
considered to update the switch status, based on the switch type (e.g., diode, IGBT-
diode pair). Similar to the lumped elements, the RHS ones for the switches are 
calculated in parallel. The only difference in the RHS computation for this element 
is that it accounts for the switch state. 
 
 
Figure 4.9. RHS computation module for lumped elements. 
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Independent Sources 
The RHS values for the independent sources, depending on the application, are 
either imported from the real analog input module, or calculated inside the solver. 
These values are inserted into the RHS vector in parallel and independently. 
Transmission Lines 
Multi-conductor transmission lines are transformed into single conductor 
equivalents by using the phase-to-modal transformation matrices. These 
transformation matrices are imported from the EMTP-RV generated data files by 
the pre-processing unit and then are used to build the ANAM. The RHS element 
for each decoupled mode of multi-conductor transmission line is defined as [74]: 
 
 , , , , , , , , , , , , ,1 2 3 4( ) ( ) ( ) ( ) ( )i i i i i i i i i i i i iK m mk k kmI t K V t K I t K V t K I t? ? ? ? ? ? ? ? ? ? ? ? ?? ? ? ? ?? ? ? ? ? ? ? ? ? ? ? ? ?  
 (4.13) 
 , , , , , , , , , , , , ,1 2 3 4( ) ( ) ( ) ( ) ( )i i i i i i i i i i i i iM k km m mkI t K V t K I t K V t K I t? ? ? ? ? ? ? ? ? ? ? ? ?? ? ? ? ?? ? ? ? ? ? ? ? ? ? ? ? ?  
 (4.14) 
where ,1 iK ? , ,2 iK ? , ,3 iK ? , ,4 iK ?  are the impedance coefficients defined in (4.4)-(4.7). 
In the discrete-time domain, since ,i t N?? ? ? , an interpolation technique is needed 
to calculate the intermediate values. Therefore, for the case of a linear 
interpolation [131], the RHS element for each mode of each transmission line is: 
 
 ? ? ? ? ? ?, , , , ,0 1 1 1 1n pi i i i iKI f n p f n p? ? ? ? ?? ?? ? ? ? ? ? ? ?   (4.15) 
 ? ? ? ? ? ?, , , , ,0 2 1 2 1n pi i i i iMI f n p f n p? ? ? ? ?? ?? ? ? ? ? ? ? ?   (4.16) 
where: 
 
? ?, , , , , , , , , , , , ,1 1 2 3 4( ) ( ) ( ) ( )i i i i i i i i i i i i im mk k kmf n p K V n p K I n p K V n p K I n p? ? ? ? ? ? ? ? ? ? ? ? ?? ? ? ? ? ? ? ? ? ? ? ? ?
  (4.17) 
 
? ?, , , , , , , , , , , , ,2 1 2 3 4( ) ( ) ( ) ( )i i i i i i i i i i i i ik km m mkf n p K V n p K I n p K V n p K I n p? ? ? ? ? ? ? ? ? ? ? ? ?? ? ? ? ? ? ? ? ? ? ? ? ?
  (4.18) 
and the interpolation confidents are calculated as (4.8). 
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Note that there is an inherent feature in (4.15) and (4.16) which enables the 
pipelining of these equations reducing the FPGA resources usage. Namely, in (4.15) 
and (4.16), ? ?,1 1if n p?? ?  has been already calculated in the previous time step and 
stored in the memory. Therefore, for each RHS element, this function needs to be 
calculated once. 
In order to apply the travelling time delay to each propagation mode, dedicated 
dynamic circular buffers are considered for each mode of each transmission line. 
LabVIEW-FPGA built-in FIFOs are used as the circular buffers since they provide 
an inherent capability to impose the travelling time delay to the transmission lines 
voltages and currents. For a FIFO with size p, the element written at iteration n 
will be exported again at iteration p+n. This inherent write-and-shift capability of 
the FIFO enables straightforward implementation of the curricular buffers to 
impose time delays corresponding to the travelling times associated with different 
modes of the transmission lines.  
The initial size of the FIFOs is determined long enough such that it covers the 
possible longest line in the network. Then, in the simulation initialization, based 
on the exact line length, the corresponding FIFO is initialized with ,ip?  zeros, 
which is defined as (4.8). In particular, the size of these circular buffers is 
determined by ,ip?  which is pre-computed in the pre-processing. The designed 
dynamic circular buffers allow the dynamic changing of the buffer size without the 
need of modifying the FPGA code (i.e., it is possible to change the transmission 
lines lengths).  The structure of a FIFO circular buffer is shown in Figure 4.10. 
This RHS computation procedure for the transmission lines is shown in 
Figure 4.11.  
 
 
Figure 4.10. Structure of the transmission lines circular buffers using FIFOs. 
0
0
,ip?
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Figure 4.11. RHS computation for the transmission lines. 
4.5 Validation Examples 
In order to validate the performances of the developed FPGA-based real-time 
simulator, three case studies have been considered: (i) HIL analysis of the 
switching transients into a two-level three-phase inverter, (ii) analysis of the fault-
originated electromagnetic transients in a multi-terminal HVDC network, and (iii) 
analysis of the fault-originated electromagnetic transients in a three-phase 
transmission network. 
4.5.1 HIL Validation of a Two-Level Three-Phase Converter 
To validate the performance of the developed FPGA-based real-time simulator, we 
have adopted the experimental test setup in which power components are 
composed of a two-level three-phase inverter connected to an inductive filter (10 
mH) and a resistive load (20 Ω). The global setup is depicted in Figure 4.12. It 
shows three main parts: the system under study (which can be an FPGA based 
real-time model or a real inverter), the DS 1104 controller board and the HMI 
(human machine interface). 
????? ? ????? ? ??????
????? ? ????? ?
????? ? ?????
FIFO set 1
FIFO set 2
Memory set 1
Memory set 2
FIFO set 1
FIFO set 2
Circular buffer
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Next iteration
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????? ? ? ?
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Real-time 
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A classical dq synchronous frame current controller (e.g. [136]) has been used and 
implemented in a DS1104 controller board with a PowerPC 603e@250 MHz, 16bit 
ADC and a sampling rate of 2μs (time step of the controller has been fixed to 50μs). 
The real inverter is a three-phase two-level inverter based on SEMIKRON 
SKM75GB123d, and the current sensors are E3n sensors from fluke, with a 
bandwidth of 100kHz and a precision of +/- 3% (-3dB). The modeled circuit with the 
MANA variables and the picture of this setup and the schematic representation of 
are shown in Figure 4.13 and Figure 4.14, respectively. 
 
 
Figure 4.12. Schematic representation of the HIL setup. 
 
Figure 4.13. Schematic representation of the considered two-level three-phase inverter and 
MANA variables. 
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Figure 4.14. HIL test setup. 
 
Since the FPGA solver is based on FXP numerical representation and as a 
consequence, it limits the amplitude of the simulation variables, the per-unit model 
of this circuit is derived based on the following base values:    
 60 V
10 A
base
base
V
I
?
?   (4.19). 
Then, the pre-processing unit analyzes the EMTP-RV generated netlist file and 
builds the corresponding ANAM as equation (4.20). This matrix is inverted and 
converted to the FXP representation based on 40 bits for the word length and 19 
bits for the integer part. 
The optimization process to find the optimal values for the switch conductances is 
performed in the pre-processing phase. By considering the switching modes where 
each switch conducts for 180 degrees of a cycle, there are eight possible switching 
permutations: (S1,S2,S6), (S1,S2,S3), (S2,S3,S4), (S3,S4,S5), (S4,S5,S6), (S1,S5,S6), 
(S1,S3,S5), and (S2,S4,S6). Therefore, we obtain eight ANAM corresponding to 
each status of the ideal switches. Among them, six switching patterns generate a 
non-zero voltage across the load and two of them (the upper or lower switches are 
conducting) generate zero voltage across the load. 
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HMI
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According to the method presented in Chapter 3, the first step to calculate the 
optimal value for the switch conductance is to find the sets of eigenvalues 
corresponding to the possible switching permutations and also, the ones of the 
FAMNM.  
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  (4.20). 
 
It is worth noting that, since the load and filter parameters are identical for all the 
phases, the eigenvalues for the two sets of patterns are equal for each set. 
Therefore, in view of the symmetrical nature of the circuit, one identical 
conductance value can be assigned to the six switches. By applying the 
optimization method, the objective function exhibits an optimal value of Gs=0.51 
(see Chapter 3). This value is used to build the ANAM and also update the switches 
RHS elements. 
It is worth noting that, in order to achieve extremely low simulation time steps, the 
FPGA solver architecture is modified such that maximum parallel computations 
are achieved. In particular, the matrix-to-vector-multiplier is implemented using 
the highest level of parallel operations. 
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The switching PWM controller is also implemented into the FPGA (in parallel with 
the solver). The total utilized FPGA hardware resources including the implemented 
PWM controller is shown in Table 4.9. 
Concerning the achieved integration time step, the simulation needs 6 FPGA ticks 
per time step. Consequently, by considering the 40 MHz FPGA clock, it results into 
an integration time step of 150 ns. 
Concerning the accuracy assessment, Figure 4.15 illustrates the three-phase load 
currents in a half period duration obtained by the FPGA-based real-time simulator, 
and by EMTP-RV off-line simulation environment, respectively. In this figure, the 
PWM carrier frequency is 1 kHz. Figure 4.16 shows the error between the load 
currents of the benchmark model and the ones of the FPGA simulator. The error is 
calculated based on the per-unit values of the load currents in two different 
simulations. It can be inferred by post-processing that the FPGA-based results are 
characterized by an extremely contained maximum error of only 0.0002 pu. The 
reasons behind this small error are two: (i) the truncation realized by the FXP 
simulation calculations, and (ii) the ADC switch model which, as known, introduces 
approximations in the simulation results. 
Table 4.9. FPGA hardware usage for the HIL test case. 
Resource Utilized percentage 
Slice registers 10.1 
Slice LUTs 28 
Block RAMs 1.5 
DSP48s 85.3 
 
 
Figure 4.15. Comparison of the FPGA-based real-time solver results with the corresponding 
EMTP-RV ones (three-phase load currents). 
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Figure 4.16. Error of the load currents (reference values of Figure 4.15). 
A further validation test is performed by making reference to an HIL simulation 
test using the proposed FPGA-based real-time simulator. To this end, first, the 
experimental setup described previously is used to perform the HIL test with the 
proposed real-time simulation platform. The external PWM controller (the PWM 
frequency is 1 kHz) is coupled with the simulator by using digital input modules. In 
particular, the switches gate signals are determined by NI-9401 which is a high-
speed digital I/O module and the gate signals loop and the simulation one are 
synchronized. To export the simulation generated signals, NI-9263 is used which is 
an analog output module. Since, the maximum sampling rate of this module is 100 
kHz, the generated load current signals are down-sampled by this frequency to be 
monitored in the oscilloscope.  
Then, the same controller is coupled with a physical inverter which is connected to 
the physical inductive filter and resistive load with the same value of the HIL 
simulation. The controller type and parameters are identical to the ones of the HIL 
test. The load currents are measured by using the current sensors described earlier 
and are observed by the oscilloscope. The schematic of the HIL validation setup is 
shown in Figure 4.17. 
Figure 4.18 shows the comparison of the HIL simulation results and the measured 
waveforms for the three phase load currents in a half a period. Figure 4.19 shows 
the errors between the HIL simulation results and the measured waveforms. It can 
be observed that the HIL simulation results are in very good agreement with the 
measurements with obvious higher errors compared to the offline simulations. The 
reasons for this error are: (i) the presence of noise in the measurements, (ii) the 
limited current sensors bandwidth, (iii) the error associated with adopted models 
used for the converter filter and load, and (iv) the non-linear behavior of the 
switches in the real inverter compared to the linear switch model in the HIL 
simulation. However, is spite of the above-listed sources of errors, the comparison 
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appears very satisfactory providing an experimental validation of the proposed 
FPGA simulation platform. 
 
 
Figure 4.17. The schematic of the HIL validation setup. 
 
Figure 4.18. Comparison of the FPGA-based HIL test results with the measured ones 
(three-phase load currents). 
 
Figure 4.19. Error of the load currents in pu. (reference values of Figure 4.18). 
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4.5.2 Fault Originated Transients in Multi-Terminal HVDC Network 
The second case study refers to a multi-terminal HVDC (MTDC) network composed 
of five transmission lines terminated to five power converter stations as shown in 
Figure 4.20. The transmission lines are characterized by two conductors and each 
line is segmented into two sections in order to have a possibility of applying a fault 
at any arbitrary position along each line. Therefore, the total network is composed 
of ten two-conductor transmission lines and ten nodes. Transmission lines data are 
extracted from [137]. 
 In this example, we are interested to evaluate the capability of the developed 
FPGA-RTS to simulate travelling wave propagation in transmission lines. For this 
reason, the power converters are represented by their Thévenin equivalent model 
since we are targeting to simulate post-fault travelling wave transients [138], 
[139]. As it will be discussed in Chapter 5, the typical time span required by the 
EMTR-based fault location process is about 10 ms. Therefore, the considered 
Thévenin equivalent model exhibits a sufficient level of accuracy to represent the 
traveling wave reflection behavior of the converter in this specific time window. As 
an example, Figure 4.21 shows the comparison between the Thévenin equivalent 
and model and VSC model [140] for the fault-originated voltage transients 
observed in positive pole of the Station 1. Figure 4.22 shows the error between the 
simulation results using these two models and it can be observed the error contains 
low-frequency signal which is due to the dynamics of the converter controller in the 
VSC model. 
 
Figure 4.20. Schematic representation of the MTDC network under study. 
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This low-frequency content can be filtered-out using a high-pass filter. As an 
example, a first order high-bandwidth Butterworth filter with a cutoff-frequency of 
40 Hz is applied. Figure 4.23 shows the comparison between the filtered simulation 
results obtained using the Thévenin equivalent model and those obtained by the 
VSC model. It can be observed that the results are in good agreement.  
By following the same procedure and by considering EMTP-RV simulation results 
as benchmark, the FPGA-RTS is developed.  For this case study, 213 FPGA clock 
cycles are required to perform one simulation iteration which, by considering the 
40 MHz FPGA clock, results into 5.325 μs. The considered FXP format is 42,9 bits 
and the total utilized FPGA resources are shown in Table 4.10. 
 
 
Figure 4.21. Comparison between the simulation results obtained using the Thévenin 
equivalent and VSC models for the positive pole voltage at Station 1. 
 
Figure 4.22. Error between the simulation results obtained using the Thévenin equivalent 
and VSC models for the positive pole of Station 1. 
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Figure 4.23. Comparison between the simulation results obtained using the Thévenin 
equivalent and VSC models for the positive pole voltage at Station 1. A first-order high-
pass filter is applied for the results obtained by the Thévenin equivalent model. 
Table 4.10. FPGA hardware usage for the MTDC network case study. 
Resource Utilized percentage 
Slice registers 34.9 
Slice LUTs 58.6 
Block RAMs 63.4 
DSP48s 55.3 
 
The comparison between the EMTP-RV and the FPGA models refers to the case of 
fault-originated electromagnetic transients. In this respect, the considered network 
configuration allows applying any type of fault (i.e., pole-to-pole, or pole-to-ground) 
at an arbitrary location of the desired line.  As an example, a pole-to-pole solid fault 
is considered in the middle of the first transmission line (i.e., 50 km). Figure 4.24 
and Figure 4.25 show the comparison between the FPGA-based simulations with 
the benchmark ones for the phase-to-ground voltage observed at the positive pole of 
Station 1 and negative pole of Station 5, respectively. Figure 4.26 illustrates the 
norm of the error of the node voltages. The error is calculated based on the squared 
differences of the per-unit voltages of the five nodes obtained by the FPGA 
simulations and the corresponding EMTP-RV ones (positive and negative poles 
voltages of each node are considered). As it can be observed, the maximum value of 
the norm of the errors reached during this simulation is of 0.007 pu. 
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Figure 4.24. Comparison between the FPGA-based simulations with respect to the EMTP-
RV ones: phase-to-ground voltage observed in the positive pole of the station 1 subsequent 
to a solid pole-to-pole fault in the middle of the first transmission line (Figure 4.20). 
 
Figure 4.25. Comparison between the FPGA-based simulations with respect to the EMTP-
RV ones: phase-to-ground voltage observed in the negative pole of the station 5 subsequent 
to a solid pole-to-pole fault in the middle of the first transmission line (see Figure 4.20). 
 
Figure 4.26. Norm of the error of the node voltages computed with the FPGA-simulator vs 
the EMTP-RV ones.  
2 2.005 2.01 2.015 2.02 2.025 2.03
-0.5
0
0.5
1
time [s]
V p
1 [
pu
]
 
 
EMTP-RV
FPGA simulator
2 2.005 2.01 2.015 2.02 2.025 2.03-3
-2
-1
0
1
2
3
time [s]
V n
5 [
pu
]
 
 
EMTP-RV
FPGA simulator
1.9 1.95 2 2.05 2.1 2.15 2.2 2.25 2.3 2.35 2.40
1
2
3
4
5
6
7 x 10
-3
time [s]
N
or
m
 o
f t
he
 e
rr
or
 o
f 
th
e 
no
de
 v
ol
ta
ge
s[
pu
]
4   FPGA-RTS for Power Electronics and Power Systems EMT Simulations 
 
123 
 
4.5.3 Fault Originated Transients in a Three-Phase AC Network 
The third validation example refers to a three-phase AC system composed of five 
transmission lines terminated on five four substations. The lines are divvied to two 
sections which enables applying different types of faults in correspondence of an 
arbitrary location along each line. Therefore, the total network is composed by ten 
three-conductor transmission lines and ten nodes. The simplified representation of 
this network is shown in Figure 4.27. By following the same procedure adapted for 
the previous cases and by considering the EMTP-RV simulation results as the 
benchmark ones, the performances of the FPGA-RTS have been assessed.   
For this case study, 256 FPGA clock cycles are required to perform one simulation 
iteration and send out the output variables which, by considering the 40 MHz 
FPGA clock, results into an integration time step of 6.4 μs. In this examples, in 
order to save FPGA resources and accelerate the simulation, the AC voltage 
sources are implemented inside FPGA solver using a pre-defined sinusoidal 
waveforms generate for one period. Then, the pre-defined waveforms for three-
phase voltages are stored in dedicated memories and re-called in each period. The 
considered FXP format is 32,6 bits and the total utilized FPGA resources are 
shown in Table 4.11. 
 
 
Figure 4.27. Schematic representation of the considered three-phase AC network. 
Table 4.11. FPGA hardware usage for the three-phase power network case study. 
Resource Utilized percentage 
Slice registers 41.3 
Slice LUTs 65.9 
Block RAMs 44 
DSP48s 61.5 
 
Substation 1
L1=55 km L2=155 km
L3=15 km L4=35 km
L5=70 km
Substation 2
Substation 3
Substation 4
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Similar to the MTDC network case study, the comparison between the EMTP-RV 
and the FPGA models refers to the case of fault-originated electromagnetic 
transients. In this respect, as previously stated, the considered network 
configuration allows applying any type of fault at an arbitrary location of the 
desired line.  As an example, a b-c-g fault is considered in the 30 km of the fourth 
transmission line. Figure 4.28 shows the comparison between the FPGA-based 
simulations with the benchmark ones for the phase-to-ground voltage observed at 
the phase “c” of Substation 1. Figure 4.29 illustrates the norm of the errors of the 
three-phase node voltages which is characterized by maximum 0.006 pu. 
 
Figure 4.28. Comparison between the FPGA-based simulations with respect to the EMTP-
RV ones: phase-to-ground voltage observed in correspondence of the phase c of substation 1, 
subsequent to a solid three-phase fault in the 30 km of the fourth transmission line (see 
Figure 4.27). 
 
Figure 4.29. Norm of the errors of the three-phase voltages observed at station 1. (reference 
values of Figure 4.28). 
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4.6 Conclusion 
The chapter presented an automated FPGA-based RTS for power electronics and 
power systems applications. The proposed real-time simulator was implemented in 
an industrial real-time embedded system (National Instruments CompactRio real-
time platforms) and has the following features: (i) it makes use of the MNA 
method, (ii) it integrates the FAMNM together with the optimal selection of the 
switch conductance parameter, (iii) it uses an efficient sparse matrix to vector 
multiplier which improves which improves the efficiency while significantly 
decreasing the FPGA hardware usage, (iv) it enables the possibility to accurately 
reproduce electromagnetic switching transients taking place in power electronic 
switching devices together with electromagnetic waves propagation in transmission 
lines, and (v) it enables to reach extremely low integration time steps  and provides 
an automated procedure to directly translate the schematic representation of the 
electrical circuits designed in EMTP-RV to the relevant FPGA solver. Such 
peculiarity enables the straightforward applicability of the proposed FPGA-based 
real-time simulator to various power electronics and power systems applications.  
Three validation examples were considered. They refer to (i) a two-level three-
phase inverter, (ii) a multi-terminal HVDC network, and (iii) three-phase AC 
network. The comparison of the obtained results with respect to offline benchmark 
ones and the HIL validation showed an excellent agreement together with high 
computation efficiency. 
The proposed FPGA RTS exhibits remarkable performance in terms of the achieved 
simulation time step and the accuracy of the simulation result. 
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Summary 
This chapter presents a fault location platform that merges the proposed EMTR-
based fault location method, presented in Chapter 2, and the developed FPGA-RTS 
presented in Chapter 4. The fast EMT simulation capability of the developed 
FPGA-RTS is exploited to perform the fault location process within short time 
periods. The proposed platform is then used to locate faults in two different power 
networks: an MTDC grid and an ADN. 
In order to deploy the proposed EMTR fault location method in an embedded 
system, first, the possibility of applying the process using a limited time reversal 
window is explored. In particular, this feature is critical for the case of MTDC 
networks where the fast protective relays disconnect the faulty line in a few 
milliseconds.  
By taking advantage of the possibility of applying EMTR fault location using a 
single observation point and a limited time reversal window, the developed fault 
location platform is presented. The performances of the developed platform are 
validated considering several configurations, varying different parameters like 
fault location, fault type, the presence of noise in the transient signals, 
measurement systems time delay, and fault impedance.  
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5.1 Introduction 
5.1.1 Fault Location Challenges in HVDC-MTDC Networks 
In modern power systems, complex topologies are often needed to interconnect the 
generation units and supply fast growing loads. In particular, these complex 
topologies enable massive integration of new types of generation units (i.e., 
renewable energy resources) available in remote locations (e.g., offshore wind 
farms). Traditional AC transmission systems are not the most suitable option to 
massively transfer the generated power for these distant generation units due to 
various technical and economical reasons [141]. The major challenges associated 
with long AC transmission lines are the static and dynamic stability margins, the 
large demand of reactive power compensation, and high power losses [142]. From a 
cost analysis point of view, it is shown that the breakeven point to use DC 
transmission systems instead of AC counterparts is 90 km [143]. Moreover, 
compared to AC, DC links provide fast control of active and reactive power and 
avoid the resonance between DC collection link and the AC network [143]. 
Therefore, it is preferable to use DC transmission systems to interconnect large-
scale distant wind farms.  
Another challenge concerning large-scale offshore wind farms is the uncertainty, 
unpredictability, and variability of the generated power due the nature of the wind. 
One of the solutions to overcome this challenge is the interconnection of remote 
wind farms and other types of energy resources (e.g., hydro and solar) by means of 
multi-terminal HVDC (MTDC) networks. MTDC networks provide balancing of the 
generated power in geographically spread generation units, taking advantage of 
different weather conditions over the wide geographical area of the generation 
units [141]. As an example, the generated wind power in Baltic Sea and North Sea 
can be balanced with the hydro pump-storage plants mainly located in Central 
Europe across the Alps (Southern Germany, Austria, Switzerland, Eastern France, 
and Northern Italy) and Norway [141], [143]. Furthermore, compared to point-to-
point HVDC links, MTDC networks provide higher reliability of the power transfer, 
flexible power flow control between the stations and the AC grid [144].  
The significant progress in the development of VSC will result in a more pervasive 
deployment of MTDC networks. Compared to line commutated converters (LCC), 
VSCs are the most appropriate converter topology for MTDC networks. The main 
reason is that they use a common DC voltage at each converter station which 
simplifies the implementation and control of the parallel connections [141]. 
Therefore, VSCs are considered as the preferred topology for the proposed MTDC 
networks such as European Super Grid [141] and North Sea wind farms connection 
[145].  
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Aside from the advantages provided by meshed MTDC networks, the protection 
and fault location problem represent the major challenge for the realization of 
these grids. Therefore, the fault location problem in HVDC-MTDC requires more 
sophisticated processes (e.g., [141], [146]).  Indeed, in the protection schemes of 
traditional point-to-point HVDC links, current-regulating reactors limit the short 
circuit currents and, additionally, the same protection scheme disconnects the 
system without the main selectivity requirements. However, for the case of MTDC 
networks, the rapid rise of the short-circuit current and the limited short-circuit 
current tolerance of the converters’ anti-parallel diodes, require the protection 
system to be characterized by ultra-short time of intervention in which it has to 
discriminate the faulted line and, then, take the necessary counteraction measures 
[147], [148]. The early proposed protection schemes were based on the 
disconnection of AC side breakers to extinguish the DC side fault (e.g., [149]). 
Therefore, the entire DC system was disconnected. However, this practice is not 
acceptable in HVDC-MTDC networks. Indeed, the protection system has to be able 
to identify the faulty line and trigger the correct breakers at both ends of the line 
in a selective manner within few milliseconds [150]. Therefore, it is important to 
equip the network with fast fault location systems and DC breakers. In this 
respect, a few selective protection methods have been proposed in the literature 
which are based on different techniques such as Wavelet Transform (WT) or 
differential protection (e.g., [147], [149], [150]. [151], [152]).  
As a consequence, MTDC protection systems need to be merged with fast fault 
location processes. This issue is particularly critical for the case of MTDC networks 
since the transmission lines are generally long and spread over seas which limit 
the accessibility of the maintenance team. Furthermore, since the lines in such 
networks are considered to transfer bulk power over long distances, the loss of a 
line might cause overloading and congestion in other lines.  Few fault location 
methods for the MTDC networks have been proposed in the literature (e.g., [149], 
[150], [153], [154]). However, the investigations are in the early stages and more 
studies are necessary to be carried out.  
As known, the majority of the proposed fault location methods for HVDC networks 
are based on travelling waves which provide accurate fault location estimates (e.g., 
[33], [155]). However, compared to point-to-point HVDC links, the application of 
travelling wave-based fault location methods for MTDC networks could be 
challenging due to the following reasons: 
? Due to multiple paths for the travelling waves in the MTDC networks, the 
fault location problem is more complicated compared to the case of two-
terminal HVDC lines  and can end up in multiple fault location 
identifications [27]; 
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? Methods using multiple-end measurements (i.e., measurements at multiple 
terminals) provide, in general, more accurate and reliable results. However, 
they require multiple observation stations with time-synchronization and 
fast communication links between them adding non-negligible complexity to 
the system; 
? Sophisticated processing techniques employed by the conventional 
travelling wave-based fault location methods (e.g., WT, short-time Fourier 
transformation, etc.) might require considerable computational effort that 
does not necessarily match the limited time constraints associated with 
MTDC networks [28]. 
5.1.2 Fault Location Challenges in ADNs 
In addition to the emergence of MTDC networks and the need for fast and reliable 
fault location systems, the restrictive requirements associated with the power 
quality and stability of the modern power systems require faster and more accurate 
fault location systems. In particular, typical fault location methods used nowadays, 
which are based on the estimation of the post-fault impedance might fail in the 
case of ADN. With the hypothesis of having a fully passive power system, such 
estimation could provide useful information to locate the fault when compared with 
the line impedance. However, the presence of other sources (e.g. associated with 
the increasing penetration of DGs can largely affect the accuracy of these 
procedures [59]. Therefore, travelling wave-based methods (which are not affected 
by the presence of DGs) are used for such networks. As stated in Chapter 2, in real 
applications, single-end fault location methods are preferred to avoid the need for 
complex communication links.  
5.1.3 The Proposed Approach 
To overcome the above-mentioned challenges for both cases of HVDC-MTDC 
networks and ADNs, in this chapter a novel fault location system is presented. The 
developed fault location platform combines the EMTR-based fault location method, 
presented in Chapter 2, with the FPGA-based RTS proposed in Chapter 3. The 
developed platform takes advantage of the fast EMT simulation capability of the 
proposed FPGA-RTS to perform the fault location process within very short 
computation time.  
First, we explore the possibility of applying the EMTR-based fault location method 
presented in Chapter 2 by considering the constraints associated with MTDC 
networks. In particular, the proposed EMTR-fault location method is applied by 
considering a limited time reversal window, which is determined by the protection 
system operation. Then, the integration of EMTR-based fault location method and 
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the developed FPGA-RTS is explained. The developed FPGA-EMTR fault location 
system is validated by considering two test networks: (i) an MTDC meshed 
network, and, (ii) a radial distribution system. For both networks, the performance 
of the developed system is assessed by considering a comprehensive set of 
simulation case studies.  
5.2 EMTR-Based Fault Location with Limited Time Reversal 
Window 
As it has been shown in Chapter 2, the EMTR-based fault location technique has 
been successfully applied for locating faults in inhomogeneous networks, radial 
distribution networks and series-compensated transmission lines. For these cases, 
it has been assumed that the fault location system operates after the protection 
relays maneuver and that the time delay of the protection system and the breakers 
opening time are large enough such that the recorded transient signals are 
relatively damped out. However, for the case of MTDC networks this assumption is 
not valid since, as discussed earlier, the protection system time scales are much 
lower than those of the AC grids [156]. The protection system has to act very fast to 
identify the faulty line and disconnect it. The fault identification and line 
disconnection time are mainly dependent on the protection system speed and the 
technology of the DC breakers, which are still under investigation. Considering the 
typical time scales for the operation of protection system and the current 
interruption time required by the DC breakers, the total time to disconnect the 
faulty line is around 10 ms [147], [156]. As a consequence, the observation points 
located at the converter sides are not able to record the full time window of the 
fault-originated travelling waves.  
After the opening of faulted line breakers, the system configuration and the 
boundary conditions associated with the travelling waves are changed. In this 
respect, it is worth noting that one of the main hypotheses in time reversal theory 
is that the system configuration should remain unchanged during the time-reversal 
process. In addition, the breakers opening introduces additional surges that 
propagate in the system with additional travelling waves superimposed to the 
fault-originated ones. Therefore, the proposed EMTR-based fault location 
technique has to be suitably modified in order to overcome this problem. One 
straightforward approach to solve this problem is to consider a time window of the 
recorded transient signals prior to the opening of the breakers, so that only the 
fault originated travelling waves are considered. Another challenge concerning 
MTDC networks is the existence of the multiple paths for the travelling waves and 
reflections from different boundaries. Therefore, it is important to explore the 
possibility of applying the time-reversal process for the media with multiple 
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reflective boundaries using limited time reversal window. This specific aspect is 
further discussed in the next section. 
5.2.1 Example of the Application of EMTR-Based Fault Location Method 
for MTDC Networks with Limited Time Reversal Window and Single 
Observation Point 
It has been shown that, when time reversal process is applied to a reflective 
medium, the boundaries of the medium can be considered as many virtual sources. 
For such boundary conditions, the information is confined in the system. Such 
peculiarity allows performing the process by using only one real source in the back-
propagation system [157], [158]. In fact, if the geometry of the medium shows 
ergodic and mixing properties, all information can be collected at only one 
observation point.  In other words, if the generated wave at a given point of the 
medium, after multiple reflections, passes every location of the medium, all the 
information about the source can be redirected toward a single observation point. 
Therefore, for systems where there are multiple reflective boundaries, like MTDC 
networks where the lines are terminated on power converter stations1, the process 
can be effectively applied by using only one observation point to record the 
transient signals and back-inject in the back-propagation model. 
Concerning the impact of the time reversal window on the time reversal process 
performance for refocusing applications, in [157] Fink et al. have shown that the 
duration of the back-injected signal (time reversal window length) impacts the 
amplitude of the reconstructed wave. More specifically, the amplitude of the 
reconstructed waveform increases linearly with the time reversal window duration 
(i.e., T? ). The amplitude of the noise is a function of the square root of the time-
reversal window (i.e., T? ). Thus, the peak-to-noise ratio of the reconstructed 
signal increases with the square root of the time-reversal window [157]. As a 
consequence, the time reversal window impacts the sharpness of the reconstructed 
injected pulse. However, it is shown that the peak-to-noise ratio saturates for large 
time reversal windows as multiple reflections cross over the observation point 
[157], [158]. For the case of acoustic cavities, the saturation time is reached after 
the Heisenberg time ( Heisenberg? ) which is the minimum time duration to resolve each 
of the eigenmodes in the cavity [159]. Practically speaking, it is the time required 
                                                     
 
1 As discussed in chapter 4, terminals of an HVDC grid where power converters are located are 
characterized by high values of input impedance for relatively high frequencies characterizing fault 
transients (e.g., [138]) 
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by all the rays radiated by a point source to reach the vicinity of any point in the 
cavity within a wavelength [159]. 
One of the important conclusions is that, in a closed reflecting medium, it is still 
possible to reconstruct the source by using a limited time reversal window [157], 
[158], [159]. The duration of the time reversal window is determined by the 
required refocusing quality. Larger time window contains multiple reflections 
along the medium boundaries, which improve the time reversal performance.   
We take advantage of these two important peculiarities of the time reversal process 
to apply the proposed EMTR-based fault location method for the case of MTDC 
networks with multiple reflective boundaries and limited time reversal window. 
Therefore, the recorded fault-originated transient signals at a given observation 
point are truncated at a time corresponding to the faulty line disconnection time. 
Then, the windowed transient signals are used to perform the fault location 
process.  
To assess the performance of the proposed EMTR-based fault location method with 
limited time reversal window for the specific case of the MTDC networks, a grid 
composed of five transmission lines is considered. This topology has been defined 
within the European project TWENTIES1. The lines are terminated in five 
converter stations and each line is divided into two segments allowing the 
possibility of applying a fault in an arbitrary location along the line. The schematic 
representation of the network is shown in Figure 5.1. A pole-to-pole (p2p) fault is 
considered at 20 km of the second line (the total line length is 40 km). As discussed 
earlier, for the case of MTDC networks, the time constraints for the protection 
systems is very extreme. Since the fault location procedure is performed after the 
fault clearance, we assume that the fault location system has the knowledge of the 
faulty line. Therefore, we narrow down the Guessed Fault Locations (GFL) 
investigation zone only to the faulty line. 
By following the procedure presented in Chapter 2, and by considering only 10 ms 
of the fault originated transient signals recorded at the observation point located at 
the 5th converter station, the fault current energies are calculated for different 
GFLs along the faulty line. Figure 5.2 shows the fault current energies as a 
function of GFL for different time reversal window. Each curve is normalized to its 
own maximum value. It is observed that the increase in the time reversal window 
duration results in a narrower peak around the localized fault point, and provides 
better accuracy.  
                                                     
 
1 http://www.twenties-project.eu/node/1 
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Figure 5.1. Schematic representation of the MTDC network under study. 
 
Figure 5.2.  Impact of time reversal window length on the accuracy of the proposed EMTR-
based fault location method (the real fault location is in line 2 at 20 km). 
However, as can be seen by the presented results, window durations compatible 
with MTDC protection constraints are still adequate to perform the fault location 
functionality.  
We have introduced this example since the possibility to locate faults with short 
time windows supplying the EMTR fault location is a fundamental property to 
deploy this fault location process into embedded hardware. The next section 
discusses such deployment. 
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5.3 Integration of the EMTR with the Developed FPGA-RTS 
The aim for the integration of EMTR with the FPGA-RTS is to develop a fault 
location platform which is able to (i) receive transient signals recorded at a given 
observation point of a power network, (ii) apply time reversal to the recorded 
signals, (iii) identify the fault location by applying the EMTR-based fault location 
procedure through the multiple simulations corresponding to multiple GFL in the 
network. In what follows the structure of the developed fault location platform is 
explained.  
As described in Chapter 2, the proposed EMTR-based fault location method uses 
the fault originated transient signals recorded in the given observation point of the 
network under study. So, the first step is to import the recorded transient signals 
into the fault location system. 
In the developed platform, there are three possibilities to import these signals:  
1. The platform can be directly coupled with the network and the signals are 
imported directly by using voltage/current measurements coupled with 
FPGA Analog Input (AI) modules. In this case, suitable transient event 
detection systems are needed to trigger the recording (e.g., [116]). 
2. The signals can be imported from the spreadsheet (or text) files generated 
by the fault recorder or EMTP-RV simulation environment. 
3. There is also a possibility to simulate the fault scenario inside the platform 
using the developed FPGA-RTS and use the simulated signals to perform 
the fault location process. This option is mainly used to assess the 
performance of the platform for various fault cases by using an automated 
procedure, which allows performing numerous accelerated fault scenarios. 
In this case, for each fault case study, the fault-originated transient signals 
are recorded at the observation point and saved in a separate spreadsheet 
file, inside the platform storage.  
The imported signals are processed such that only the time window which 
corresponds to the fault-originated travelling waves before the opening of the line 
breakers are considered: 
 ( ),   [ , ]i f f ds t t t t T? ?   (4.21) 
where ( )is t  is the processed recorded signal, ft  is the fault time, and dT  is , at 
maximum, the total time required by the protection system and breakers to 
disconnect the line. Then, these signals are time reversed and shifted in time such 
that the time reversed signals start from zero.  
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 ˆ ˆ( ),  [0, ]i ds t t T?   (4.22) 
 ? ?ˆ d ft T t t? ? ?   (4.23) 
where ˆ( )is t  is the time reversed and shifted in time signal resulted from ( )is t . The 
time reversed signals are saved in the memory blocks in order to be transferred to 
the FPGA solver. 
The network data are transferred to the platform to generate the information 
required by the FPGA-RTS. These data are used to build the EMT model of the 
considered network being simulated in FPGA. Furthermore, the information from 
protective relays such as fault type, and the faulty line are also received and used 
in the fault location process. Before starting the process, a few parameters have to 
be defined. Among them, the information regarding GFLs (based on the required 
fault location accuracy) has to be determined.  
Furthermore, based on the network parameters and fault data, for each GFL the 
information required by the FPGA-RTS are re-calculated using network processing 
unit. In order to have a possibility of applying a fault at an arbitrary location along 
a line, each line is segmented into two sections. As an example, Figure 5.3 shows a 
faulty transmission line in a network where the EMTR process is applied.  
In this figure, iiL  and 2iL are the lengths of the two sections of the line and 'fx  is the 
location of the GFL. By moving the position of GFL along the line, the lines length, 
and as a consequence, the line parameters are changed.  
 
 
Figure 5.3. A faulty line in a network in which EMTR-fault location is applied. 
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For each GFL (i.e., 'fx ), the lines lengths are recalculated. As a consequence, the 
coefficients for the RHS computations of the transmission lines ( , '1 ( )
i
fK x
? , , '2 ( )
i
fK x
? , 
, '
3 ( )
i
fK x
? , , '4 ( )
i
fK x
? ), the linear interpolation coefficients ( , '0 ( )
i
fx
?? , , '1 ( )i fx?? ), and the 
circular buffers sizes ( , '( )i fp x
? ) are updated. Moreover, the corresponding ANAM is 
calculated and inversed for the considered GFL (See chapter 4 for more details 
about the coefficients and the ANAM).  
These information are transferred to the FPGA-RTS which simulates the back-
propagation model of the network for the specified GFL. The network EMT model 
is simulated in FPGA-RTS by back-injecting the time-reversed signals from the 
considered observation point. Each back-propagation simulation corresponds to the 
simulation of the fault current ( ' ( )
f
p
x
i j ) at a GFL resulted from the injection of the 
time-reversed signals from a given observation point. It is worth noting that, to 
calculate the fault current, the contribution of each conductor of the line which are 
involved in the considered fault type is calculated.  
For each simulation, the fault current is simulated and the energy of the fault 
current signal is calculated as: 
 '
2
'
1 1
( ) ( ) ,   
f
M N
p
f dx
p j
x i j T N t
? ?
? ?? ? ? ?? ???   (4.24) 
where N is the number of samples and ?t the sampling time, and p indicates the 
number of conductors in the line which are involved in the fault. The calculated 
energy is transferred back to the network processing to perform more assessments. 
This procedure is done for all the considered GFL and the computed fault current 
energies are used to identify the exact fault location.  
It is worth mentioning that the desired fault location accuracy is determined by the 
user and the simulations are performed based on the corresponding number of 
GFLs. The calculated fault current energies associated with the considered GFLs 
are also saved as a spreadsheet file, allowing the possibility of post-processing 
them. The structure of the developed fault location platform is shown in Figure 5.4.   
As stated before, the developed platform is also capable to simulate numerous fault 
cases to assess the performance of the platform. In this respect, it is possible, using 
an automated procedure, to apply different fault types, at different locations of the 
transmission lines in the network. The user can specify the number of real fault 
scenarios and required fault location accuracy, which determines the number of 
back-propagation simulations.  
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Figure 5.4. Structure of the developed fault location platform. 
For each fault case study, the generated transient signals and the fault location 
results are stored by their corresponding name, which can be accessed for further 
post-processing.  
5.4 Application of the Developed Fault Location Platform for a 
Meshed MTDC Network 
The first considered application for the developed fault location platform refers to 
an MTDC network shown in Figure 5.1.  
By following the approach presented in Chapter 4, the FPGA-RTS for this network 
is assessed and validated by comparing its results with EMTP-RV generated 
simulations. Then, considering the proposed structure presented in Section 5.3, the 
fault location platform for this network is developed. 
The developed fault location system enables the simulation of back-propagation 
model for different fault types (i.e., p2p, p2g), at an arbitrary position along a 
considered line. Furthermore, the time reversed transient signals can be back-
injected from one of the five observation points located at the five converter 
stations.  
As stated earlier, the fault-originated transient signals recorded at the observation 
point can be imported from real signals recorded by the fault recorder, fault 
transients simulated in EMTP-RV simulation environment, or simulated inside by 
FPGA-RTS. Then, the imported signals are processed and time reversed based on 
equation (4.22) by considering the fault occurrence time and the total time required 
by the protection system and the breakers to disconnect the faulty line. In this 
application example, we use 10 ms for the time reversal window, which is the 
typical value of the line disconnection time used in the literature (e.g., [147], [156]).  
FPGA RTS
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As an example, let consider a p2p fault at 10 km of Line 1. The fault occurs at 10 
ms and the line breakers disconnect the line at 20 ms. Figure 5.5 shows the 
recorded voltage for the positive node in station 5. In this figure, the red lines show 
the fault occurrence (10 ms) and the breakers disconnection time (20 ms). As stated 
before, in order to consider only the fault originated travelling waves, the time 
reversal window is considered from the fault occurrence to the breakers opening. 
Therefore, only this part of the recorded voltage (which is shown in the expanded 
view - green waveform) in considered for the EMTR fault location process. Then, 
this signal is shifted in time by ft  and time reversed (see equation  (4.22)). The 
time-reversed signal is shown in Figure 5.6. The same process is applied for the 
recorded signal of the negative pole. Then, the time-reversed signals are saved into 
DMA-FIFO memories and transferred to the FPGA.  
 
Figure 5.5. Recorded transient signals in station 5 for positive pole. The green waveform 
corresponds to the part of signal from the fault occurrence to the breakers openings.  
 
Figure 5.6. Time-reversed voltage signal recorded at station 5 for positive pole. (The 
reference signal is the one shown Figure 5.5). 
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5.4.1 Performance Assessment With Respect to the Fault Location and 
Fault Type 
To assess the performance of the developed fault location platform, a series of fault 
cases are considered. Two different fault types (i.e., p2p, and p2g) are considered 
and the location of the fault is changed by the length step of 1 km. Therefore, the 
total fault cases for each fault type and for each line are:  Nf @L1=29, Nf @L2=39, Nf 
@L3=79, Nf @L4=24, Nf @L5=14. 
For each real fault case, the fault is simulated in the FPGA-RTS and the fault-
originated transient signals are recorded at the observation points located at all 
converter stations, processed and time reversed according to the procedure 
explained before.  
In this application example, since the fault location process starts after the 
protection systems operation, in order to accelerate the fault location process, it is 
assumed that the faulty line is determined beforehand. Therefore, the GFLs are 
only considered along the faulty line. For each GFL along the faulty line, the back-
propagation model is simulated in FPGA-RTS by considering an observation point 
which back-injects the time-reversed signals, and the associated fault current at 
the considered GFL is simulated. Then, the location of GFL is moved by the 
considered step ( fx? ), which determines the fault location accuracy and the process 
is repeated for all GFLs. In this example, we have considered 1fx km? ? . The 
energy of the fault current signal simulated for a given GFL is calculated and used 
as a measure to identify the correct fault point. As an example, Figure 5.7 shows 
the calculated fault current energies as a function of GFLs along the faulty line and 
for different observation points. For each observation point, the calculated energies 
are normalized by its maximum. The real fault is p2p at 20 km of Line 3. As it can 
be observed, the fault location platform is able to identify the correct fault location 
by using any of the observation points.   
The same process is performed for all the considered real faults, which are moved 
along all lines with a location step of 1 km. The back-propagation simulations are 
performed by using the back-injection of the time-reversed signals from the 
observation point 5. Table 5.1 shows the performance of the developed system for 
the considered fault cases. As it can observed, the system is able to identify the 
correct fault location for the p2p faults at all the lines. For the case of p2g faults 
there are a limited number of mislocations in line 3 and line 4. In order to compute 
a correct measure to indicate the errors associated with these mislocation cases, we 
need to consider the limited number of real fault cases in each line and the fault 
location accuracy step (∆x). The fault location error is an integer multiple of ∆x. 
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Therefore, the average location error (ALE) is computed as 
following:Equation Chapter (Next) Section 1 
 1 ,k 2,3...
failureN
i
i
i
failure
k x
ALE
N
?
?
? ?
?
  (5.1) 
where ik x? is the error between the real fault location and the identified one for the 
case failure. We exclude the misestimated fault location that are within one step of 
the fault location accuracy (1∆x) since for these cases it falls within the uncertainty 
region of the fault location process.  It is worth mentioning that, for all the 
misestimated fault location cases, the maximum fault location error is 3∆x. 
 
 
Figure 5.7.  Example of FCSE as a function of guessed fault location along the line 3 for 
different observation point back-injections. The fault is p2p at 20 km. 
 
Table 5.1. Performance assessment of the developed fault location platform by considering 
different fault types at different locations along the lines. 
Faulty line Line length Fault type Nr. of faults Nr. of mislocations Ave. error/∆x 
1 30 p2p 29 0 0 p2g 29 0 0 
2 40 p2p 39 0 0 p2g 39 0 0 
3 80 p2p 79 0 0 p2g 79 4 2 
4 25 p2p 24 0 0 p2g 24 2 2.5 
5 15 p2p 14 0 0 p2g 14 0 0 
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It is worth mentioning that for the considered network, the average time to 
simulate a fault simulation for a given GFL is 60 ms. This includes the following 
computation stages: (i) re-assessment of the network and transmission lines 
parameters associated with each GFL, (ii) recalculation of the ANAM and 
computation of the matrix inverse, (iii) transfer the network information as well as 
the time-reversed transient signals to the FPGA solver, (iv) call the FPGA 
simulator to start simulation of the back-propagation model, and (iv) and the time 
required by the FPGA simulator to finished the back-propagation simulation and 
generated the FCSE (fault current signal energy) corresponding to the GFL.  
5.4.2 Performance Assessment with Respect to Noise  
In order to assess the performance of the system in the presence of the noise, we 
run the same simulations by adding noise to the time-reversed signals with 
different Signal to Noise Ratio (SNR): (i) 40 dB, and (ii) 20 dB. Figure 5.8 shows 
the fault originated transient signal recorded at the station 5 for the positive pole 
(a) without and (b) with 20 dB noise. The fault is at 10 km of line 2. Table 5.2 and 
Table 5.3 show respectively, the performance of the developed system with 
presence of 40 dB and 20 dB SNR levels of the noise added to the time reversed 
transient signals. As it is observed, the presence of noise does not have an impact 
on the performance of the developed fault location system and the EMTR-based 
fault location method is able to identify the correct fault location even in the 
presence of extremely high measurement noise.  
 
 
Figure 5.8. (a) The time-reversed voltage signal recorded at station 5 for positive pole; (b) 
the same signal by adding 20 dB noise. 
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Table 5.2. Performance assessment of the developed fault location platform by considering 
different fault types at different locations along the lines. The time-reversed signals are 
contaminated with 40 dB SNR noise. 
Faulty line Line length Fault type Nr. of faults Nr. of mislocations Ave. error/∆x 
1 30 p2p 29 0 0 p2g 29 0 0 
2 40 p2p 39 0 0 p2g 39 0 0 
3 80 p2p 79 0 0 p2g 79 4 2 
4 25 p2p 24 0 0 p2g 24 2 2.5 
5 15 p2p 14 0 0 p2g 14 0 0 
 
Table 5.3. Performance assessment of the developed fault location platform by considering 
different fault types at different locations along the lines. The time-reversed signals are 
contaminated with 20 dB SNR noise. 
Faulty line Line length Fault type Nr. of faults Nr. of mislocations Ave. error/∆x 
1 30 p2p 29 0 0 p2g 29 0 0 
2 40 p2p 39 0 0 p2g 39 0 0 
3 80 p2p 79 0 0 p2g 79 4 2 
4 25 p2p 24 0 0 p2g 24 3 2.33 
5 15 p2p 14 0 0 p2g 14 0 0 
5.4.3 Performance Assessment of Time-Shifted Time Reversed Windows 
Furthermore, the performance of the developed fault location system is analyzed 
when there is a time delay for the recorded fault-originated transient signal. As 
known, the first part of the post-fault transient has the highest frequency 
components since they are damped more rapidly with respect to lowest frequency 
components. Therefore, it is probable that the measurement systems would not be 
able to capture this part of the signal. Therefore, the signal recording starts with 
some time delay. By making reference to equation (4.21), the recorded signal is: 
 
 ( ),   [ , ]i f delay f d delays t t t t t T t? ? ? ?   (5.2) 
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 where delayt  is the time delay for the signal recording. By applying the time 
reversal operator and by shifting the signal, we obtain: 
 ˆ ˆ( ),  [0, ]i d delays t t T t? ?   (5.3) 
 ? ?ˆ d f delayt T t t t? ? ? ?   (5.4). 
 
Table 5.4 and Table 5.5 show the performance of the fault location system by 
considering 1 delayt ms?  and 2 delayt ms? , respectively. It is observed that, shifting 
the recorded transient signals does not impact significantly the performance of the 
system.  
Table 5.4. Performance assessment of the developed fault location platform by considering 
different fault types at different locations along the lines. The measurement systems time 
delay to start recording the signals is 1 ms.   
Faulty line Line length Fault type Nr. of faults Nr. of mislocations Ave. error/∆x 
1 30 p2p 29 0 0 p2g 29 0 0 
2 40 p2p 39 0 0 p2g 39 0 0 
3 80 p2p 79 0 0 p2g 79 4 2 
4 25 p2p 24 0 0 p2g 24 2 2.5 
5 15 p2p 14 0 0 p2g 14 0 0 
 
Table 5.5. Performance assessment of the developed fault location platform by considering 
different fault types at different locations along the lines. The measurement systems time 
delay to start recording the signals is 2 ms.   
Faulty line Line length Fault type Nr. of faults Nr. of mislocations Ave. error/∆x 
1 30 p2p 29 0 0 p2g 29 0 0 
2 40 p2p 39 0 0 p2g 39 0 0 
3 80 p2p 79 0 0 p2g 79 4 2 
4 25 p2p 24 0 0 p2g 24 4 2.5 
5 15 p2p 14 0 0 p2g 14 0 0 
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5.4.4 Performance Assessment with Respect to Fault Impedance 
As shown in Chapter 2, the proposed EMTR-based fault location method is robust 
against the fault impedance and in particular, for the case of high impedance 
faults. Nevertheless, in order to show the performance of the developed fault 
location system against high impedance faults, three cases are demonstrated. The 
first fault case is a p2p fault at 60 km of line 3 (line length is 80 km) and the fault 
impedance is 100 Ω. The fault location can be clearly identified by observing the 
fault current energy shown in Figure 5.9.  
The second case is a p2g fault at 18 km of line 2 (the line length is 40 km) and the 
fault impedance is 50 Ω. Figure 5.10 shows the FCSE as a function of GFL along 
the line2. The energy is maximized in correspondence of 18 km, which is the real 
fault location. The third example is a p2p fault at 9km of line 1 and the fault 
impedance is 50 Ω. As demonstrated in Figure 5.11, the FCSE is maximum at 9 km 
compared to the other GFLs.  
 
Figure 5.9. FCSE as a function of GFL for a p2p fault at 60km of line 3. The fault 
impedance is 100 Ω. 
 
Figure 5.10. FCSE as a function of GFL for a p2g fault at 18 km of line 2. The fault 
impedance is 50 Ω. 
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Figure 5.11. FCSE as a function of GFL for a p2p fault at 9km of line 1. The fault 
impedance is 50 Ω. 
5.5 Application of the Developed Fault Location Platform for a 
Radial ADN 
As stated in the introduction, fault location is also a challenging problem for the 
case of ADNs where there are DGs connected to the feeders along the lines. 
Travelling wave-based fault location methods are the most suitable ones for these 
type of networks but, in general, they need multiple-end measurements in order to 
provide accurate fault location. 
In order to assess the performance of the developed fault location platform for this 
application, the network shown in Figure 5.12 is considered. The network is 
composed of 5 transmission lines where each line is divided into two segments to 
provide the possibility of moving the fault location along its length. The fault 
location system is considered to be installed at the substation where the fault 
originated travelling waves are recorded. Thus, the fault location process is 
performed by using a single-end measurement.  
 
Figure 5.12. Radial distribution network composed of 5 transmission lines.  
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By following the procedure described earlier, the fault location system is adapted 
for this network. Moreover, three category of fault types are considered (i.e., three-
phase, phase-to-phase, and phase-to-ground) and, for a given fault, the GFLs are 
considered along all the lines without the need for the knowledge of the faulty line. 
Furthermore, a longer time reversal window (120 ms) is considered in order to be 
compatible with the operation time of the protection systems typically used in 
distribution networks.  
For this application, since the fault-originated travelling waves are superimposed 
with the power system main frequency (50 Hz), first the high-frequency travelling 
waves transients are extracted from the recorded signals. To this end, the signal 
characteristics (amplitude, and phase) associated with the 50 Hz component are 
extracted and a sinusoidal signal based on these characteristics are generated. The 
process to extract this steady-state frequency component is described in [160]. 
Then, the high-frequency transients are extracted subtracting the original signal 
from its corresponding 50Hz.  Figure 5.13 shows: (a) the recorded voltage of phase 
c, (b) the corresponding 50Hz tone, (c) the extracted high frequency transients for 
an a-b-g fault at 5km of Line1.  
As an example, Figure 5.14 and Figure 5.15 show the FCSE as a function of GFLs 
along all the lines for the case of a-b-g fault at 5 km of Line 1 and a-g fault at 15 
km of line 4, respectively. The FCSEs of different lines are normalized by the 
maximum energy value of the faulty line. As it can be observed, in both cases the 
real fault location is identified precisely. Furthermore, it is also able to identify the 
faulty line by performing the process only from a single-end measurement located 
at the substation. Therefore, it can also be used as a reliable backup protection 
system since it does not need multi-end measurement points and communication 
links. 
 
Figure 5.13. (a) Observed post-fault voltage waveform for phase c for a a-b-g fault at 5km of 
Line1, (b) corresponding 50 Hz component, (c) extracted high frequency transients. 
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Figure 5.14. FCSE as a function of GFLs along all the lines. The real fault is at 5km of the 
Line1 and the fault type is a-b-g. 
 
Figure 5.15. FCSE as a function of GFLs along all the lines. The real fault is at 15km of the 
Line4 and the fault type is a-g. 
5.5.1 Performance Assessment with Respect to the Fault Location and 
Fault Type 
In order to provide a comprehensive performance assessment of the developed 
system for this application, similar to the case MTDC network, a series of fault 
cases are considered in order to assess the accuracy of the identified fault location. 
For each line, the real fault location is moved with a location step of 1 km and for 
each real fault location, seven different fault types are considered. For each case, 
the fault-originated transient signals are recorded at the substation (see 
Figure 5.12), processed and time reversed.  For each considered fault location and 
type, a number of GFLs are considered along the lines and, by using the back-
propagation model of the network being simulated in FPGA-RTS, for each GFL, the 
time-reversed signals are back-injected into the simulated network. Then, the 
FCSE is calculated and transferred to the network processor to identify the fault 
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point. Table 5.6 illustrates the performance of the developed system applied for the 
considered radial distribution network. The following comments can be derived: 
1. The fault location system is able not only to assess the correct fault location 
but, also, is capable to identify the faulty line. This feature is of particular 
importance since it is performed by using a single-end measurement at the 
substation.   
2. Among 866 simulated real fault cases, including different fault types at all 
the lines, only in 10 cases (1.15%), the system failed to correctly estimate 
the fault location. 
3. Concerning the computation time, the average time to simulate a fault 
simulation for a given GFL is 410 ms. Compared to the MTDC case, this 
computation time is larger due to the use of longer time reversal window 
(120 ms). This execution time includes the times needed for: (i) recalculate 
the network and transmission lines parameters associated with each GFL, 
(ii) recalculate the ANAM and compute the matrix inverse, (iii) transfer the 
network information as well as the time-reversed transient signals to the 
FPGA solver, (iv) call the FPGA simulator to start simulation of the back-
propagation model, and (iv) and the time required by the FPGA simulator to 
finished the back-propagation simulation and generated the FCSE 
corresponding to the GFL.  
Table 5.6. Performance assessment of the developed fault location platform for the case of 
ADN by considering different fault types at different locations along the lines.  
Faulty line Line length Fault type Nr. of faults Nr. of mislocations 
1 15 
3ph 14 0 
ph-ph 3*14=52 0 
ph-g 3*14=52 0 
2 55 
3ph 54 2 
ph-ph 3*54=162 6 
ph-g 3*54=162 2 
3 15 
3ph 14 0 
ph-ph 3*14=52 0 
ph-g 3*14=52 0 
4 30 
3ph 29 0 
ph-ph 3*29=87 0 
ph-g 3*29=87 0 
5 8 
3ph 7 0 
ph-ph 3*7=21 0 
ph-g 3*7=21 0 
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5.5.2 Performance Assessment with Respect to Noise 
In order to assess the performances of the system in the presence of noise, the same 
simulations are performed again by adding noise to the time-reversed signals with 
different SNRs: (i) 40 dB, (ii) 20 dB. Table 5.7 and Table 5.8 show respectively, the 
performance of the developed system with presence of 40 dB and 20 dB SNR levels.  
Table 5.7. Performance assessment of the developed fault location platform for the case of 
ADN by considering different fault types at different locations along the lines. The recorded 
transient signals are contaminated with 40 dB noise. 
Faulty line Line length Fault type Nr. of faults Nr. of mislocations 
1 15 
3ph 14 0 
ph-ph 3*14=52 0 
ph-g 3*14=52 0 
2 55 
3ph 54 2 
ph-ph 3*54=162 6 
ph-g 3*54=162 2 
3 15 
3ph 14 0 
ph-ph 3*14=52 0 
ph-g 3*14=52 0 
4 30 
3ph 29 0 
ph-ph 3*29=87 0 
ph-g 3*29=87 0 
5 8 
3ph 7 0 
ph-ph 3*7=21 0 
ph-g 3*7=21 0 
Table 5.8. Performance assessment of the developed fault location platform for the case of 
ADN by considering different fault types at different locations along the lines. The recorded 
transient signals are contaminated with 20 dB noise. 
Faulty line Line length Fault type Nr. of faults Nr. of mislocations 
1 15 
3ph 14 0 
ph-ph 3*14=52 0 
ph-g 3*14=52 0 
2 55 
3ph 54 2 
ph-ph 3*54=162 7 
ph-g 3*54=162 3 
3 15 
3ph 14 0 
ph-ph 3*14=52 0 
ph-g 3*14=52 0 
4 30 
3ph 29 0 
ph-ph 3*29=87 0 
ph-g 3*29=87 0 
5 8 
3ph 7 0 
ph-ph 3*7=21 0 
ph-g 3*7=21 1 
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As it can be observed, the presence of noise does not have a significant impact on 
the performance of the developed fault location system and the method is robust 
against the high level of noise contamination in the transient signals.   
5.5.3 Performance Assessment of Time-Shifted Time Reversed Windows 
Similar to the case of MTDC network, the performance of the developed system is 
analyzed by considering a time delay for the measurement system to record the 
fault originated transient signals. To this end, two scenarios are considered by 
assuming 1ms and 2ms time delay for the recorded signals. As it can be inferred by 
observing Table 5.9 and Table 5.10, the measurement system time delay slightly 
impacts the performances of the fault location platform. The number of 
misestimated fault location increases mostly for the faults nearby the observation 
point. For these cases, the durations of the fault-originated transient signals are 
extremely short and large time delay may result in loosing the whole post-fault 
transient. 
 
Table 5.9. Performance assessment of the developed fault location platform for the case of 
ADN by considering different fault types at different locations along the lines. The 
measurement systems time delay to start recording the signals is 1 ms.   
Faulty line Line length Fault type Nr. of faults Nr. of mislocations 
1 15 
3ph 14 0 
ph-ph 3*14=52 2 
ph-g 3*14=52 1 
2 55 
3ph 54 3 
ph-ph 3*54=162 6 
ph-g 3*54=162 3 
3 15 
3ph 14 0 
ph-ph 3*14=52 0 
ph-g 3*14=52 1 
4 30 
3ph 29 0 
ph-ph 3*29=87 0 
ph-g 3*29=87 1 
5 8 
3ph 7 0 
ph-ph 3*7=21 0 
ph-g 3*7=21 0 
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Table 5.10. Performance assessment of the developed fault location platform for the case of 
ADN by considering different fault types at different locations along the lines. The 
measurement systems time delay to start recording the signals is 2 ms.   
Faulty line Line length Fault type Nr. of faults Nr. of mislocations 
1 15 
3ph 14 1 
ph-ph 3*14=52 3 
ph-g 3*14=52 3 
2 55 
3ph 54 0 
ph-ph 3*54=162 6 
ph-g 3*54=162 5 
3 15 
3ph 14 0 
ph-ph 3*14=52 0 
ph-g 3*14=52 0 
4 30 
3ph 29 0 
ph-ph 3*29=87 2 
ph-g 3*29=87 2 
5 8 
3ph 7 0 
ph-ph 3*7=21 0 
ph-g 3*7=21 2 
5.5.4 Performance Assessment with Respect to Fault Impedance 
The performances of the system is also assessed for the case of high impedance 
faults. As an example, Figure 5.16 and Figure 5.17 show the FCSE for a 3ph and 
ph-ph faults at correspondence of 25km of line 2 and 10 km of line 1, respectively. 
The fault impedance is 100 Ω. For both illustrated cases, the real fault location can 
be identified by observing the FCSE curve.  
 
 
Figure 5.16. FCSE as a function of GFL for a 3ph fault at 25km of line 2. The fault 
impedance is 100 Ω. 
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Figure 5.17. FCSE as a function of GFL for a ph-ph fault at 10km of line 1. The fault 
impedance is 100 Ω. 
5.6 Conclusion 
This chapter presented the developed fault location platform applied to power 
networks. The platform is developed by integrating the EMTR-based fault location 
method presented in Chapter 2 and the FPGA-RTS presented in Chapter 4. The 
developed platform takes advantage of the fast EMT simulation capability of the 
proposed FPGA-RTS to perform the fault location process within short computation 
time. The developed fault location system is validated by making reference to two 
applications: (i) an MTDC-HVDC network and (ii) an ADN. 
For the case of MTDC network, first the possibility of applying EMTR-based fault 
location method with limited time reversal window is explored. This analysis is 
essential for these networks since the protection systems are required to act in 
much lower time scales compared to conventional systems for AC grids. Therefore, 
it is difficult to observe the full window of the fault-originated transient signals up 
to their damping. By taking advantage of specific peculiarities of the time reversal 
theory for closed reflecting media, it has been shown that it is possible to apply the 
fault location method by considering a limited time reversal window. The 
performance of the developed platform were analyzed by examining a series of 
different fault cases with different fault types and locations along the network and 
the estimated fault location accuracy was assessed with respect to the fault type, 
presence of the noise, measurement systems delay, and fault impedance. It was 
shown that the developed system is able to identify the correct fault location and 
exhibit excellent robustness against uncertainties such as noise, measurement 
delays and fault impedance. 
The developed platform was also applied for the case of an ADN where the process 
is performed by using a single-end measurement system located at the primary 
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substation. Similarly to the case of an MTDC network, the performance of the 
platform was assessed by considering various fault cases with different fault types 
at different locations along the line. It was shown that estimated fault locations 
match with the real ones and the fault location accuracy was not affected by the 
type of the fault, the presence of the noise, measurement systems delay, and fault 
impedance.
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6.1 Summary and Conclusions 
The problem of fault location in power networks has been seriously reconsidered 
with the development of active distribution and MTDC-HVDC networks.  
This thesis proposes a new concept for the fault location in AC/DC systems and its 
deployment in chip-scale real-time simulation hardware realized by FPGAs. The 
development of the proposed fault location platform is done in two steps. First, an 
original fault location method based on the Electromagnetic Time Reversal (EMTR) 
theory is proposed. The proposed method is validated for the case of various power 
networks topologies and a comprehensive assessment of its performances is also 
carried out. Then, a new automated FPGA-based RTS is proposed. The developed 
FPGA-RTS is able to simulate EMT phenomena taking place in power converters 
and travelling wave propagation in power grids within very small simulation time 
steps. In what follows, a summary of the studies that have been accomplished to 
develop the proposed fault location platform is presented. 
6.1.1 Fault Location in Power Networks Based on EMTR Theory 
Chapter 2 of the thesis presented the principles and the validation of a novel fault 
location method for power networks. First, the chapter summarized the Time 
Reversal (TR) focusing process by explaining the time reversal cavity and time 
reversal mirror concepts. Next, the application of the TR theory to Maxwell’s 
equations in general, and to telegraphers’ equations in particular, was illustrated. 
By taking advantage of the time reversal invariance of the telegraphers’ equations, 
an original and efficient fault location method for power networks was presented. 
  6 6 Conclusions 
Equation Chapter (Next) Section 1 
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Using transmission line equations in the frequency domain, analytical expressions 
were derived in order to infer the location of the fault. A time-domain 
implementation of the EMTR-based fault location technique was also proposed.  
As the telegraphers’ equations are invariant under a time-reversal transformation 
only for lossless lines, the impact of the losses on the performance of the proposed 
fault location method was also discussed. Three different models of back-
propagation to address the issue of losses were considered: (i) inverted-loss, (ii) 
lossless, and (iii) lossy models. It has been shown through a numerical example 
related to a single-wire line above a conducting ground that, as expected, an 
inverted-loss model for the back-propagation results in a perfect estimation of the 
fault location.  However, it is shown that, a back-propagation model in which the 
losses are included results also in a perfect estimation of the fault location, even 
though in this case the telegrapher’s equations are not strictly time-reversal 
invariant. 
The proposed method was validated by means of reduced scale experiments 
considering two topologies. In both cases, the proposed EMTR-based approach was 
able to correctly identify the location. Furthermore, several validation examples 
were performed by making reference to different types of power networks including 
(i) inhomogeneous network composed of mixed overhead- coaxial cable lines, (ii) 
radial distribution network, (iii) series-compensated transmission line. The 
resulting fault location accuracy and robustness against uncertainties (e.g., fault 
impedance, fault type, network topology) was tested and, in this respect, the 
proposed method appears to be very promising for real applications. 
The main advantages of the proposed method, compared to the existing ones, are 
as following: 
? The method is straightforwardly applicable to inhomogeneous media that, 
in our case, are represented by mixed overhead and coaxial cable lines. 
? It is based on single-end measurement and requires the measurement of the 
fault-originated voltage/current transient signals only at one observation 
point in the network. Therefore, it does not need complex communication 
links and synchronization between multiple observation points. 
? Its performances are not influenced by the topology of the system, fault type 
and impedance, presence of series compensation, and presence of 
measurement noise. 
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6.1.2 Efficient EMT Simulations Based on FAMNM 
One of the common simulation approaches adopted by the existing FPGA-RTSs is 
the ADC model to represent the switches. This particular model allows the 
definition of a fixed nodal admittance matrix irrespective of the switch states, and 
acceleration of the simulation process by avoiding the matrix manipulations 
associated with each switch states. Therefore, the nodal admittance matrix is 
defined a-priori, inversed and used by the FPGA solver. Nevertheless, from the 
accuracy point of view, such simulation technique introduces artificial transients 
and errors in the simulation results. In Chapter 3, it is shown that the value of the 
conductance associated with the ADC model can dramatically impact the 
simulation results accuracy. The existing FPGA-RTSs do not take into account the 
impact of the ADC model on the accuracy of the simulated results, and the value of 
the ADC conductance is selected without quantitative error assessments.  
In Chapter 3 of the thesis, a novel method for the optimal assessment of the ADC 
model parameter was presented. The proposed method is based on the 
minimization of the Euclidian distance between the eigenvalues of the network 
admittance matrix based on FAMNM, and those associated with the admittance 
matrices of reference networks corresponding to the all possible switching 
permutations. To prove the correctness of the proposed method, a comparison 
between the proposed metric and specific defined error functions was presented 
and discussed.  
The proposed method was validated by making reference to several validation 
examples including RLC circuits composed of single or two switches, networks 
including transmission lines, single-phase inverter, and two-level three-phase 
inverter. The proposed method was proven to be correct in identifying the optimal 
conductance of the discrete-time switch model. The results of the proposed method 
minimizes: (i) the differences with reference-model current/voltage waveforms, and 
(ii) losses in the discrete-time switch conductance. 
6.1.3 Automated FPGA-RTS for Power Electronics and Power Systems 
EMTs Simulations 
In Chapter 4 of this thesis, an automated FPGA-based RTS for power electronics 
and power systems applications was presented. The proposed FPGA-RTS is 
implemented in an industrial real-time embedded system and has the following 
features: (i) it makes use of the MANA method, (ii) it integrates the FAMNM 
together with the optimal selection of the switch conductance parameter, (iii) it 
uses an efficient sparse matrix to vector multiplier which improves which improves 
the efficiency while significantly decreasing the FPGA hardware usage, (iv) it 
enables the possibility to accurately reproduce electromagnetic switching 
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transients taking place in power electronic switching devices together with 
electromagnetic waves propagation in transmission lines, and (v) it enables to 
reach extremely low integration time steps  and provides an automated procedure 
to directly translate the schematic representation of the electrical circuits designed 
in EMTP-RV to the relevant FPGA solver.  
Three validation examples were considered. They refer to (i) a two-level three-
phase inverter, (ii) a multi-terminal HVDC network, and (iii) three-phase AC 
network. The comparison of the obtained results with respect to offline benchmark 
ones and the HIL validation showed an excellent agreement together with high 
computation efficiency. The proposed FPGA RTS exhibits remarkable performance 
in terms of the achieved simulation time step and the accuracy of the simulation 
results.    
6.1.4 FPGA-Based Fault Location Platform Based on the EMTR 
An original fault location platform was proposed in Chapter 5. The platform is 
developed by integrating the EMTR-based fault location method presented in 
Chapter 2 and the FPGA-RTS presented in Chapter 4. The developed platform 
takes advantage of the fast EMT simulation capability of the proposed FPGA-RTS 
to perform the fault location process within short computation time. The developed 
fault location system was validated by making reference to two applications: (i) an 
MTDC-HVDC network and (ii) an ADN. 
For the case of MTDC network, the platform is developed such that it is compatible 
with the constraints associated with the time scales required by these grids 
protections. By taking advantage of specific peculiarities of the time reversal 
theory for closed reflecting media, the application of the proposed EMTR fault 
location method was adapted using a limited time reversal window for the 
measured fault-originated transient signals. The performances of the developed 
platform were analyzed by considering the substantial factors might impact the 
fault location accuracy. It was shown that the developed system is able to identify 
the correct fault location and exhibit excellent robustness against uncertainties 
such as noise, measurement delays and fault impedance. 
The developed platform was also applied for the case of an ADN where the process 
is performed by using a single-end measurement system located at the primary 
substation. The performances of the platform were assessed by considering 
numerous fault cases with different fault types at different locations along the line. 
It was shown that estimated fault locations match with the real ones and the fault 
location accuracy was not affected by the type of the fault, the presence of the 
noise, measurement systems delay, and fault impedance. 
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6.2 Contributions 
The main contributions of the thesis are as summarized below: 
? Development of a novel and efficient fault location method based on the 
EMTR theory. Validation by means of reduced-scale experimental setup and 
simulations of power grids with various topologies and characteristics. 
? Analysis of the impact of losses on the accuracy of the EMTR fault location 
method by considering different back-propagation models. 
? Development of an original method for the optimal assessment of the ADC 
conductance value used in the FPGA-RTSs in order to minimize the 
simulation errors.  
? Development of a new automated FPGA-RTS for the EMT simulations of 
the power electronics devices and power system grids with propagative 
multi-conductor transmission lines.  
? Validation of the proposed FPGA-RTS by performing a dedicated Hardware-
in-the-Loop (HIL) test and quantitative error easements by comparing the 
FPGA-RTS results with the benchmark one obtained by means of offline 
simulations and the measurements from a real inverter. 
? Analysis of the applicability of the proposed EMTR fault location method 
using limited time reversal window to comply with the requirements 
characterizing MTDC networks. 
? Development of a new type of fault location platforms by integrating the 
proposed EMTR fault method with the developed FPGA-RTS.  
6.3 Future Works 
In the continuation of this work, the following topics are suggested for further 
studies and potential industrial applications: 
1. The proposed EMTR-based fault location method in Chapter 2 can be 
complemented by considering the following aspects. 
1.1. The method relies on the placement of several guessed fault locations 
(GFL), which requires numerous back-propagation simulations in order 
to identify the fault location. This method can be improved by 
considering a procedure which avoids the need for inspection of different 
GFLs. 
Conclusions 
 
160 
1.2. Sensitivity assessments to analyze the impact of the accuracy of the 
network model on the fault location method. 
1.3. Considering the frequency dependent transmission line models instead 
of a constant-parameter model. 
2. The method proposed in Chapter 3 to assess the optimal ADC switch model 
parameter can be applied for more complex topologies with multiple 
switches by considering a dedicated conductance value for each switch. 
3. The performance of the proposed FPGA-RTS in Chapter 4 can be improved 
by: 
3.1. Considering a floating point representation of the solver variables. 
3.2. Considering more accurate transmission line models such as FD model. 
4. The proposed fault location platform in Chapter 5 can be extended to 
consider the following aspects. 
4.1. Development of a systematic procedure to determine the minimum time 
reversal window duration to provide accurate fault location results. 
4.2. Design and implementation of the fault triggering system which 
initiates the recording of the fault-originated transient signals and 
activates the fault location system. 
4.3. Analysis of the limitations associated with the measurement systems 
(e.g., delays, bandwidth, saturation, etc.) on the performance of the fault 
location system. 
4.4. Filtering disturbances other than the fault-originated ones (induced 
voltages, load energizing/de-energizing, etc.) 
4.5. Implementing a fully automated algorithm which enables the 
straightforward application of the platform for a given network. 
4.6. Development of the communication protocols to interact with other 
control/protection system. 
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